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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.

Plan Legend

1 HR Fire Rated Partition

Whiteboard Paint with Magnetic Primer from floor 
finish to 6'-0" AFF, U.N.O.

2 HR Fire Rated Partition

MWB
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First Floor Overall Plan

Leicester Middle School

1/16" = 1'-0"1 First Floor Overall Plan

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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Second Floor Overall Plan

Leicester Middle School

1/16" = 1'-0"1 Second Floor Overall Plan

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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Third Floor Overall Plan

Leicester Middle School

1/16" = 1'-0"1 Third Floor Overall Plan

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
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A20
0

1

A20
1

1

A200
3

A20
0

4

A200

5

A201
2

A201

4

A20
13

Sawtooth Skylight

Sawtooth Skylight Below

10' - 4 3/4" 61' - 10 1/2" 19' - 6 1/8" 37' - 2 5/8"

8' 
- 1

1"
22

' - 
7 7

/8"
12

' - 
3"

31
' - 

6 7
/8"

165' - 3 1/8" 14' - 4" 31' - 1 3/8" 84' - 0 3/4"

58' - 5 7/8"

10
8' 

- 3
"

34' - 5"

31
' - 

5"

12
' - 

8 1
/2"

22
' - 

5 5
/8"

62' - 4 1/4"

19' - 6 1/8"

58' - 3 3/8"

42
' - 

7 1
/4"

40
' - 

1 3
/8"

14' - 4"

55' - 6 1/2"

14
0' 

- 7
"

70' - 7 1/2"

40' - 5 1/2"

29' - 7 1/8"

14' - 4"

165' - 11 1/4"

10' - 5"

6' 
- 2

 3/
4"

92
' - 

0"

11
' - 

6"

30.00°

30.00°

H
ig

h

Lo
w

H
ig

h

Lo
w

High

Low

H
ig

h

Lo
w

H
ig

h

Lo
w

H
ig

h

Lo
w

High

Low

RD

RD

RD

RD

RD

RD RD

RDRDRDRD

RD

RD

RD

013
Stair 2

A200
6

H
ig

h

Lo
w

A205
1

A202

10

A203
4

A202
13

Equipment screen

Roof access 
ladder

Elevator roof penthouse 8' above 
elevator. Provide elevator ventilation 
as required by code

Scupper

-

-

A203
6

A203
7

A203
8

Scupper

Scupper

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

PRELIM
IN

ARY

NOT FOR

CONSTRUCTIO
N

2/
5/

20
20

 1
:3

0:
21

 P
M

C
:\U

se
rs

\b
pe

ar
cy

\D
oc

um
en

ts
\L

ei
ce

st
er

 S
ch

oo
l_

(C
en

tra
l)_

AR
C

20
19

_b
pe

ar
cy

.rv
t

201601510015

A104

70 Winslow Ave.
Leicester, MA 01524

Schematic Design
02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

Roof Plan

Leicester Middle School

1/16" = 1'-0"1 Roof Plan
1/16" = 1'-0"2 Penthouse Roof



Q
Q+

2
Q+

4
Q

+6

Q

Q

Q
+2

Q
+4

Q
+6

Q

Q+
2

Q+
4

Q
+6

Q

Q
Q

+2
Q

+4
Q

+6

Q

Q
+2Q

+4

Q

Q+2
Q+4

Q

Q
+2

Q
+4

Q

Q+2

Q+4

Q

Q+2Q
Q+2

Q

Q
+2Q

+4

Q

Q+2
Q+4

Q

Q
+2

Q
+4

Q

Q+2

Q+4

Q

Q
+2Q

+4

Q

Q
+2

Q
+4

Q
Q

+2
Q

+4

Q
Q

+2
Q

+4

Q
Q

+2
Q

+4

Q
Q

+2
Q

+4

Q

Q
+2Q

+4

Q

Q
+2

Q
+4

Q

Q
+2

Q
Q+2

QQ
+2

Q

Q+2

Q

Q+2 QQ
+2

Q
Q+2Q

Q
+2

Q

Q

Q
Q

Q
Q

Q

Q

Q
Q+2

Q+4

Q

Q

Q
+2

Q
+ 4

Q

Q
+2

Q

Q

Q
+2

Q
+4

Q

Q+2

Q+4

Q

Q

Q+2
Q+4

Q

Q+2

Q+4
Q

QQ+2Q+4

Q

Q+2

Q+4

Q

Q

Q+2
Q+4

Q

Q+2

Q+4

Q

QQ+2Q+4

Q

Q+2

Q+4

Q

Q Q+2 Q+4

Q

Q+2

Q+4

Q

QQ+2Q+4

QQ+2

Q

Q

Q+2

Q

Q

Q

Q

Q Q

Q

Q+2

Q+4

Q

Q

Q+2

Q+4

Q
Q+2

Q+4

Q

Q
Q+2

Q+4

Q

Q+2

Q+4

Q

Q

Q+2

Q+4

Q
Q+2

Q+4

Q

Q
Q+2

Q+4

Q

Q+2 Q+4

Q

Q

Q+2

Q+4

Q
Q+2

Q+4

Q

Q
Q+2

Q+4

Q

Q+2

Q

Q+2Q

Q+2
Q+4

Q
Q+2Q+4

Q

Q

Q

Q Q

X

X

X
X

Y

Y

Y
Y

X+2

X+
2

X+2
X+

2

Y+2

Y+
2

Y+2
Y+

2

X+4

X+
4

X+4
X+

4

Y+4

Y+4
Y+

4

X+
6

Y+
6

X+
8

X

X

X

X

Y

Y

Y

Y

X+2

X+
2

X+2

X+
2

Y+2

Y+
2

Y+
2

X+4

X

X X

X

X X

X X

X

X

X

X

Y

Y Y

Y

Y Y

Y Y

Y

Y

Y

Y

X+
2

X+2 X+2

X+
2

X+2 X+2

X+
2

X+
2

X+2

X+
2

X+2

X+
2

Y+
2

Y+2 Y+2

Y+
2

Y+2 Y+2

Y+
2

Y+
2

Y+2

Y+
2

Y+2

Y+
2

X+
4

X+4 X+4

X+
4

X+4 X+4

X+
4

X+
4

X+4

X+
4

X+4

X+
4

Y+
4

Y+4

Y+
4

Y+4

Y+
4

Y+
4

Y+4

Y+
4

Y+4

Y+
4

X+6

X+6

X+6

X+
6

X+
6

Y+6

Y+6

Y+
6

Y+
6

X+8

X+
8

X+
8

Y+8

Y+8

X+10
X+10

Y+10

Y+10

X

X

X

X

X X

X

X

X

X

X

X
X

X

X
X

X

X

X

X

X

X

Y

Y

Y

Y

Y Y

Y

Y

Y

Y

Y

Y
Y

Y

Y
Y

Y

Y

Y

Y

Y

Y

X+2

X+
2

X+2

X+
2

X+2 X+2

X+
2

X+
2

X+2

X+
2

X+
2

X+
2

X+
2

X+2

X+
2

X+
2

X+
2

X+
2

X+2

X+
2

X+2

X+2

Y+2

Y+
2

Y+2

Y+
2

Y+2 Y+2

Y+
2

Y+
2

Y+2

Y+
2

Y+
2

Y+
2

Y+
2

Y+2

Y+
2

Y+
2

Y+
2

Y+2

Y+
2

Y+2

Y+2

Y+2

X+4

X+
4

X+4

X+
4

X+4 X+4

X+
4

X+
4

X+4

X+
4

X+4

X+
4

X+
4

X+
4

X+4

X+
4

X+4

X+4

X+
4

X+4

Y+4

Y+
4

Y+4

Y+
4

Y+4

Y+
4

Y+
4

Y+4

Y+
4

Y+4

Y+
4

Y+
4

Y+
4

Y+4

Y+4

Y+
4

Y+4

X+6

X+
6

X+6

X+
6

X+6

X+
6

X+6

X+
6

X+6

X+
6

X+6

X+6

X+
6

X+6

Y+6

Y+
6

Y+6

Y+
6

Y+
6

Y+6

Y+
6

Y+
6

Y+6

Y+
6

Y+6

Y+6Y+
6

Y+6

X+8

X+
8

X+8

X+
8

X+8

X+
8

X+8

X+
8

X+
8

X+8

X+
8

X+8

X+8

X+
8

X+8

Y+8

Y+
8

Y+8

Y+
8

Y+
8

Y+
8

Y+8

Y+
8

Y+8

Y+8

Y+
8

Y+8

X+10

X
+1

0

X+
10

X+
10

X+10

X+
10

X+10

X+10

X+
10

X+10

Y+10

X Y

X+
2

X

Y

X+
2

X

X

Y

Y

X+2

X+2

Y+2

Y+2

X+4

X
6.5

"

Y
7.5

"

X+2

2"

8.5
"

Y+2
9.5

"

X+4
10

.5"
Y+4

11
.5"

X+6
12

.5"
Y+6

13
.5"

X+8
14

.5"
Y+8

15
.5"

X+1
0

16
.5"

Y+1
0

17
.5"

X+1
2

18
.5" 19

.5"

3"

2"

2"

2"

2"

2"

3"

Q

Q+2

Q+4

Q+6

0.5
"

2"

2.5
"

4.5
"

6.5
"

8.5
"

2"

2"

General Roof Insulation Plan Notes

1. Minimum 6 1/2" Insulation for a R-39
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all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.
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5. See electrical drawings for light fixture type and technical specifications.
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12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
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13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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Unistrut Grid - 4x4 (UG)

ACT Ceiling - 2x2 (ACT)

Suspended Linear Wood Acoustic Ceiling (WD)

Acoustical Deck (AMD)

Ceiling Legend

2 Hour Rated GWB Assembly (RGA)

Suspended Acoustical Ceiling Blades

2' x 2' Pyramid Sound Diffusers

Sound Isolation Ceiling  Assembly (SIC). RE:  2 / A105
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LED Pendant 

LED Strip Light

Return Diffuser

Exit Sign
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LED Troffer Light
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Lighting Legend
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LED Square Pendant

LED Recessed Strip Light

2'x2' LED Recessed Downlight

Display Light

General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.

Plan Legend

1 HR Fire Rated Partition

Whiteboard Paint with Magnetic Primer from floor 
finish to 6'-0" AFF, U.N.O.

2 HR Fire Rated Partition

MWB
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First Floor Partial Plan - Part A

Leicester Middle School

1/8" = 1'-0"1 First Floor Partial Plan - Part A

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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First Floor Partial Plan - Part B

Leicester Middle School

1/8" = 1'-0"1 First Floor Partial Plan - Part B

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.

A

B

D

C



101
School Commons

149

Custodian's
Office

118
Mechanical

158
Boys Locker

154
Girls Locker

163
Gymnasium

164

Health and
Wellness Studio

120
Kitchen

100
Vestibule

155
PE Office

159
PE Office

102
General Office

104
Principal Office

117
Dining

G3

G2

G1

30' - 3 7/8"6' - 0"

11' - 4 1/4"

29' - 8"

22' - 0"

15' - 6 1/8"

13' - 8 1/4"

9' - 0 5/8"

12' - 8 3/4" 4' - 2 1/8" 4' - 2 1/8" 4' - 2 1/8" 19' - 2 3/4" 6' - 4 7/8" 73' - 1 5/8"

12
' - 

3 7
/8"

9' 
- 0

"
10

' - 
5"

15
' - 

3 3
/4"

10
' - 

10
 3/

8"
12

' - 
4 7

/8"
18

' - 
7"

16' - 5 1/4" 5' - 5" 5' - 9 1/8"

0"

33' - 3 3/4" 6' - 4 7/8" 3' - 0"

4' 
- 5

"
6' 

- 9
 1/

4"
11

' - 
2 1

/4"
6' 

- 4
 5/

8"
6' 

- 0
 1/

8"

8' - 10 7/8"22' - 8 5/8"

11' - 5" 4' - 7 3/8"

5' - 9 1/8"
6' - 2 1/2"

7' - 0"
6' - 2 1/2"

5' - 0 7/8"

S3C

S11F

S3E2

S3C

S3C

S2E2

S3C

S3C

S3C

S3F

S3C

S11F

S3C

S3A

S3C

S2E2

S2E2

S3C

S2E2

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3A S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3C

S3CS3CS3C

S3C

S11F
S3E2

S3E2

S3C

S3C

S3C

S3C

100b

100a

100c

100d

117b

119

118

102b

102a

117c

154a154b

157a

166
Fire Pump

168

Mechanical/Water
Service Room

167
IT

165
Storage

152
Elec.

151
Emerg.

150
Server

158A
Boys Locker

161
Boys Restroom

162
Storage

157
Girls Restroom

156
Shower

160
Shower

154A
Girls Locker

149

150

151

152a 152b

167

168 166

165

164b

164c 163c

158c

159a

159b

155b

155a

154c

164a

157b

162

156

160

161a 161b

158a158b

153153

Custodian's
Storage

A72
3

1
2

4
5

A403
1

163a 163b

A713
10

117a

A72
3

11

A7
233

A7
236

A713
13

Painted Floor Graphic

A13

G16G16G16

G16

G16

G16

G16

G16

G16

G16 G16 G16

G5 G5 G5

G5

G18

G6

MWB

G1

G1

S3C

4
A3104

A310

G22

G11

G11

Painted Indoor
Track

Display Cases

Learning Stair Nook
Projection Overhead

S3C

G8

S3A

S3C

6' - 0"

S3E2

6' - 4"

16' - 0 1/8"

M4A

S11F

G12
G12

G12
G12

S11F

S3C
S3C

Trespa Panel Wall 
System w/ Accent
Color on Interior Face.

G12

S3C

S3C

S3C

S3F

S3F

A13

G5

G5

G5

G5
G5

G5

10
1' 

- 2
 1/

8"

111' - 1"29' - 4 3/4"

64' - 2 1/2"6' - 3"2' - 11 3/4"6' - 3"3' - 3 1/2"24' - 1 1/4"4' - 0"
10 5/8"

3' - 3"5' - 0 1/2"3' - 3"8' - 9"4' - 0"4' - 2 5/8"

7' - 2 1/4"
5' - 9 1/2"

6' - 2 1/2" 1' - 7 1/4"
1' - 3"

21' - 1 7/8"

21' - 6"

25' - 5 1/8"

8' - 6"

12
13

14

S3C S3C

46' - 0 3/4" 23' - 10 7/8" 6' - 10 3/4"

1' - 11 3/4"

6' - 3"
1' - 11 3/4"

23' - 10 1/2"

1' - 11 3/4"

6' - 3" 1' - 11 3/4"

3' - 7 7/8"

38' - 2 3/4"8' - 11 7/8"22' - 5 7/8"

8' 
- 0

"
12

' - 
0"

15' - 0"49' - 10 1/2"

20
' - 

0"

Concrete Loading Dock and Ramp constructed
Solid concrete formed walls and slab with appropriate
rebar reinforcing. Provide embedded steel angles
and loading edge with docker leveler and bumpers. 
Provide galvanized pipe guardrail at both sides of ramp and
Loading zone. Concrete wall finish to be rubbed smooth.
Concrete land and ramp surface to have a broom finish.

A7
24

14
15

Plan Legend

1 HR Fire Rated Partition

Whiteboard Paint with Magnetic Primer from floor 
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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First Floor Partial Plan - Part C

Leicester Middle School

1/8" = 1'-0"1 First Floor Partial Plan - Part C

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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First Floor Partial Plan - Part D

Leicester Middle School

1/8" = 1'-0"1 First Floor Partial Plan - Part D

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.

Plan Legend

1 HR Fire Rated Partition

Whiteboard Paint with Magnetic Primer from floor 
finish to 6'-0" AFF, U.N.O.

2 HR Fire Rated Partition
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Second Floor Partial Plan - Part A

Leicester Middle School

1/8" = 1'-0"1 Second Floor Partial Plan - Part A

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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Second Floor Partial Plan - Part B

Leicester Middle School

1/8" = 1'-0"1 Second Floor Partial Plan - Part B

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.

Plan Legend

1 HR Fire Rated Partition

Whiteboard Paint with Magnetic Primer from floor 
finish to 6'-0" AFF, U.N.O.

2 HR Fire Rated Partition
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Second Floor Partial Plan - Part C

Leicester Middle School

1/8" = 1'-0"1 Second Floor Partial Plan - Part C

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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Third Floor Partial Plan - Part A

Leicester Middle School

1/8" = 1'-0"1 Third Floor Partial Plan - Part A

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.

Plan Legend

1 HR Fire Rated Partition

Whiteboard Paint with Magnetic Primer from floor 
finish to 6'-0" AFF, U.N.O.

2 HR Fire Rated Partition

MWB
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Third Floor Partial Plan - Part B

Leicester Middle School

1/8" = 1'-0"1 Third Floor Partial Plan - Part B

Notes - General
G1 Semi-Recessed Fire Extinguisher Cabinet
G2 Wall Attached Telescopc Seating
G3 Retractable Curtain and Track Above
G4 Retractable Ceiling Mounted Basketball Hoop and Backboard
G5 Vinyl Wall Pads at Perimeter Provide Blocking as Required
G6 Built in Teacher Mailboxes
G7 Copy Machine
G8 Electric Overhead Coiling Door, RE: Door Schedule
G9 Kiln, RE: MEP
G10 Tack Tracks Running the Entire Length of the Corridor
G11 Hinged Floor Sleeve for Removable Volleyball Posts
G12 LCD Screen
G14 Horizontal Light Shelf Above, Typ.
G15 Single Tier Lockers with Solid Surface  Shelf Above.
G16 Curtain Rod and Curtain
G17 Metal Pan Stair with Stainless Steel Handrails
G18 Half wall with Hardwood Cap and Built in Security Desk
G19 Roof Access Ladder with Cage
G21 Vertical Sunshades, Typical all East and West Windows, Typ.
G22 Painted Steel Guardrails w/ Mechanically Fastened Stainless Steel Handrails
G23 Refrigerator
G24 Clear Finish  Maple Veneer Cubbies with Coat Hooks. Re:  Millwork Elevations.
G25 Maple Veneer Tiered Seating.

A
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Gympsum Wall Board (GWB)

ACT Ceiling with 
Unistrut Grid - 4x4 (UG)

ACT Ceiling - 2x2 (ACT)

Suspended Linear Wood Acoustic Ceiling (WD)

Acoustical Deck (AMD)

Ceiling Legend

2 Hour Rated GWB Assembly (RGA)

Suspended Acoustical Ceiling Blades

2' x 2' Pyramid Sound Diffusers

Sound Isolation Ceiling  Assembly (SIC). RE:  2 / A105

LED Recessed Downlight

LED Ring Pendant

2'x2' LED Recessed Downlight

LED Pendant 

LED Strip Light

Return Diffuser

Exit Sign

Concealed Sprinkler

LED Troffer Light

LED Linear Wall Washer

Lighting Legend

LED High Bay Fixture

LED Square Pendant

LED Recessed Strip Light

2'x2' LED Recessed Downlight

Display Light

General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.

Gympsum Wall Board (GWB)

ACT Ceiling with 
Unistrut Grid - 4x4 (UG)

ACT Ceiling - 2x2 (ACT)

Suspended Linear Wood Acoustic Ceiling (WD)

Acoustical Deck (AMD)

Ceiling Legend

2 Hour Rated GWB Assembly (RGA)

Suspended Acoustical Ceiling Blades

2' x 2' Pyramid Sound Diffusers

Sound Isolation Ceiling  Assembly (SIC). RE:  2 / A105

LED Recessed Downlight

LED Ring Pendant

2'x2' LED Recessed Downlight

LED Pendant 

LED Strip Light

Return Diffuser

Exit Sign

Concealed Sprinkler

LED Troffer Light

LED Linear Wall Washer

Lighting Legend

LED High Bay Fixture

LED Square Pendant

LED Recessed Strip Light

2'x2' LED Recessed Downlight

Display Light
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First Floor Reflected Ceiling Plan -
Part B

Leicester Middle School

1/8" = 1'-0"1 First Floor Partial Reflected Ceiling Plan - Part B
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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Sound Isolation Ceiling  Assembly (SIC). RE:  2 / A105
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.

Gympsum Wall Board (GWB)

ACT Ceiling with 
Unistrut Grid - 4x4 (UG)

ACT Ceiling - 2x2 (ACT)

Suspended Linear Wood Acoustic Ceiling (WD)

Acoustical Deck (AMD)
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2' x 2' Pyramid Sound Diffusers

Sound Isolation Ceiling  Assembly (SIC). RE:  2 / A105
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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General RCP Notes

1. See MEPFP drawings for any exit signs, occupancy sensors or other ceiling-mounted equipment not shown in 
architectural ceiling plans.

2. Align sprinkler heads, light fixtures, diffusers and junction boxes etc. as indicated on drawings. At areas of ACT ceilings, 
all items are to be centered within tiles U.N.O. Coordinate trades prior to installation of devices.

3. Exit signs shall be aligned with their associated openings, or centered in the corridor.

4. All sprinkler heads to be centered with lighting, door openings and windows. Contractor shall be responsible for 
sprinkler coordination.

5. See electrical drawings for light fixture type and technical specifications.

6. Coordinate recessed light fixture locations with ductwork and structure. Submit coordination drawings for approval.

7. Light filtering mesh shades are to be provided at all exterior window openings per specifications U.N.O.

8. Cellulose spray-applied thermal insulation/acoustical finish to be applied prior to installation of all MEP items. Spray to 
be patched as required after MEP installed.

9. The bottom of all cable trays is to be no lower than 8'-6" AFF.

10. The bottom of all pendant light fixtures is to be no lower than 8'-0" AFF.

11. Exit signs in corridors require pendant mounting, final mounting height TBD, review in field prior to installation.

12. ACT ceiling layout demonstrates intent. Final location of grid must be reviewed in field with architect prior to 
installation, see also specifications.

13. All existing columns and exposed beams to be left exposed are to be parged and painted.

14. Provide 4" Axiom Trim Edge @ All Exposed ACT & WD Ceilings.
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General Notes

1. Contractor shall field verify all existing site, building, and utility conditions and shall propmtly notify the architect 
of any discrepancies between such existing conditions and the requirements of the contract documents for 
clarification and/or resolution prior to the commencement of any affected work. The architect shall provide such 
clarification and/or resolution according to the provisions of the project manual prior to the commencement of any 
affected work.

2. Dimensions noted as "clear" are taken from finished face of construction. All dimensions are taken from 
finished face of construction and from column center lines unless noted otherwise.

3. All indications and notifications on the drawings applying to one area, component or condition shall apply to all 
other similar areas, components and conditions unless clearly noted otherwise.

4. Drawings are not to be scaled. Dimensions shall take precedence over scale shown on drawings. The 
contractor shall request clarification from the architect of any dimensional requirements necessary for the proper 
execution of any affected work prior to the commencement of such work.

5. Support all vertical duct runs at each floor. Provide angles and slab reinforcement at edges as required. Anchor 
ducts to adjacent wall surface. Provide adequate blocking and support in wall for duct load.

6. Pitch tapered insulation to provide crickets around all roof top equipment, elevator overrides and roof 
penetrations as required. Provide shop drawings for tapered insulation per the requirements of the specifications.

7. Unless noted on architectural drawings, see mechanical and plumbing drawings for roof penetrations and 
provide flashing as required and per roofing manufacturer's instructions.

8. Provide blocking for grab bars at all accessible toilet rooms.

9. All plywood backer boards to be fire retardant 1/2" plywood on 2x4 fire retardant wood blocking. Plywood 
sheets to be 4x8 typical installed vertically and as required by the specific trade.

10. At all MEP/FP penetrations in rated floor/ceiling and wall assemblies contractor to firestop penetration to 
match assembly rating.

11. All metal sill flashings at storefront openings are by the metal panel installer. All first floor sill flashings at 
precast concrete panel base are by metal panel installer. All other flashings are by roofing and flashing contractor.

12. For all wall mounted and ceiling mounted equipment noted as N.I.C. contractor is to provide in-wall and/or 
ceiling blocking. Coordinate with owner furnished equipment for blocking requirements.
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Split Face Masonry

Utility Brick Veneer Units
SF
J

SF
S3D

SF
J

SF
J

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

CW
1

100a 100b

4
A310

Custom Film at Curtain Wall 
System

High Density Phenolic 
Panel

High Density Phenolic Panel

Canopy

1. All North Facing  Windows to be Triple Glazed with U value of 0.22

2. All South Facing Windows that have Intermediated Horizontal Mullion to have Horizontal Sun Shading Devices

3.All Windows to be Double Glazed with U Value of .6 unless noted otherwise

.Storefront:
Kawneer TRIFAB VG 451T
2” sight lines
4.5” depth

Curtain Wall:
Kawneer 1600 Wall System 2 Curtain Wall
2.5” sightlines
6” depth

Awning Windows: (In Classrooms) -Used with TRIFAB  451 UT Framing System
Kawneer GLASSvent UT
Architectural Window (AW) (Required for Blast mitigation)
4 3/8” depth
60x36” Max operable size

Storefront Vent Windows: (West Facades)
Kawneer GLASSvent Windows for Storefront Framing
“Visually Frameless”
60x36” Max operable size
2-1/8” depth (1/4” infill)

Curtain Wall Vertical Sun Shade Device:
Kawneer Versoleil SunShade Single Blade System 
14” depth

Curtain Wall Horizontal Sun Shade Device:
Kawneer Versoleil SunShade – Outrigger System for Curtain Wall
30” depth - airfoil

Storefront Horizontal Sun Shade Device:
Versoleil SunShade – Outrigger System for Storefront
30” depth

Interior Light Shelves:
Kawneer InLighten Interior Light Shelf (compatible with both curtain wall and storefront)
30” Deep
Available in Translucent Polycarbonate or ACM
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Exterior Elevations

Leicester Middle School

1/16" = 1'-0"1 South Elevation

1/16" = 1'-0"3 North Elevation

1/16" = 1'-0"4 East Elevation
1/16" = 1'-0"5 Northeast Elevation

1/16" = 1'-0"6 East Elevation - Main Entry

General Exterior ElevationsWindow Basis of Design



Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

2
A300

2
A300

4
A300

4
A300

Roof
42' - 0"

Penthouse Roof
56' - 0"

171b

SF
D

SF
P

SF
CC

SF
AA

SF
BB

SF
CC

SF
AA

SF
CC

SF
BB

SF
DD

SF
GG

SF
EE

SF
FF

SF
EE

SF
DD

SF
EE

Zero Site Line 
Operable Window  
Typ. on West Facade 
Only

C-VSS AT ALL VERTIVAL 
MULLIONS IN SF-Q 

Split Face Masonry 
Units

Cast Store Banding

Utiliity Brick Veneer 
Units

Utiliity Brick Veneer 
Units

High Density Phenolic 
Panel

SF
D

CW
8

High Density Phenolic 
Panel on Projection Bay 
surrounds

High Density Phenolic 
Panel Accent color

High Density Phenolic 
Panel Accent color on 
interior edges of Projection 
Bay surround

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

SF
A
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A
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A
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A
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A
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A
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A

SF
A
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A
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A
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A
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E
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E
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E
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E
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E
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E
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E
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E

SF
E

SF
F

SF
E

SF
E

SF
F

SF
F171a

SF
Q

S-HSS, ILS

C-HSS

S-HSS, ILS

Split Face Masonry 
Units

Cast Store Banding

Utiliity Brick Veneer 
Units

SF
Q

High Density Phenolic 
Panel on Projection 
Bay surrounds

High Density 
Phenolic Panel 
Accent color

High Density Phenolic Panel Accent 
color on interior edges of Projection 
Bay surround

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

6
A300

6
A300

2
A310

2
A310

Roof
42' - 0"

002b127
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2
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K
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K
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E

SF
E

SF
A

SF
E
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A

SF
E

SF
A

SF
E

SF
A

SF
K

SF
E

Split Face Masonry 
Units

Cast Store Banding

Utiliity Brick Veneer 
Units

High Density Phenolic 
Panel on Projection Bay 
surrounds

High Density Phenolic 
Panel Accent color

High Density Phenolic Panel Accent 
color on interior edges of Projection 
Bay surround

SF
L

SF
L

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

1
A300

1
A300

3
A300

3
A300

Roof
42' - 0"

Penthouse Roof
56' - 0"

SF
D

CW
8

SF
P

SF
AA

SF
BB

SF
CC

SF
BB

SF
DD

SF
AA

SF
BB

SF
AA

SF
DD

SF
EE

SF
DD

SF
FF

SF
GG

SF
EE

SF
DD

Zero Site Line Operable 
Window  Typ. on West 
Facade Only

C-VSS AT ALL VERTIVAL 
MULLIONS IN SF-Q 

High Density Phenolic 
Panel on Projection Bay 
surrounds

Split Face Masonry 
Units

Cast Store Banding

Utiliity Brick Veneer 
Units

High Density Phenolic 
Panel

High Density 
Phenolic Panel

SF
D

High Density Phenolic 
Panel Accent color

High Density Phenolic 
Panel Accent color on 
interior edges of Projection 
Bay surround

.Storefront:
Kawneer TRIFAB VG 451T
2” sight lines
4.5” depth

Curtain Wall:
Kawneer 1600 Wall System 2 Curtain Wall
2.5” sightlines
6” depth

Awning Windows: (In Classrooms) -Used with TRIFAB  451 UT Framing System
Kawneer GLASSvent UT
Architectural Window (AW) (Required for Blast mitigation)
4 3/8” depth
60x36” Max operable size

Storefront Vent Windows: (West Facades)
Kawneer GLASSvent Windows for Storefront Framing
“Visually Frameless”
60x36” Max operable size
2-1/8” depth (1/4” infill)

Curtain Wall Vertical Sun Shade Device:
Kawneer Versoleil SunShade Single Blade System 
14” depth

Curtain Wall Horizontal Sun Shade Device:
Kawneer Versoleil SunShade – Outrigger System for Curtain Wall
30” depth - airfoil

Storefront Horizontal Sun Shade Device:
Versoleil SunShade – Outrigger System for Storefront
30” depth

Interior Light Shelves:
Kawneer InLighten Interior Light Shelf (compatible with both curtain wall and storefront)
30” Deep
Available in Translucent Polycarbonate or ACM
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1. All North Facing  Windows to be Triple Glazed with U value of 0.22

2. All South Facing Windows that have Intermediated Horizontal Mullion to have Horizontal Sun Shading Devices

3.All Windows to be Double Glazed with U Value of .6 unless noted otherwise
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Exterior Elevations

Leicester Middle School

1/16" = 1'-0"2 Northwest Elevation

1/16" = 1'-0"4 Courtyard -  North Elevation
1/16" = 1'-0"3 Courtyard - South Elevation

1/16" = 1'-0"1 West Elevation

Window Basis of Design General Exterior Elevations



SF
A

12' - 0"

6' 
- 6

"
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E 5' 
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4' - 0"

4' 
- 0
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K
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16' - 0"

2 1
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3' 
- 9

 1/
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6"
1' 

- 9
 1/
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2 1
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SF
C

24' - 1 1/4" SF
B

12
' - 

6"

32' - 1"

SF
D

13
' - 

5 3
/4"

11' - 11 1/2"

SF
H

96' - 1 1/4"

6' 
- 0

"

SF
P

36' - 0"

4' 
- 0

"

.Storefront:
Kawneer TRIFAB VG 451T
2” sight lines
4.5” depth

Curtain Wall:
Kawneer 1600 Wall System 2 Curtain Wall
2.5” sightlines
6” depth

Awning Windows: (In Classrooms) -Used with TRIFAB  451 UT Framing System
Kawneer GLASSvent UT
Architectural Window (AW) (Required for Blast mitigation)
4 3/8” depth
60x36” Max operable size

Storefront Vent Windows: (West Facades)
Kawneer GLASSvent Windows for Storefront Framing
“Visually Frameless”
60x36” Max operable size
2-1/8” depth (1/4” infill)

Curtain Wall Vertical Sun Shade Device:
Kawneer Versoleil SunShade Single Blade System 
14” depth

Curtain Wall Horizontal Sun Shade Device:
Kawneer Versoleil SunShade – Outrigger System for Curtain Wall
30” depth - airfoil

Storefront Horizontal Sun Shade Device:
Versoleil SunShade – Outrigger System for Storefront
30” depth

Interior Light Shelves:
Kawneer InLighten Interior Light Shelf (compatible with both curtain wall and storefront)
30” Deep
Available in Translucent Polycarbonate or ACM
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Exterior Openings - Storefront

Leicester Middle School

1/4" = 1'-0"1 Storefront Type A
1/4" = 1'-0"5 Storefront Type E

1/4" = 1'-0"6 Storefront Type F

1/4" = 1'-0"9 Storefront Type K

1/4" = 1'-0"3 Storefront Type C
1/4" = 1'-0"2 Storefront Type B

1/4" = 1'-0"4 Storefront Type D

1/4" = 1'-0"7 Storefront Type H

1/4" = 1'-0"13 Storefront Type P

Window Basis of Design

1/4" = 1'-0"8 Storefront Type J

1/4" = 1'-0"10 Storefront Type L
1/4" = 1'-0"11 Storefront Type M

1/4" = 1'-0"12 Storefront Type N

1/4" = 1'-0"14 Storefront Type Q
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R

107' - 11 3/8"
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"
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S
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"

SF
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- 9

 3/
4"

51' - 4 3/8"

.Storefront:
Kawneer TRIFAB VG 451T
2” sight lines
4.5” depth

Curtain Wall:
Kawneer 1600 Wall System 2 Curtain Wall
2.5” sightlines
6” depth

Awning Windows: (In Classrooms) -Used with TRIFAB  451 UT Framing System
Kawneer GLASSvent UT
Architectural Window (AW) (Required for Blast mitigation)
4 3/8” depth
60x36” Max operable size

Storefront Vent Windows: (West Facades)
Kawneer GLASSvent Windows for Storefront Framing
“Visually Frameless”
60x36” Max operable size
2-1/8” depth (1/4” infill)

Curtain Wall Vertical Sun Shade Device:
Kawneer Versoleil SunShade Single Blade System 
14” depth

Curtain Wall Horizontal Sun Shade Device:
Kawneer Versoleil SunShade – Outrigger System for Curtain Wall
30” depth - airfoil

Storefront Horizontal Sun Shade Device:
Versoleil SunShade – Outrigger System for Storefront
30” depth

Interior Light Shelves:
Kawneer InLighten Interior Light Shelf (compatible with both curtain wall and storefront)
30” Deep
Available in Translucent Polycarbonate or ACM

SF
A

SF
M

CW
3

SF
N

SF

CW
2

SF
F

SF
K

C-VSS

C-HSS

S-HSS

ILS

SF
G

SF
D

SF
B

SF
H

SF

J

SF
R

SF
S

SF
P

CW
1

SF
C

CW
4

SF
AA

SF
DD

SF
BB

SF
CC

SF
EE

SF
FF

SF
GG

SF
L

SF
U

SF
V

SF
E

T

1. All North Facing  Windows to be Triple Glazed with U value of 0.22

2. All South Facing Windows that have Intermediated Horizontal Mullion to have Horizontal Sun Shading Devices

3.All Windows to be Double Glazed with U Value of .6 unless noted otherwise
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Exterior Openings - Storefront

Leicester Middle School

1/4" = 1'-0"1 Storefront Type R

1/4" = 1'-0"2 Storefront Type S
1/4" = 1'-0"3 Storefront Type T

1/4" = 1'-0"4 Storefront Type U

1/4" = 1'-0"5 Storefront Type V

Window Basis of DesignGeneral Exterior Elevations

1/4" = 1'-0"6 Storefront Type AA
1/4" = 1'-0"7 Storefront Type BB

1/4" = 1'-0"8 Storefront Type CC
1/4" = 1'-0"9 Storefront Type DD

1/4" = 1'-0"10 Storefront Type EE
1/4" = 1'-0"11 Storefront Type FF

1/4" = 1'-0"12 Storefront Type GG
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1. All North Facing  Windows to be Triple Glazed with U value of 0.22

2. All South Facing Windows that have Intermediated Horizontal Mullion to have Horizontal Sun Shading Devices

3.All Windows to be Double Glazed with U Value of .6 unless noted otherwise

.Storefront:
Kawneer TRIFAB VG 451T
2” sight lines
4.5” depth

Curtain Wall:
Kawneer 1600 Wall System 2 Curtain Wall
2.5” sightlines
6” depth

Awning Windows: (In Classrooms) -Used with TRIFAB  451 UT Framing System
Kawneer GLASSvent UT
Architectural Window (AW) (Required for Blast mitigation)
4 3/8” depth
60x36” Max operable size

Storefront Vent Windows: (West Facades)
Kawneer GLASSvent Windows for Storefront Framing
“Visually Frameless”
60x36” Max operable size
2-1/8” depth (1/4” infill)

Curtain Wall Vertical Sun Shade Device:
Kawneer Versoleil SunShade Single Blade System 
14” depth

Curtain Wall Horizontal Sun Shade Device:
Kawneer Versoleil SunShade – Outrigger System for Curtain Wall
30” depth - airfoil

Storefront Horizontal Sun Shade Device:
Versoleil SunShade – Outrigger System for Storefront
30” depth

Interior Light Shelves:
Kawneer InLighten Interior Light Shelf (compatible with both curtain wall and storefront)
30” Deep
Available in Translucent Polycarbonate or ACM
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Exterior Openings - Curtain Wall

Leicester Middle School

1/4" = 1'-0"1 Curtain Wall Type 1
1/4" = 1'-0"5 Curtain Wall Type 2

1/4" = 1'-0"2 Curtain Wall Type 3

General Exterior Elevations Window Basis of Design

1/4" = 1'-0"6 Curtain Wall Type 4



Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

131

Substantially
Separate

Classroom
130

Kindergarten
Classroom

129

Kindergarten
Classroom

128

Kindergarten
Classroom

216

Lower School
SPED

218

1st Grade
Classroom

217

1st Grade
Classroom

215

2nd Grade
Classroom

214

2nd Grade
Classroom

310

4th Grade
Classroom

305

4th Grade
Classroom

311

4th Grade
Classroom

313

3rd Grade
Classroom

312

Substantially
Separate

Classroom
314

3rd Grade
Classroom

210
Flex Learning

306
Flex Learning

117
Dining120

Kitchen

212
Restroom

308
Staff Restroom

126
Staff Restroom

108
Guidance Office

124
Corridor

6
A300

6
A300

2
A310

2
A310

Roof
42' - 0"

Penthouse Roof
56' - 0"

Hardwood veneer at all projection 
surfaces, accent color at interior of 
jambs, sill and head. Typ. at all 
window pop-outs

Roof hatch and cage ladder

Translucent glass on East windows

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

5
A300

5
A300

182

7th Grade
Science

Classroom
185

6th Grade
Science

Classroom190
OT/PT

148
Girls

239
Girls

253

5th Grade
Classroom

254

5th Grade
Classroom

258

6th Grade
Classroom

259

6th Grade
Classroom240

Media Center

348

7th Grade
Classroom333

Girls

184
Prep

343

8th Grade
Classroom

344

8th Grade
Classroom

349

7th Grade
Classroom

255
Flex Learning

163
Gymnasium

164

Health and
Wellness Studio

186
Health189

OT/PT

244
Flex Learning

Roof
42' - 0"

Penthouse Roof
56' - 0"

Motorized gym divider curtain

Hollow Metal Storefront

Light Shelves at all interior 
windows as shown

Light Shelf, typ.

Roof access ladders

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

A310
3

141
Chorus Room 101

School Commons

200
School Commons

300
Corridor

118
Mechanical

325

3rd-4th Grade
STE

100
Vestibule

124
Corridor

Roof
42' - 0"

4' 
- 1

0"

5' 
- 6

"

6' 
- 8

"

9' 
- 3

 1/
2"

10
' - 

10
"

Ceramic wall tile at all corridor walls 
up to 6'-0" with anodized aluminum 
square trim edge

Hollow Metal Storefront Aluminum Storefront

232

Substantially
Seperate
Classrom

Suspended Acoustical ceiling 
blades installed at varying heights

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

5
A300

5
A300

235
Upper School Art

240
Media Center

328
7th-8th STEM

145
Band Room

101
School Commons

200
School Commons

300
Corridor

100
Vestibule

124
Corridor

Roof
42' - 0"

Penthouse Roof
56' - 0"

Aluminum Storefront
Hollow Metal StorefrontSuspended Acoustical ceiling 

blades installed at varying 
heights

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

2
A300

2
A300

4
A300

4
A300

101
School Commons

117
Dining

163
Gymnasium

Roof
42' - 0"

Penthouse Roof
56' - 0"

Overhead coiling doors 
Refer to Electrical 
Drawings

Painted steel guardrail with 
mechanically fastened stainless 
steel handrail

Translucent glass on East facade

Loading dock

Hardwood veneer at all projection 
surfaces, accent color at interior of 
jambs, sill and head. Typ. at all 
window pop-outs

Hardwood veneer at all side faces, accent color at interior of 
jambs, sill and head. Typ. at all window pop-outs

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

1
A300

1
A300

A310
1

Roof
42' - 0"

Tile in all corridors up to 
6' - Schluter Trim at all 
edges and corners

Hollow Metal Storefront

314

3rd Grade
Classroom

315

3rd Grade
Classroom

219

1st Grade
Classroom

218

1st Grade
Classroom

131

Substantially
Separate

Classroom
132

Pre-K Classroom127
Corridor

213
Corridor

309
Corridor
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Building Sections

Leicester Middle School

1/16" = 1'-0"1 Building Section Through South Classroom Wing

1/16" = 1'-0"2 Building Section through North Classroom Wing

1/16" = 1'-0"3 Building Section Through Learning Stair
1/16" = 1'-0"4 Building Section Through Commons
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Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

A500
1

---
-

Roof
42' - 0"

A500
2

Exterior Wall Assembly B
5/8" GWB
6" Cold Formed Metal Studs 
with Full Batt Insulation
5/8" Exterior Sheathing
Continuous Air/Vapor Barrier
4" Rigid Insulation
3 5/8" Cast Stone Veneer Units 
on 1-1/2" Air Space

Light Shelf Beyond, 
Attached to 
Storefront Mullion

Exterior Wall Assembly A
5/8" GWB
6" Cold Formed Metal Studs with 
Full Batt Insulation
5/8" Exterior Sheathing
Continuous Air/Vapor Barrier
4" Rigid Insulation
3 5/8" Split Face Masonry Unit 
on 1-1/2" Air Space

Horizontal Shading 
Devices on all South 
Facing Facades

Roof Assembly
3" Metal Deck
Continuous Air/Vapor Barrier 
Tapered Insulation, R-39 Minimum
1/2" Gypsum Protection Board
90 mil Fully Adhered TPO

ACT Ceiling

Fireproofing at Underside 
of Deck, Beams, 
Bracing, Typ.

Fireproofing at Underside 
of Deck, Beams, 
Bracing, Typ.

ACT Ceiling

Light Shelf Attached 
to Mullion

Prefinished Aluminum 
Storefront System

Fireproofing at Underside 
of Deck, Beams, 
Bracing, Typ.

Precast Stone Banding

Pre-fin. Alum. Break Mtl. Drip Edge

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

Light Shelf Attached 
to Mullion

Prefinished 
Aluminum 
Storefront System

Exterior Wall Assembly A
5/8" GWB
6" Cold Formed Metal Studs with Full Batt 
Insulation
5/8" Exterior Sheathing
Continuous Air/Vapor Barrier
4" Rigid Insulation
3 5/8" Split Face Masonry Unit on 1-1/2" 
Air Space

High Density Phenolic Panel on 
Manufacturers Concealed 
Fastening System Attached to 
Galvanized Z-Girts on 6 1/2" Rigid 
Insulation a Minimum R-39

High Density Phenolic 
Panel Accent Color on all 
Interior Faces, Typ.

Exterior Wall Assembly B
5/8" GWB
6" Cold Formed Metal Studs with 
Full Batt Insulation
5/8" Exterior Sheathing
Continuous Air/Vapor Barrier
4" Rigid Insulation
3 5/8" Cast Stone Veneer Units on 
1-1/2" Air Space

Prefinished Alumnium 
Storefront System

Light Shelf Attached to 
Mullion

Steel Lintel, Typ.

ACT Ceiling

Fireproofing at Underside 
of Deck, Beams, Bracing, 
Typ.

3 1/4" Concrete Slab on 
3" Metal Deck 

Tube Steel

Fireproofing at Underside 
of Deck, Beams, Bracing, 
Typ.

3 1/4" Concrete Slab on 
3" Metal Deck 

Horizontal Shading 
Devices on all South 
Facing Facades

Horizontal Shading 
Devices on all 
South Facing 
Facades

Light Shelf Attached 
to Mullion

High Density Phenolic Panel on 
Manufacturers Concealed Fastening 
System Attached to Galvanized Z-Girts 
on LGSF with Minimum R-39 
Insulation

Roof Assembly
3" Metal Deck
Continuous Air/Vapor Barrier 
Tapered Insulation, R-39 Minimum
1/2" Gypsum Protection Board
90 mil Fully Adhered TPO

High Density Phenolic 
Panel Accent Color on all 
Inside Faces, Typ.

Fireproofing at Underside 
of Deck, Beams, Bracing, 
Typ.

Slope a Sills, Typ.

Prefinished 
Aluminum 
Storefront System

High Density Phenolic 
Panel Accent Color

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

Exterior Wall Assembly C
5/8" GWB
6" Cold Formed Metal Studs with 
Batt Insulation
5/8" Exterior Sheathing
Continuous Air/Vapor Barrier
4" Rigid Insulation
1/2" High Density Phenolic Panel on 
Manufacturer's Concealed 
Fastening System Attached to 
Aluminum Z-Girts

Exterior Wall Assembly A
5/8" GWB
6" Cold Formed Metal Studs with 
Full Batt Insulation
5/8" Exterior Sheathing
Continuous Air/Vapor Barrier
4" Rigid Insulation
3 5/8" Split Face Masonry Unit on 
1-1/2" Air Space

Vertical Shading Devices 
on all East and West 
Facing Facades

Roof Assembly
3" Metal Deck
Continuous Air/Vapor Barrier 
Tapered Insulation, R-39 Minimum
1/2" Gypsum Protection Board
90 mil Fully Adhered TPO

ACT Ceiling

Fireproofing at Underside 
of Deck, Beams, 
Bracing, Typ.

Prefinished Aluminum 
Storefront System

ACT Ceiling

Fireproofing at Underside 
of Deck, Beams, 
Bracing, Typ.

Unistrut Grid Ceiling

Fireproofing at Underside 
of Deck, Beams, 
Bracing, Typ.

Spandrel Glass above 
Ceiling, Typ.

GWB Soffit with Full Batt 
Insulation

Prefinished Aluminum 
Storefront System

High Density Phenolic 
Panel Accent Color at 
Inside Faces, Typ.

GWB Soffit with Full Batt 
Insulation Soffit

Spandrel Glass above 
Ceiling, Typ.

3 1/4" Concrete Slan on 
3" Metal Deck

3 1/4" Concrete Slan on 
3" Metal Deck

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

Fireproofing at Underside 
of Deck, Beams, Bracing, 
Typ.

High Density Phenolic Panel on 
Manufacturers Concealed 
Fastening System on LGSF

Roof Assembly
3" Metal Deck
Continuous Air/Vapor Barrier 
Tapered Insulation, R-39 Minimum
1/2" Gypsum Protection Board
90 mil Fully Adhered TPO

High Density Phenolic 
Panel Accent Color on all 
Inside Faces, Typ.

6" Mtl. Stud with Full 
Batt Insulation

Steel Angle Welded to 
Column Beyond

Steel Angle Welded to 
Column Beyond

TPO on 1/2" Cover Board 
on Tapered Insulation

TPO on GWB on 6" Mtl. Stud

Blocking

Premanufactured 
Canopy System

Expansion Joint

Prefinished 6" 
Curtainwall System

Edge of Wall 
Beyond
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Wall Sections

Leicester Middle School

1/2" = 1'-0"1 Wall Section through Classroom Wing
1/2" = 1'-0"2 Wall Section through Flexible Learning

1/2" = 1'-0"3 Wall Section at West Courtyard Wall
1/2" = 1'-0"4 Wall Section at Main Entry
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General Restroom Notes 

1. Provide FRT blocking at all grab bar and toilet accessories locations and for wall hung plumbing fixtures to comply with MAAB and Massachusetts State Building Code.

2. All dimensions must be field verified prior to the manufacture of cabinets.

3. Furnish and install ceramic tile on all bathroom walls. Tile to be full height, typ. All tiled areas to receive fiber cement backerboard substrate. Provide white thinset.

4. Coordinate locations of floor drains with plumbing drawings.

5. G.C. to coordinate all accessory quantities.

6. All accessories must comply with MAAB mounting heights.

7. Marble threshold to be installed at every restroom door threshold.

8. All toilet partitions shall be ceiling hung, NFPA rated, HPDE partitions with stainless steel shoes, aluminum brackets, and 8" aluminum wrap around hinges

9. Provide anodized aluminum square trim edge @ all tile edges. 
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Enlarged Restroom Plans and
Elevations

Leicester Middle School

1/4" = 1'-0"16 Enlarged Restroom @ Partial Plan B - Typ. 1st, 2nd & 3rd Floor
1/4" = 1'-0"17 Boys WC 159 - South Elev.

1/4" = 1'-0"18 Boys WC 159 - West Elev.
1/4" = 1'-0"19 Boys WC 159 - North Elevation

1/4" = 1'-0"20 Boys WC 159 - East Elev.

1/4" = 1'-0"26 Girls WC 160 - North Elev.
1/4" = 1'-0"27 Girls WC 160 - East Elev.

1/4" = 1'-0"24 Girls WC 160 - South Elev.
1/4" = 1'-0"25 Girls WC 160 - West Elev.

1/4" = 1'-0"31 Enlarged Restroom Plan
1/4" = 1'-0"32 WC 170 - South Elev.

1/4" = 1'-0"33 WC 170 - West Elev.
1/4" = 1'-0"34 WC 170 - North Elev.

1/4" = 1'-0"35 WC 170 - East Elev.

1/4" = 1'-0"36 Restroom 2 - Enlarged Plan

1/4" = 1'-0"37 WC 126 - South Elev.
1/4" = 1'-0"38 WC 120 - West Elev.

1/4" = 1'-0"39 WC 120 - North Elev.
1/4" = 1'-0"40 WC 120 - East Elev.

1/4" = 1'-0"1 Enlarged Restroom @ Partial Plan A - Typ. 1st, 2nd,  3rd Floor

1/4" = 1'-0"11 Girls WC 138 - North Elev.
1/4" = 1'-0"12 Girls WC 138 - East Elev.

1/4" = 1'-0"9 G irls WC 138 - South Elev.
1/4" = 1'-0"10 Girls WC 138 - West Elev.

1/4" = 1'-0"4 Boys WC  137 - North Elev.
1/4" = 1'-0"3 Boys WC 137 - West Elev.

1/4" = 1'-0"5 Boys WC 137 -  East Elev.
1/4" = 1'-0"2 Boys WC 137 - South Elev.

Notes - Accessory Legend
A1 Water Closet
A2 Floor Mounted Toilet
A3 Grab Bar
A4 Toilet Paper Dispenser
A5 Sanitary Napkin Disposal
A6 Wall Mounted Urinal
A7 Recessed Napkin Dispenser and Disposal Unit
A8 Tempered Glass Mirror - Welded SS Frame 24"x36" -
A9 Soap Dispenser
A10 Lavatory
A11 Hand Dryer
A12 Stainless Steel Coat Hook
A13 Stainless Steel Water Fountain
A14 Mop and  Broom Holder
A15 Mop Sink
A16 Recessed Infant Changing Station
A18 Wall Hung Multi Font Lavatory

1/4" = 1'-0"14 G WC West A

1/4" = 1'-0"7 B WC West A

1/4" = 1'-0"15 G WC North A
1/4" = 1'-0"13 G WC South A

1/4" = 1'-0"8 B WC North A
1/4" = 1'-0"6 B WC South A

1/4" = 1'-0"23 B WC North B

1/4" = 1'-0"28 G WC South B
1/4" = 1'-0"29 G WC West B

1/4" = 1'-0"30 G WC North B

1/4" = 1'-0"21 B WC South B
1/4" = 1'-0"22 B WC West B
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Enlarged Restroom Plans and
Elevations

Leicester Middle School

1/4" = 1'-0"1 Restrooms 4 & 5 Enlarged Plan
1/4" = 1'-0"2 Girls 122 - South Elevation

1/4" = 1'-0"3 Girls 122 - West Elevation
1/4" = 1'-0"4 Girls 122 - North Elevation

1/4" = 1'-0"5 Girls 122 - East Elevation

1/4" = 1'-0"6 Boys 121 - South Elevation
1/4" = 1'-0"7 Boys 121 - West Elevation

1/4" = 1'-0"8 Boys 121 - North Elevation
1/4" = 1'-0"9 Boys 121 - East Elevation

1/4" = 1'-0"10 Restroom 6 Enlarged Plan

1/4" = 1'-0"19 Restroom 7 Enlarged Plan

1/4" = 1'-0"22 175A North Elev

1/4" = 1'-0"15 174B South Elev.

1/4" = 1'-0"23 175A East Elev.
1/4" = 1'-0"20 175A South Elev.

1/4" = 1'-0"12 172B West Elev.

1/4" = 1'-0"21 175A West Elev.

1/4" = 1'-0"18 174B East Elev.
1/4" = 1'-0"16 174B West Elev.

1/4" = 1'-0"17 174B North Elev.

1/4" = 1'-0"11 172B South Elev.
1/4" = 1'-0"14 172B East Elev. 00

1/4" = 1'-0"13 172B North Elev.

1/4" = 1'-0"24 First Floor Partial Plan - Part A - Callout 2
1/4" = 1'-0"27 134A North Elev.

1/4" = 1'-0"28 134A East Elev.
1/4" = 1'-0"25 134A South Elev.

1/4" = 1'-0"26 134A West Elev.

Notes - Accessory Legend
A1 Water Closet
A2 Floor Mounted Toilet
A3 Grab Bar
A4 Toilet Paper Dispenser
A5 Sanitary Napkin Disposal
A6 Wall Mounted Urinal
A7 Recessed Napkin Dispenser and Disposal Unit
A8 Tempered Glass Mirror - Welded SS Frame 24"x36" -
A9 Soap Dispenser
A10 Lavatory
A11 Hand Dryer
A12 Stainless Steel Coat Hook
A13 Stainless Steel Water Fountain
A14 Mop and  Broom Holder
A15 Mop Sink
A16 Recessed Infant Changing Station
A18 Wall Hung Multi Font Lavatory
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Enlarged Restroom Plans and
Elevations

Leicester Middle School

1/4" = 1'-0"13 110 Staff Restroom - North Elev.
1/4" = 1'-0"11 110 Staff Restroom - South Elev.

1/4" = 1'-0"12 110 Staff Restroom - West Elev.

1/4" = 1'-0"16 109 Staff Restroom  - West Elev.
1/4" = 1'-0"18 109 Staff Restroom - East Elev.

1/4" = 1'-0"17 109 Staff Restroom - North Elev.
1/4" = 1'-0"15 109 Staff Restroom - South Elev.

1/4" = 1'-0"10 109 & 110 Restroom Enlarged Plan

1/4" = 1'-0"14 110 Staff Restroom - East Elev.

1/4" = 1'-0"19 120C Kitchen Restroom plan
1/4" = 1'-0"22 120C North Elev.

1/4" = 1'-0"23 120C East Elev. 1/4" = 1'-0"20 120C South Elev.
1/4" = 1'-0"21 120C West Elev.

1/4" = 1'-0"1 Restroom 129A & 128A  - Enlarged Plan
1/4" = 1'-0"2 WC 128A - South Elev.

1/4" = 1'-0"3 WC 128A - West Elev.
1/4" = 1'-0"4 WC 128A - North Elev.

1/4" = 1'-0"5 WC 128A - East Elev

1/4" = 1'-0"6 WC 129A - South Elev.
1/4" = 1'-0"7 WC 129A - West Elev.

1/4" = 1'-0"8 WC 129A - North Elev
1/4" = 1'-0"9 WC 129A - East Elev

Notes - Accessory Legend
A1 Water Closet
A2 Floor Mounted Toilet
A3 Grab Bar
A4 Toilet Paper Dispenser
A5 Sanitary Napkin Disposal
A6 Wall Mounted Urinal
A7 Recessed Napkin Dispenser and Disposal Unit
A8 Tempered Glass Mirror - Welded SS Frame 24"x36" -
A9 Soap Dispenser
A10 Lavatory
A11 Hand Dryer
A12 Stainless Steel Coat Hook
A13 Stainless Steel Water Fountain
A14 Mop and  Broom Holder
A15 Mop Sink
A16 Recessed Infant Changing Station
A18 Wall Hung Multi Font Lavatory
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Enlarged Restroom Plans and
Elevations

Leicester Middle School

1/4" = 1'-0"1 Enlarged First Floor Partial Plan @ Gym Restrooms

1/4" = 1'-0"12 161 North Gym Elev. @ Boys Restroom
1/4" = 1'-0"13 161 East Gym Elev. @ Boys Restroom

1/4" = 1'-0"10 161 South Gym Elev. @ Boys Restroom
1/4" = 1'-0"11 161 West Gym Elev. @ Boys Restroom

1/4" = 1'-0"2 160 South Elev. Sim @ 156 North Elev.
1/4" = 1'-0"3 160 West Elev. Sim @ 156 West Elev.

1/4" = 1'-0"5 160 East  Sim. @ 156 East Elev.
1/4" = 1'-0"4 160 North Elev. Sim @ 156 South Elev.

1/4" = 1'-0"8 157 North Gym Elev. @ Girls Restroom
1/4" = 1'-0"9 157 East Gym Elev. @ Girls Restroom

1/4" = 1'-0"6 157 South Gym Elev. @ Girls Restroom
1/4" = 1'-0"7 157 West Gym Elev. @ Girls Restroom

1/4" = 1'-0"15 154 Girls Locker - South Elevation
1/4" = 1'-0"17 154 Girls Locker - North Elevation

1/4" = 1'-0"20 158 Boys Locker - South Elevation

1/4" = 1'-0"18 154 & 158 Lockers - East Elevation
1/4" = 1'-0"19 154 & 158 Lockers - West Elevation

1/4" = 1'-0"22 158 Boys Locker - North Elevation

1/4" = 1'-0"16 156 East Elev. 1/4" = 1'-0"14 154 West Elev.

1/4" = 1'-0"21 158 East Elev.
1/4" = 1'-0"23 158 West Elev.

Notes - Accessory Legend
A1 Water Closet
A2 Floor Mounted Toilet
A3 Grab Bar
A4 Toilet Paper Dispenser
A5 Sanitary Napkin Disposal
A6 Wall Mounted Urinal
A7 Recessed Napkin Dispenser and Disposal Unit
A8 Tempered Glass Mirror - Welded SS Frame 24"x36" -
A9 Soap Dispenser
A10 Lavatory
A11 Hand Dryer
A12 Stainless Steel Coat Hook
A13 Stainless Steel Water Fountain
A14 Mop and  Broom Holder
A15 Mop Sink
A16 Recessed Infant Changing Station
A18 Wall Hung Multi Font Lavatory



6 1/2"

S

Pre-fin. Aluminum 
Break Metal 
Projection, Sloped 
at Head - Color to 
Match Mullions

S

S

S

S

Aluminum Panning 
in Accent Color -
Typ. All Interior 
Sides of Window 
Projection

Cont. Drip Edge

Cont. AVB, PT 
Plywd, LGMF, and 
6.5" Polyiso 
Insulation. Minimum 
R-39

Strapping Beyond

Solid Surface 
Window Sill, Typ.

Wood Blocking

1' - 8 3/4"

1/2" High Density 
Phenolic Panel on 
Manufacturer's 
Concealed 
Fastening System 
Attached to 
Aluminum Z-Girts

Mitered Edge 
Detail, Typ. @ All 
Panel Edges

Curtain Wall Jamb

GWB on Ea. Side 6" 
Mtl. Stud with Full Batt 
Insulation

FRPT Wood Blocking

Closure Piece by 
Panel Manufacturer 

4" Rigid Insulation

Continuous 
Air/Vapor Barrier

High Density 
Phenolic Panel 
Accent Color on 
Interior Faces, Typ.

Roof
42' - 0"

Pre-fin. Aluminum 
Break Metal Drip 
Edge

FRPT Wood 
Blocking

3 5/8" Cast Stone 
Veneer Units 

Tapered Rigid 
Insulation, 6 1/2" 
Minimum

1/2" Protection 
Board

90 mil Fully 
Adhered TPO 
Membrane Roofing

TPO Flashing with 
Continuous Lap 
Sealant

4" Rigid Insulation 

Tapered Rigid 
Insulation, 6 1/2" 
Minimum

6" Mtl. Stud with 
Full Batt Insulation

1/4" Bent Plate

3" Mtl. Roof Deck

GWB on Ea. Side 
6" Mtl. Stud with 
Full Batt Insulation

1/2" Cover Board

Continuous 
Air/Vapor Barrier

Level 3
28' - 0"

Roof
42' - 0"

Aluminum Coping 
with Drip Edge

1/2" High Density 
Phenolic Panel on 
Manufacturer's 
Concealed Fastening 
System Attached to 
Aluminum Z-Girts

4" Rigid Insulation

Continuous AVB

5/8" GWB on 6" Mtl. 
Studs with Full Batt 
Insulation 

S S

4" Rigid Insulation

Continuous AVB

5/8" GWB on 6" Mtl. Studs 
with Full Batt Insulation 

Roof Assembly
3" Metal Deck
Continuous Air/Vapor 
Barrier 
Tapered Insulation, R-39 
Minimum
1/2" Gypsum Protection 
Board
90 mil Fully Adhered TPO

90 mil Fully Adhered TPO

Fireproofing at Underside 
of Deck, Beams, Bracing, 
Typ.
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Enlarged Details

Leicester Middle School

1 1/2" = 1'-0"1 Section Detail at Window Sill Projection

1 1/2" = 1'-0"3 Plan Detail @ Flex Learning

1 1/2" = 1'-0"2 Section Detail at Roof Edge

1 1/2" = 1'-0"4 Parapet Section



FIRE 
RATING

UL 
DESIGN 

STC
RATINGS3E2 2 HR U419 50

6 1/8"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

3 5/8" Metal Stud

Mineral Wool Insulation

Backer Rod and SealantBacker Rod and Sealant

5/8" Gypsum Wallboard

5/8" Gypsum Wallboard5/8" Gypsum Wallboard

5/8" Gypsum Wallboard

FIRE 
RATING

UL 
DESIGN 

STC
RATINGS3A

4 1/4"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

Backer Rod and Sealant

3 5/8" Metal Stud

Backer Rod and Sealant

5/8" Gypsum Wallboard

FIRE 
RATING

UL 
DESIGN 

STC
RATINGS3C

4 7/8"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

3 5/8" Metal Stud

Backer Rod and Sealant

Backer Rod and Sealant

5/8" Gypsum Wallboard

5/8" Gypsum Wallboard

PLAN

HEAD

BASE

PLAN

HEAD

BASE

PLAN

HEAD

BASE

PLAN

HEAD

BASE

FIRE 
RATING

UL 
DESIGN 

STC
RATINGS6C

7 1/4"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

3 5/8" Metal Stud

Backer Rod and Sealant

Backer Rod and SealantBacker Rod and Sealant

5/8" Gypsum Wallboard

5/8" Gypsum Wallboard

PLAN

HEAD

BASE

FIRE 
RATING

UL 
DESIGN 

STC
RATINGS3D1 1 HR U419 45

5 1/2"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

Backer Rod and Sealant

3 5/8" Metal Stud

Backer Rod and SealantBacker Rod and Sealant

5/8" Gypsum Wallboard

PLAN

HEAD

BASE

FIRE 
RATING

UL 
DESIGN 

STC
RATINGS11F U493 60

05 40 00.A5 3 5/8" Metal Stud

2 Layers 5/8" GWB, Each 
Side

3 1/2" Mineral Wool Insulation

Acoustic Sealant

Acoustic Sealant

05 40 00.A5 3 5/8" Metal Stud

3 1/2" Mineral Wool Insulation

3/4" Air Space

PLAN

HEAD

BASE

FIRE 
RATING

UL 
DESIGN 

STC
RATINGS3E 50

6 1/8"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

3 5/8" Metal Stud

Backer Rod and Sealant

Backer Rod and SealantBacker Rod and Sealant

5/8" Gypsum Wallboard

5/8" Gypsum Wallboard5/8" Gypsum Wallboard

5/8" Gypsum Wallboard

*For S11FX use Type X GWB 
to achieve a 2 hour rating 

*For S3D1 use Type X GWB to 
achieve a 1 hour rating 

PLAN

HEAD

BASE

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

?

3 5/8" Metal Stud

Backer Rod and Sealant

Backer Rod and SealantBacker Rod and Sealant

5/8" Gypsum Wallboard

5/8" Gypsum Wallboard5/8" Gypsum Wallboard

5/8" Gypsum Wallboard

7 5/8"

3/4" Fire Treated Plywood3/4" Fire Treated Plywood

#9 Gauge Expanded 
Mesh

S3F

PLAN

HEAD

BASE

FIRE 
RATING

UL 
DESIGN 

STC
RATINGM4A

11 3/4"

Ty
p.16
"

Ty
p.16
"

3 5/8" Metal Stud

Backer Rod and Sealant

3 5/8" Metal Stud

Backer Rod and Sealant

5/8" Gypsum Wallboard

4" Split Face CMU

5/8" Gypsum Wallboard5/8" Gypsum Wallboard

3 1/2" batt insulation

3 1/2" sound attenuation batt insulation 3 1/2" batt insulation3 1/2" sound attenuation batt insulation

3 1/2" batt insulation

3 1/2" sound 
attenuation batt 
insulation

3 1/2" sound attenuation batt insulation

3 1/2" sound attenuation batt 
insulation

Firestop sealant
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Partition Types

Leicester Middle School

GENERAL NOTES:

1. Extend all walls to underside of deck U.O.N.



General Notes Abbreviations

AL Aluminum
CLR Clear Finish
HM Hollow Metal
CW Curtain Wall
SF Storefront
WD Wood
PTD Painted

Legend- Finish Materials Comments

1. Provide interior gasket and drop down recessed seal on all 
interior learning and administration space doors

2. For veneers, clear finish maple, quarter sawn.

3. Maximum slope at thresholds not to exceed 1/4" per code.

4. Thresholds must comply with MAAB.

5. All glazing in doors and adjacent sidelites to be tempered per 
code requirements.

6. All thresholds are to be centered under doors.

1. Comments

HMSL
Hollow Metal Side Lite -

Latch Side

HMSH
Hollow Metal Side Lite -

Hinge Side

WDHG
Wood Half 

Glass Panel

HMN
Hollow Metal 
Narrow Lite

WDNF
Wood Narrow Lite 

Full Height

WDFG
Wood Full 

Glass Panel

WD or HM
Flush Wood or 

Hollow Metal Panel

HMHM
Double Hollow Metal Panles

HMHG or WDHG
Hollow Metal Half Glass or 
Wood Half Glass Panels

DSWE
Double Swinging Egress 

Hollow Metal Panels

WDFG
Wood Full 

Glass Panels

Panel Types

Frame Types

HM
Metal Panel

ALDS
Aluminum Double Side Lite 

3' 
- 6

"
1' 

- 8
"

1' 
- 1

0"

DACW
Aluminum Full 
Glass Panels

DASF
Aluminum Full 
Glass Panels

ALSF
Aluminum Full 
Glass Panels

DAL
Interior 

Aluminum Full 
Glass Panels

AL
Aluminum Full 
Glass Panels

AL
Interior Aluminum

ALSL
Interior Aluminum Side Lite 
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Door Schedule

Leicester Middle School

Doors - Schedule - First Floor

Mark From Room: Name To Room: Name Width Height

Frame Panel Details Hardware

Comments
Frame

Type Mark
Frame
Finish

Panel Type
Mark

Panel
Finish Jamb Type Head Type

Threshold
Type

Hardware
Set

Level 1
Corridor Band Room 3' - 7 25/32" 2' - 9 11/32" ALCW

001 Corridor Stair 2 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
002a Corridor Stair 4 3' - 0" 7' - 0" HM PTD HMN PTD 45 min. rated
002b Stair 4 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
003 Corridor Stair 1 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
004a Corridor Stair 3 3' - 0" 7' - 0" HM PTD HMN PTD 45 min. rated
004b Stair 3 6' - 0" 7' - 0" HM PTD HMHM PTD
100a Vestibule 6' - 0" 7' - 0" DACW CW
100b Vestibule 6' - 0" 7' - 0" DACW CW
100c School Commons Vestibule 6' - 0" 7' - 0" DACW CW
100d School Commons Vestibule 6' - 0" 7' - 0" DACW CW
102a General Office Vestibule 3' - 0" 7' - 0" AL PTD AL PTD
102b General Office School Commons 3' - 0" 6' - 0" AL PTD ALSL CLR
102c Circulation 3' - 0" 7' - 0" ALSF ALSF
103 Guidance Storeroom Circulation 6' - 0" 7' - 0" HM PTD HMHM PTD
104 Circulation Principal Office 3' - 0" 7' - 0" HMSL PTD WD CLR
105 Circulation Roof Access 3' - 0" 7' - 0" HM PTD HM PTD
106 Circulation Principal Office 3' - 0" 7' - 0" HMSL PTD WD CLR
107 Circulation Records 3' - 0" 7' - 0" HM PTD HM PTD 90 min. rated
108 Circulation Guidance Office 3' - 0" 7' - 0" HMSL PTD WD CLR
109 Circulation Staff Restroom 3' - 0" 7' - 0" HM PTD WD CLR
110 Circulation Staff Restroom 3' - 0" 7' - 0" HM PTD WD CLR
111 Circulation Psychologist Office 3' - 0" 7' - 0" HMSL PTD WD CLR
112 Circulation Psychologist Office 3' - 0" 7' - 0" HMSL PTD WD CLR
113 Circulation Conference Room 3' - 0" 7' - 0" HMSL PTD WD CLR
114 Circulation Copy 3' - 0" 7' - 0" HMSL PTD WD CLR
115a Circulation Staff Dining 3' - 0" 7' - 0" HMSL PTD WD CLR
115b Dining Staff Dining 3' - 0" 7' - 0" HM PTD WDHG CLR
116 Dining Storage 6' - 0" 7' - 0" HM PTD HMHM PTD
117a Dining School Commons 6' - 0" 8' - 0" ALDS PTD DAL CLR
117b Dining School Commons 5' - 10" 6' - 11" DASF SF
117c Stage Dining 3' - 0" 7' - 0" HM PTD HM CLR
117d 3' - 0" 7' - 0" CW ALCW
117e 3' - 0" 7' - 0" CW ALCW
117f Corridor Dining 3' - 0" 7' - 0" HM PTD WDHG CLR
118 School Commons Mechanical 3' - 0" 7' - 0" HM PTD HM PTD
119 Machine Room Corridor 3' - 0" 7' - 0" HM PTD HM PTD 90 min. rated
120 Corridor Kitchen 3' - 0" 7' - 0" HM PTD WDHG CLR
120a Kitchen Kitchen Office 3' - 0" 7' - 0" HM PTD WDHG CLR
120c Kitchen Storage Kitchen Restroom 3' - 0" 7' - 0" HM PTD HM PTD
121 Corridor Boys 3' - 0" 7' - 0" HM PTD WD PTD
122 Corridor Girls 3' - 0" 7' - 0" HM PTD HM PTD
123a Vestibule 6' - 0" 7' - 0" DACW CW
123b Corridor Vestibule 6' - 0" 7' - 0" HM PTD WDHG CLR
124a Corridor Corridor 6' - 0" 7' - 0" HM PTD DSWE PTD
124b Corridor Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
125 Corridor Trash/Recieving 3' - 0" 7' - 0" HM PTD WD PTD
126 Corridor Staff Restroom 3' - 0" 7' - 0" HM PTD WD CLR
127 Corridor 3' - 0" 7' - 0" HM PTD HMHG PTD
128 Kindergarten Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
128a Toilet Kindergarten Classroom 3' - 0" 7' - 0" HM PTD WD CLR
128b Kindergarten Classroom Kindergarten Classroom 3' - 0" 7' - 0" HM PTD HM PTD
129 Kindergarten Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
129a Kindergarten Classroom Toilet 3' - 0" 7' - 0" HM PTD WD CLR
130 Kindergarten Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
130a Kindergarten Classroom Toilet 3' - 0" 7' - 0" HM PTD WD CLR
130b Substantially Separate

Classroom
Kindergarten Classroom 3' - 0" 7' - 0" HM PTD HM PTD

131 Substantially Separate
Classroom

Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR

131a Substantially Separate
Classroom

Toilet 3' - 0" 7' - 0" HM PTD WD CLR

131B Substantially Separate
Classroom

De-Escalation Space 3' - 0" 7' - 0" HM WD

132 Pre-K Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
132a Pre-K Classroom Toilet 3' - 0" 7' - 0" HM PTD WD CLR
133 Pre-K Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
133a Pre-K Classroom Toilet 3' - 0" 7' - 0" HM PTD WD CLR
133b Pre-K Classroom Pre-K Classroom 3' - 0" 7' - 0" HM PTD HM PTD
134 Kindergarten Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
134a Kindergarten Classroom Toilet 3' - 0" 7' - 0" HM PTD WD CLR
135 Telecom Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
136 Emergency Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD 90 min. rated
139 Elec. Corridor 3' - 0" 7' - 0" HM PTD WD PTD 90 min. rated
140 Corridor Lower School Music Classroom 3' - 0" 7' - 0" HM PTD WD CLR
141 Corridor Chorus Room 3' - 0" 7' - 0" HM PTD WD CLR
142 Corridor Ens. 3' - 0" 7' - 0" HM PTD WD PTD
143 Band Room Ens. 3' - 0" 7' - 0" HM PTD HM PTD
144 Chorus Room Ens. 3' - 0" 7' - 0" HM PTD HM PTD
146 Electrical Corridor 3' - 0" 7' - 0" HM PTD WD PTD 90 min. rated
149 Corridor Custodian's Office 3' - 0" 7' - 0" HM PTD HM PTD
150 Server Corridor 3' - 0" 7' - 0" HM PTD HM PTD
151 Emerg. Corridor 3' - 0" 7' - 0" HM PTD HM PTD 90 min. rated
152a Elec. Corridor 3' - 0" 7' - 0" HM PTD HM PTD
152b Elec. Corridor 3' - 0" 7' - 0" HM PTD HM PTD
153 Custodian's Storage Corridor 6' - 0" 7' - 0" HM1 PTD NN PTD
154a Gymnasium Girls Locker 3' - 0" 7' - 0" HM PTD HM PTD
154b Girls Locker Girls Locker 3' - 0" 7' - 0" HM PTD HM PTD
154c Corridor Girls Locker 3' - 0" 7' - 0" HM PTD HM PTD
155a Girls Locker PE Office 3' - 0" 7' - 0" HM PTD WDFG CLR
155b Corridor PE Office 3' - 0" 7' - 0" HMSL PTD WD CLR
156 Girls Locker Shower 3' - 0" 7' - 0" HM PTD HM PTD
157a Girls Locker Girls Restroom 3' - 0" 7' - 0" HM PTD HM PTD
157b Gymnasium Girls Restroom 3' - 0" 7' - 0" HM PTD HM PTD
158a Gymnasium Boys Locker 3' - 0" 7' - 0" HM PTD HM PTD
158b Boys Locker Boys Locker 3' - 0" 7' - 0" HM PTD HM PTD
158c Corridor Boys Locker 3' - 0" 7' - 0" HM PTD HM PTD
159a Boys Locker PE Office 3' - 0" 7' - 0" HM PTD WDFG CLR
159b Corridor PE Office 3' - 0" 7' - 0" HMSL PTD WD CLR
160 Boys Locker Shower 3' - 0" 7' - 0" HM PTD HM PTD
161a Boys Locker Boys Restroom 3' - 0" 7' - 0" HM PTD HM PTD
161b Gymnasium Boys Restroom 3' - 0" 7' - 0" HM PTD HM PTD
162 Gymnasium Storage 6' - 0" 7' - 0" HM PTD HMHM PTD
163a Gymnasium School Commons 6' - 0" 8' - 0" ALDS PTD DAL CLR
163b Gymnasium School Commons 6' - 0" 8' - 0" ALDS PTD DAL CLR
163c Gymnasium 6' - 0" 7' - 0" HM PTD HMHM PTD
164a Health and Wellness Studio Corridor 6' - 0" 7' - 0" HM PTD WDHG CLR
164b Gymnasium Health and Wellness Studio 6' - 0" 7' - 0" HM PTD HMHM CLR
164c Health and Wellness Studio 6' - 0" 7' - 0" HM PTD HMHM PTD
165 Storage Health and Wellness Studio 3' - 0" 7' - 0" HM PTD HM PTD
166 Fire Pump 3' - 0" 7' - 0" HM PTD HM PTD
167 Corridor IT 6' - 0" 7' - 0" HM PTD HMHM PTD
168 Mechanical/Water Service Room 3' - 0" 7' - 0" HM PTD HM PTD
169b Corridor Vestibule 6' - 0" 7' - 0" HM PTD WDHG CLR
170 Corridor Restroom 3' - 0" 7' - 0" HM PTD HM PTD
171a Corridor 3' - 0" 7' - 0" HM PTD HM PTD
171b Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
172 Corridor Upper Nurse 3' - 0" 7' - 0" HM PTD WDHG CLR
172a Upper Nurse Treat 3' - 0" 7' - 0" HM PTD WD CLR
172b Upper Nurse Toilet 3' - 0" 7' - 0" HM PTD HM PTD
173a Upper Nurse Nurse Storage 3' - 0" 7' - 0" HM PTD HM PTD
173b Lower Nurse Nurse Storage 3' - 0" 7' - 0" HM PTD HM PTD
174 Corridor Lower Nurse 3' - 0" 7' - 0" HM PTD WDHG CLR

174A Lower Nurse Treat 3' - 0" 7' - 0" HM PTD WD CLR
174b Lower Nurse Toilet 3' - 0" 7' - 0" HM PTD HM PTD
175 Living and Learning Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
175a Living and Learning Classroom Restroom 3' - 0" 7' - 0" HM PTD HM PTD
176a Corridor Sensory 3' - 0" 7' - 0" HMSL PTD WD CLR
176b Upper School SPED Sensory 3' - 0" 7' - 0" HM PTD HMHG CLR
177a Sensory De-escalation Space 3' - 0" 7' - 0" HM PTD WDNF CLR
177b Upper School SPED De-escalation Space 3' - 0" 7' - 0" HM PTD WDNF CLR
178 Upper School SPED Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
179 Corridor Chemical Storage 3' - 0" 7' - 0" HM PTD WD PTD
180 8th Grade Science Classroom Prep 3' - 0" 7' - 0" HM PTD WDHG CLR
181 8th Grade Science Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
182 7th Grade Science Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
183 7th Grade Science Classroom Prep 3' - 0" 7' - 0" HM PTD WDFG CLR
184 6th Grade Science Classroom Prep 3' - 0" 7' - 0" HM PTD WDHG CLR
185 6th Grade Science Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
186 Health Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
187 Emergency Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
188 Telecom Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
189 Corridor OT/PT 3' - 0" 7' - 0" HMSH PTD WD CLR
190 Corridor OT/PT 3' - 0" 7' - 0" HMSH PTD WD CLR

OH-1 Lower School SPED Lower School SPED 6' - 3 1/2" 4' - 0"
OH-2 Dining Kitchen 16' - 3 1/4" 12' - 0"
OH-3 Dining Kitchen 16' - 3 1/4" 12' - 0"
OH-4 Dining Kitchen 16' - 3 1/4" 12' - 0"



General Notes Abbreviations

AL Aluminum
CLR Clear Finish
HM Hollow Metal
CW Curtain Wall
SF Storefront
WD Wood
PTD Painted

Legend- Finish Materials Comments

1. Provide interior gasket and drop down recessed seal on all 
interior learning and administration space doors

2. For veneers, clear finish maple, quarter sawn.

3. Maximum slope at thresholds not to exceed 1/4" per code.

4. Thresholds must comply with MAAB.

5. All glazing in doors and adjacent sidelites to be tempered per 
code requirements.

6. All thresholds are to be centered under doors.

1. Comments

HMSL
Hollow Metal Side Lite -

Latch Side

HMSH
Hollow Metal Side Lite -

Hinge Side

WDHG
Wood Half 

Glass Panel

HMN
Hollow Metal 
Narrow Lite

WDNF
Wood Narrow Lite 

Full Height

WDFG
Wood Full 

Glass Panel

WD or HM
Flush Wood or 

Hollow Metal Panel

HMHM
Double Hollow Metal Panles

HMHG or WDHG
Hollow Metal Half Glass or 
Wood Half Glass Panels

DSWE
Double Swinging Egress 

Hollow Metal Panels

WDFG
Wood Full 

Glass Panels

Panel Types

Frame Types

HM
Metal Panel

ALDS
Aluminum Double Side Lite 

3' 
- 6

"
1' 

- 8
"

1' 
- 1

0"

DACW
Aluminum Full 
Glass Panels

DASF
Aluminum Full 
Glass Panels

ALSF
Aluminum Full 
Glass Panels

DAL
Interior 

Aluminum Full 
Glass Panels

AL
Aluminum Full 
Glass Panels

AL
Interior Aluminum

ALSL
Interior Aluminum Side Lite 
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Door Schedule

Leicester Middle School

Doors - Schedule - Second, Third and Roof

Mark From Room: Name To Room: Name Width Height

Frame Panel Details Hardware

Comments
Frame

Type Mark
Frame
Finish

Panel Type
Mark

Panel
Finish Jamb Type Head Type

Threshold
Type

Hardware
Set

Level 2
005 Corridor Stair 2 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
006 Corridor Stair 4 3' - 0" 7' - 0" HM PTD HMN PTD 45 min. rated
007 Corridor Stair 1 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
008 Corridor Stair 3 3' - 0" 7' - 0" HM PTD HMN PTD 45 min. rated
169a Vestibule 6' - 0" 7' - 0" DACW CW
202 School Commons Lower School SPED 3' - 0" 7' - 0" HMSH PTD WD CLR
203 School Commons Lower School Intervention 3' - 0" 7' - 0" HMSH PTD WD CLR
204 School Commons Assist. Princip. 3' - 0" 7' - 0" HMSL PTD WD CLR
205 Assist. Princip. Supervisory 3' - 0" 7' - 0" HM PTD WDFG CLR
206 School Commons Team 3' - 0" 7' - 0" HMSL PTD WD CLR
207 School Commons Conference Room 3' - 0" 7' - 0" HMSL PTD WD CLR
208 School Commons Team 3' - 0" 7' - 0" HMSL PTD WD CLR
209 2nd Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
211 Flex Learning Teacher Planning 3' - 0" 7' - 0" HMSH PTD WD CLR
212 Flex Learning Restroom 3' - 0" 7' - 0" HM PTD HM PTD
213 Corridor School Commons 6' - 0" 7' - 0" HM PTD DSWE PTD
214 2nd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
214a 2nd Grade Classroom 2nd Grade Classroom 3' - 0" 7' - 0" HM PTD HM PTD
215 2nd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
216 Lower School SPED Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
217 1st Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
217a 1st Grade Classroom 1st Grade Classroom 3' - 0" 7' - 0" HM PTD HM PTD
218 1st Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
219 1st Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
219a 1st Grade Classroom 1st Grade Classroom 3' - 0" 7' - 0" HM PTD HM PTD
220 1st Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
220a 1st Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
222 2nd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
222a 2nd Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
223 Telecom Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
224 Emergency Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD 90 min. rated
225 Corridor Custodial 3' - 0" 7' - 0" HM PTD HM PTD
228 Electrical School Commons 3' - 0" 7' - 0" HM PTD HM PTD 90 min. rated
230 School Commons Sensory 3' - 0" 7' - 0" HM PTD WDNF CLR
231 Substantially Seperate Classrom De-escalation Space 3' - 0" 7' - 0" HM PTD WDFG PTD
232 School Commons Substantially Seperate Classrom 3' - 0" 7' - 0" ALCW
233a School Commons Lower School Art 3' - 0" 7' - 0" ALCW
233b School Commons Lower School Art 3' - 0" 7' - 0" ALCW
233c Upper School Art Lower School Art 3' - 0" 7' - 0" HM PTD HM PTD
234 Lower School Art Workroom 3' - 0" 7' - 0" HM PTD WDHG CLR
235a School Commons Upper School Art 3' - 0" 7' - 0" ALCW
235b School Commons Upper School Art 3' - 0" 7' - 0" ALCW
236 Upper School Art Workroom 3' - 0" 7' - 0" HM PTD WDHG CLR
237 Electrical School Commons 3' - 0" 7' - 0" HM PTD HM PTD 90 min. rated
240a School Commons Media Center 6' - 0" 7' - 0" DASF SF
240b School Commons Media Center 6' - 0" 7' - 0" DASF SF
240c Media Center Flex Learning 6' - 0" 7' - 0" HM PTD WDHG CLR
241 Lower School Maker Space School Commons 3' - 0" 7' - 0" HMSH PTD WD CLR
241a Media Center Lower School Maker Space 3' - 0" 7' - 0" HM PTD WDHG CLR
242 Upper School Maker Space School Commons 3' - 0" 7' - 0" HMSH ptd WD CLR
242a Media Center Upper School Maker Space 3' - 0" 7' - 0" HM PTD WDHG CLR
243 Flex Learning Upper School Intervention 3' - 0" 7' - 0" HMSH PTD WD CLR
245 Flex Learning Teacher Planning 3' - 0" 7' - 0" HMSH PTD WD CLR
246 Flex Learning Staff Restroom 3' - 0" 7' - 0" HM PTD HM PTD
247 Corridor School Commons 6' - 0" 7' - 0" HM PTD DSWE PTD
248 Corridor 6th Grade Classroom 3' - 0" 7' - 0" HMSH PTD WD CLR
248a 6th Grade Classroom 6th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
249 Corridor 6th Grade Classroom 3' - 0" 7' - 0" HMSH PTD WD CLR
250 Upper School SPED Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
251 5th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
251a 5th Grade Classroom 5th Grade Classroom 3' - 0" 7' - 0" HM PTD HM PTD
252 5th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
253 5th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
253a 5th Grade Classroom 5th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
254 5th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
254b 5th Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
256 Emergency Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD 90 min. rated
257 Telecom Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
258 6th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
258b 6th Grade Classroom 6th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
258c 6th Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
259 6th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR

Level 3
009 Corridor Stair 2 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
010 Corridor Stair 4 3' - 0" 7' - 0" HM PTD HMN PTD 45 min. rated
011 Corridor Stair 1 6' - 0" 7' - 0" HM PTD HMHM PTD 45 min. rated
012 Corridor Stair 3 3' - 0" 7' - 0" HM PTD HMN PTD 45 min. rated
255 Corridor 3' - 0" 7' - 0" HM HM
302 ESL/Speech Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
303 Lower School             SPED Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
305 4th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
305a Flex Learning 4th Grade Classroom 3' - 0" 7' - 0" HMSH PTD WD CLR
307a Flex Learning Teacher Planning 3' - 0" 7' - 0" HMSH PTD WD CLR
308 Flex Learning Staff Restroom 3' - 0" 7' - 0" HM PTD WDFG PTD
309 Corridor Corridor 6' - 0" 7' - 0" HM PTD DSWE PTD
310 4th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
310a 4th Grade Classroom 4th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
311 4th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
312 Substantially Separate

Classroom
Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR

312A Substantially Separate
Classroom

De-Escalation Space 3' - 0" 7' - 0" HM WD

313 3rd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
313a 3rd Grade Classroom 3rd Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
314 3rd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
315 3rd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
315a 3rd Grade Classroom 3rd Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
316 3rd Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
316a 3rd Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
318 4th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
318a 4th Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
319 Telecom Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
320 Emergency Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
321 Corridor Custodial 3' - 0" 7' - 0" HM PTD WDFG PTD
324 Electrical Corridor 3' - 0" 7' - 0" HM PTD HM PTD
325 Corridor 3rd-4th Grade STE 3' - 1" 7' - 0" WDFG
326 3rd-4th Grade STE STE Stor 3' - 0" 7' - 0" HM PTD HM PTD
327 5th-6th STEM Corridor 3' - 0" 7' - 0" WDFG
328 7th-8th STEM Corridor 3' - 0" 7' - 0" WDFG
329 Assist. Principal Corridor 3' - 0" 7' - 0" WDFG
330 Assist. Principal Supervisory 3' - 0" 7' - 0" HM PTD HM PTD
331 Electrical Corridor 3' - 0" 7' - 0" HM PTD HM PTD
335 Flex Learning Restroom 3' - 0" 7' - 0" HM HM
336 Flex Learning Teacher Planning 3' - 0" 7' - 0" HMSH PTD WD CLR
337 Corridor Corridor 6' - 0" 7' - 0" HM DSWE
338 Upper School SPED Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
339 7th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
339a 7th Grade Classroom 7th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
340 7th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
341 8th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
341a 8th Grade Classroom 8th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
342 8th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
343 8th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
343a 8th Grade Classroom 8th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG PTD
344 8th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
344a 8th Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
346 Emergency Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
347 Telecom Corridor 6' - 0" 7' - 0" HM PTD HMHM PTD
348 7th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR
348a 7th Grade Classroom Flex Learning 3' - 0" 7' - 0" HMSH PTD WD CLR
348b 7th Grade Classroom 7th Grade Classroom 3' - 0" 7' - 0" HM PTD WDFG CLR
349 7th Grade Classroom Corridor 3' - 0" 7' - 0" HMSH PTD WD CLR

OH-5 17' - 3 1/2" 8' - 0"
Roof

013 3' - 0" 7' - 0" HM PTD HM PTD
014 3' - 0" 7' - 0" HM PTD HM PTD



A71
0

2

Clear Finish Maple 
Veneer on All Exposed 

Cabinet Faces, Typ.

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Full Height 
Wardrobe Unit with 
Built-In Shelving and 
Hanging Rod

Solid Surface 
Countertop and 4" 

Backsplash

Filler Panel
Finish End. 

Typical

A71
0

4

1' - 10"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"

2' 
- 0

"

3' - 0"
2' 

- 1
0"

7' 
- 2

"

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Full Height 
Wardrobe Unit with 
Built-In Shelving and 
Hanging Rod

Solid Surface 
Countertop and 4" 
Backsplash

Finish End. 
Typical

A71
0

6

27' - 4"

2' 
- 0

"

3' - 0"

2' 
- 1

0"

7' 
- 2

"

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Full Height 
Wardrobe Unit with 
Built-In Shelving and 
Hanging Rod

Solid Surface 
Countertop and 4" 

Backsplash

Finish End. 
Typical

A71
0

10

2' 
- 0

"

2' 
- 1

0"

3' - 0"

7' 
- 2

"

Undersink Guards at All 
Piping per MAAB 
Requirements

Full Height Wardrobe Unit with 
Built-In Shelving and Hanging 
Rod

Solid Surface 
Countertop and 
4" Backsplash

Finish End. 
Typical

A710

12

3' - 0" 3' - 0" 3' - 0" 3' - 0" 6' - 0" 3' - 0"

2' 
- 0

"

21' - 0"

3' - 0"

2' 
- 1

0"

Full Height Wardrobe Unit with 
Built-In Shelving and Hanging 
Rod

Solid Surface 
Countertop and 
4" Backsplash

Filler End Panel

A71
0

8

3' - 0"

2' 
- 1

0"

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Full Height 
Wardrobe Unit with 
Built-In Shelving and 
Hanging Rod

Solid Surface 
Countertop and 4" 
Backsplash

7' 
- 2

"

Finish End. 
Typical

General Casework Notes

1. All Casework to be lockable.

2. Provide soft close drawer glides and door hinges at 
all casework.

3. All blocking is fire retardant treated.

4. All plywood shall be formaldehyde free.

5. Provide blocking at all base and wall cabinets.

6. Field verify all dimensions.

7. All exposed ends to be finished with clear maple on 
3/4" plywood.

8. Provide hardwood edges at all exposed edges.

9. Provide maple shoe base scribed to floor at all 
casework.
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Millwork Plans and Elevations

Leicester Middle School

1/2" = 1'-0"1 CW1 Enlarged Casework Plan

1/2" = 1'-0"2 CW1 Casework Elevation

1/2" = 1'-0"3 CW2 Enlarged Plan

1/2" = 1'-0"4 CW2 Casework Elevation

1/2" = 1'-0"5 CW3 Enlarged Casework Plan

1/2" = 1'-0"6 CW3  Casework Elevation

1/2" = 1'-0"9 CW5 Casework Plan

1/2" = 1'-0"10 CW5 Casework Elevation

1/2" = 1'-0"11 CW6 Enlarged Casework Plan

1/2" = 1'-0"12 CW6 Casework Elevation

1/2" = 1'-0"7 CW4 Enlarged Casework Plan

1/2" = 1'-0"8 CW4 Casework Elevation



3' - 0"

Clear Finish Maple 
Veneer on All Exposed 
Cabinet Faces, Typ.

Full Height 
Wardrobe Unit with 
Built-In Shelving and 
Hanging Rod

Solid Surface 
Countertop and 4" 
Backsplash

A71
1

6

2' 
- 0

"

A7112

A7113

3rd-4th Grade STEM Classroom
33' - 0"

5th-6th STEM Grade Classroom
15' - 0"

5th-6th STEM Grade Classroom

6' - 0"

3' - 0"

3' - 0"

1' - 1 1/8" 3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"8 3/4" 3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"

2' 
- 0

 3/
4"

2' 
- 0

"

1' 
- 6

"
1' 

- 6
"

1' 
- 6

"
1' 

- 6
"

1' 
- 2

"
2' 

- 1
0"

3rd-4th Grade STEM Classroom
33' - 0"

15' - 0"

Solid Surface 
Countertop and 4" 

Backsplash

Open Shelving Clear Veneer 
Maple Finish With Wood 

Veneer Edge

Clear Finish Maple 
Veneer on All Exposed  

Faces, Typ.

4" Apron

Finish End. 
Typical

Finish End. 
Typical

Solid Surface 
Countertop and 4" 

BacksplashOpen Shelving Clear Veneer 
Maple Finish With Wood 

Veneer Edge

4" Apron

3' 
- 0

"
1' 

- 6
"

1' 
- 2

 1/
2"

2' 
- 1

0"

3' - 0"3' - 0"

Solid Surface 
Countertop and 4" 

Backsplash

Open Shelving Clear Veneer 
Maple Finish With Wood 

Veneer Edge

Clear Finish Maple 
Veneer on All Exposed  

Faces, Typ.

1' 
- 6

"
1' 

- 6
"

1' 
- 6

"
1' 

- 2
 3/

8"
2' 

- 1
0"

3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"

Solid Surface 
Countertop and 4" 
Backsplash

Open Shelving Clear Veneer 
Maple Finish With Wood 
Veneer Edge

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Finish End. 
Typical

Clear Finish Maple 
Veneer on All Exposed  
Faces, Typ.

A7117

3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"3' - 0"

2' 
- 0

"
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Millwork Plans and Elevations

Leicester Middle School

1/2" = 1'-0"6 CW7  Enlarged Elevation

1/2" = 1'-0"4 CW7 Typ. Chorus Classroom Enlarged  Plan

1/2" = 1'-0"1 CW9 3rd-4th Grade STEM & 5th-6th Enlarged Casework Plan

1/2" = 1'-0"2 CW9 3rd-4th Grade STEM & 5th-6th Casework Elevation
1/2" = 1'-0"3 CW9 5th-6th Grade Stem Casework Elevation

1/2" = 1'-0"7 CW8 7th-8th Grade STEM Casework Elevation

1/2" = 1'-0"5 CW8 7th-8th Grade STEM Casework Enlarged Plan



REF.

D
W

W
D

OVEN

R
EF

.

A71
2

3

A71
2

2

Solid Surface 
Countertop and 
4" Backsplash

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

2' 
- 1

0"

Provide Power and 
Water Line For 

Appliances 

2' 
- 1

0"

Solid Surface 
Countertop and 
4" Backsplash

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Appliances Provide Power and 
Plumbing Elections

A712

5

TY
P.

2' 
- 0

"

4' 
- 4

 1/
8"

Solid Surface 
Countertop and 
4" Backsplash

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Adjustable Shelving

Clear Finish Maple 
Veneer on All Exposed 
Cabinet Faces, Typ.

Full Height Wardrobe Unit with 
Built-In Shelving and Hanging 
Rod

A71
2

7

A71
2

8

2' 
- 1

0"

Solid Surface 
Countertop and 
4" Backsplash

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Clear Finish Maple 
Veneer on All Exposed 
Cabinet Faces, Typ.

2' 
- 1

0"

A71210

A712

11

Solid Surface 
Countertop and 
4" Backsplash

Clear Finish Maple 
Veneer on All Exposed 

Cabinet Faces, Typ.

Base as Scheduled

Solid Surface 
Countertop and 
4" Backsplash

Undersink Guards at All 
Piping per MAAB 
Requirements

4" Apron

Finish End. 
Typical

Adjustable Shelving

Clear Finish Maple 
Veneer on All Exposed 
Cabinet Faces, Typ.

Microwave 
mounted to 
Millwork 
Provide Power 
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Millwork Plans and Elevations

Leicester Middle School

1/2" = 1'-0"1 CW10 Enlarged Living & Learning Classroom Plan

1/2" = 1'-0"2 CW10 Typ. North Enlarged Living & Learning Casework Elevation

1/2" = 1'-0"3 CW10 Typ. West Enlarged Living & learning Casework Elevation

1/2" = 1'-0"4 CW12 Typ. Nurse Room Enlarged Casework Plan

1/2" = 1'-0"5 CW12 Typ. Nurse Room Enlarged Casework Elevation

1/2" = 1'-0"6 CW11 Typ. Enlarged Lower School Art Room Plan

1/2" = 1'-0"7 CW11 Typ. North Enlarged Lower School Art Casework Elevation
1/2" = 1'-0"8 CW11 Typ. West Enlarged Casework Elevation

1/2" = 1'-0"9 CW13 Typ. Enlarged Sub-Seperate Classroom Casework Plan

1/2" = 1'-0"10 CW13 Typ. North Enlarged Sub-Seperate Classroom Casework Elevation
1/2" = 1'-0"11 CW13 Typ. East Enlarged Casework Elevation



REF.
REF.

A7132
3

2' 
- 0

"

1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 1' - 5" 2' - 0"

15' - 7" 2' - 0"

4' 
- 0

"

Clear Maple Veneer on 3/4" 
Plywood with Hardwood 
Edges

Stainless Steel Coat Hook

1' - 5"1' - 5"1' - 5"1' - 5"2' - 0"

5' - 8"2' - 0"

2' 
- 1

0"

Solid Surface 
Countertop and 
4" Backsplash

Refrigerator

Undersink Guards at All 
Piping per MAAB 

Requirements

4" Apron

A71
3

4

23' - 1"

2' 
- 0

"

A713

7

3' - 0" 3' - 0" 3' - 0" 3' - 0"

2' 
- 1

0"
1' 

- 6
"

3' - 0" 3' - 0" 3' - 0" 3' - 0"

Ty
p.

2' 
- 0

"

Full Height 
Wardrobe Unit with 
Built-In Shelving and 
Hanging Rod

Undersink Guards at All 
Piping per MAAB 

Requirements

4" Apron

Clear Maple Veneer on 
All Exposed Cabinet 

Faces, Typ.

Adjustable Shelving

Solid Surface Countertop 
and 4" Backsplash

A713

9

Clear Maple Veneer on 
3/4" Plywood with 
Hardwood Edges

Mount Mailbox Unit to 
Wall, Provide Blocking

10' - 2 3/4"

2' 
- 7

 3/
4"

A713

12

A71311

9' - 11"

9' 
- 1

1"

3' 
- 0

"
5' 

- 3
 3/

4"

Clear Maple 
Veneer 
Adjustable 
Shelving

Solid Surface 
Countertop and 
4" Backsplash

Clear Maple 
Veneer 
Adjustable 
Shelving

Clear Maple 
Veneer 
Adjustable 
Shelving

Solid Surface 
Countertop and 
4" Backsplash

Clear Maple 
Veneer 
Adjustable 
Shelving

Half Wall with Hardwood Cap

3' - 9 7/8"

5' 
- 9

 3/
4"

6' - 9 1/8"

Solid Surface 
Desk

2' - 4"

A713

15

Adjustable 
Shelving

Solid Surface 
Countertop and 
4" Backsplash

Undersink 
Guards at All 
Piping per 
MAAB 
Requirements

Wall Mounted 
Microwave, 
Provide Power

4" Apron

Refrigerator

Clear Maple 
Veneer on All 
Exposed 
Cabinet Faces, 
Typ.

A71317

Adjustable 
Shelving

Solid Surface 
Countertop and 
4" Backsplash

Undersink 
Guards at All 
Piping per 
MAAB 
Requirements

Wall Mounted 
Microwave, 
Provide Power

4" Apron

Refrigerator

Copier, 
Provide 
Power

Clear Maple 
Veneer on All 
Exposed 
Cabinet 
Faces, Typ.

A713

19

Adjustable 
Shelving

Solid Surface 
Countertop and 
4" Backsplash

Copier, 
Provide 
Power

Clear Maple 
Veneer on All 
Exposed 
Cabinet Faces, 
Typ.

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

PRELIM
IN

ARY

NOT FOR

CONSTRUCTIO
N

2/
5/

20
20

 1
:3

4:
45

 P
M

C
:\U

se
rs

\b
pe

ar
cy

\D
oc

um
en

ts
\L

ei
ce

st
er

 S
ch

oo
l_

(C
en

tra
l)_

AR
C

20
19

_b
pe

ar
cy

.rv
t

201601510015

A713

70 Winslow Ave.
Leicester, MA 01524

Schematic Design
02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

Millwork Plans and Elevations

Leicester Middle School

1/2" = 1'-0"1 CW14 Typ. Pre-K Classroom Enlarged Casework Plan

1/2" = 1'-0"2 CW14 Typ. Pre-K Classroom Enlarged North Elevation
1/2" = 1'-0"3 CW14 Typ. Pre-K Classroom Enlarged East Elev

1/2" = 1'-0"4 CW15 Typ. Classroom Enlarged Casework Elevation

1/2" = 1'-0"5 CW15 Typ. Classroom Enlarged Casework Plan

1/2" = 1'-0"6 CW16 Typ. OT/PT Enlarged Casework Plan

1/2" = 1'-0"7 CW16 Typ. OT/PT Enlarged Casework Elevation

1/2" = 1'-0"8 CW21 Enlarged Mailbox Casework Plan

1/2" = 1'-0"9 CW21 Enlarged Mailbox Casework Elevation

1/2" = 1'-0"10 CW20 Enlarged Casework Plan @ IT Room

1/2" = 1'-0"11 CW20 East Casework Elevation @ IT Room
1/2" = 1'-0"12 CW20 South Casework Elevation @ IT Room

1/2" = 1'-0"13 Enlarged Vestibule Security Desk

1/2" = 1'-0"14 CW17 Enlarged Casework Plan @ Staff Dining

1/2" = 1'-0"15 CW17 Casework Elevation @ Staff Dining

1/2" = 1'-0"16 CW18 Enlarged Casework Plan @ Teacher Planning

1/2" = 1'-0"17 CW18 Casework Elevation @ Teacher Planning

1/2" = 1'-0"18 CW19 Enlarged Casework Plan @ Copy Room

1/2" = 1'-0"19 CW19 Casework Elevation @ Copy Room



6' 
- 0

"

6
A300

6
A300

2
A310

2
A310

+/-
 10

'-6
"

4' 
- 0

"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Provide and install schluter trim 
at all outside corners of tile, typ.

Painted Gyp. Board. See finish 
schedule

1' - 2"

Non-penetrable glass in hollow 
metal frame, typ. at all 
classrooms

All partitions and soffits to 
extend to deck

Trash & Recycling casework. Maple veneer 
lower cabinets and solid surface top

(8) EQ. Spaces
+/-9'-8"

4" 7' 
- 2

"

+/- 4'-10"

EQ. EQ.

AlignAlign

1' - 2"

9' 
- 0

"

9' 
- 0

"

Finished ceiling

A13 G1

1' - 2"

G10 G10

6"
10

"
6' 

- 0
"

6
A300

6
A300

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Provide and install schluter trim 
at all outside corners of tile, typ.

Painted Gyp. Board. See finish 
schedule

Non-penetrable glass in hollow metal 
frame, typ. at all classrooms

All partitions and soffits to 
extend to deck

Finished ceiling

+/-
10

'-6
"

9' 
- 0

"

9' 
- 0

"

9' 
- 0

"

1' - 2"1' - 2"1' - 2" 1' - 2"

10
"

6"

G10 G10G10 G10

10
"

6"

G10G10

OPEN 
TO BEYOND

5' 
- 0

" 10
' - 

6"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Elevator doors

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

G1

4' 
- 0

"9' 
- 0

"

A18A18
G18

2' 
- 1

0"

EQ.
EQ. EQ.

EQ.
EQ. EQ.

A9

9' 
- 0

"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling Provide and install schluter trim 
at all outside corners of tile, typ.

Full height ceramic tile 
with anodized aluminum 
square trim edge at all 
restroom walls

6' 
- 0

"

7' 
- 2

"

3' 
- 1

0"
3' 

- 4
"

8' - 0"

EQ.
+/-1' - 8"

8' - 0"

EQ.
+/-1' - 8"

EQ.
+/-2' - 5"

10' - 0"

EQ.
+/-2' - 5"

10' - 0"

EQ.
+/-2' - 5"

EQ.
+/-1' - 8"

Align AlignAlign

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Clear finish maple veneer with 
hardwood base at entrance to 
classroom corridor

-
---

-
---

6' 
- 0

"

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms1' - 2"1' - 2"1' - 2"1' - 2"

Metal lockers with 
sollid surface shelf

Metal lockers with 
sollid surface shelf

2' 
- 6

"

2' 
- 6

"

2' 
- 6

"

10
' - 

6"

10
"

6"

11' - 11 1/2"

G10G10 G10 G10 G10 G10 G10 G10 G10 G10

6"
10

"

10
"

6"

10
' - 

6"

6' 
- 0

"

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Metal lockers with 
sollid surface shelf

OPEN 
TO 

BEYOND

Metal lockers with 
sollid surface shelf

Finished ceiling

4' 
- 0

"

G1

(4) Eq. Spaces
4' - 9 7/8"

9' 
- 0

"

7' 
- 2

"

Align

3' 
- 0

"

4' - 9 5/8"

EQ.

A13

Trash & Recycling casework. 
Maple veneer lower cabinets 
and solid surface top

1' - 2" 1' - 2" 1' - 2"

1' - 2" 1' - 2"

9' 
- 0

"

9' 
- 0

"

G10 G10 G10 G10 G10 G10 G10 G10 G10 G10 G10 G10

6"
10

" 6"
10

"

2
A300

2
A300

4' 
- 0

"

G1 OPEN 
TO BEYOND

6' 
- 0

"10
' - 

6"

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

2
A300

2
A300

TY
P.

6' 
- 0

" 10
' - 

6"

(11) EQ. Panels
41' - 8"

(3
) E

Q.
 P

an
els

9' 
- 0

"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

1' 
- 6

"

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

A18A18 A2

Full height ceramic 
tile with anodized 
aluminum square 
trim edge at all 
restroom walls

EQ.
6' - 1 3/4"

EQ.
6' - 1 3/4"

EQ. EQ. EQ. EQ.

2' 
- 1

0"

9' 
- 0

"

Align

Clear finish maple veneer with 
hardwood base at entrance to 
classroom corridor

Ceramic tile at all corridor walls with anodized 
aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

6' 
- 0

" 10
' - 

6"

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN TO 
BEYOND

G10 G10

6"
10

"

Ceramic tile at all corridor walls with anodized 
aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN TO 
BEYOND

6' 
- 0

"10
' - 

6"

G10 G10

6"
10

"

2
A300

2
A300

Ceramic tile at all corridor walls with anodized 
aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN TO 
BEYOND 10

' - 
6"

6' 
- 0

"10
"6"

G10 G10

2
A300

2
A300

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN TO 
BEYOND

10
' - 

6"

6' 
- 0

" 10
"

6"

G10 G10

10
' - 

6"
7'-

0"
 D

oo
r

Aluminum Storefront 
system with non-penetrable 
glass

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

10
' - 

6"

6' 
- 0

"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

6' 
- 0

" 10
' - 

6"
6' 

- 0
"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule
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Interior Elevations at 1st Floor Partial
Plans - Part A & B

Leicester Middle School

1/8" = 1'-0"01 Corridor 127 - North Elevation

1/8" = 1'-0"03 Corridor 127 - South Elevation

1/8" = 1'-0"09 Corridor 124 - Southeast Elevation

1/8" = 1'-0"12 Corridor 124 - Southwest Elevation

1/8" = 1'-0"13 Corridor 171 - North Elevation

1/8" = 1'-0"16 Corridor 171 - South Elevation

1/8" = 1'-0"10 Corridor 124 - Northeast Elevation

1/8" = 1'-0"11 Corridor 123 - Northwest Elevation

1/8" = 1'-0"02 Corridor 127 - West Elevation

1/8" = 1'-0"04 Corridor 127 - East Elevation

1/8" = 1'-0"14 Corridor 171 - East Elevation

1/8" = 1'-0"15 Corridor 171 - West Elevation

1/8" = 1'-0"08 Vestibule 123 - South Elevation
1/8" = 1'-0"07 Vestibule 123 - East Elevation

1/8" = 1'-0"06 Vestibule 123 - North Elevation
1/8" = 1'-0"05 Vestibule 123 - West Elevation



10
' - 

6"

6' 
- 0

"

1' - 2" 1' - 2" 1' - 2"

9' 
- 0

"

9' 
- 0

"

10' - 1"17' - 2"
Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Provide and install schluter trim 
at all outside corners of tile, typ.

Painted Gyp. Board. See finish 
schedule

Non-penetrable glass in hollow 
metal frame, typ. at all 
classrooms

All partitions and soffits to 
extend to deck

Trash & Recycling casework. Maple veneer 
lower cabinets and solid surface top

Finished ceiling

4' 
- 0

"

G1

ACT ceiling with suspended 
blades

Light Shelf

30' - 0 1/2"

23' - 11 3/4"

6"
10

"

6"
10

"

G10 G10 G10 G10

6
A300

6
A300

10
' - 

6"

6' 
- 0

"

1' - 2" 1' - 2"

9' 
- 0

"

1' - 2"

9' 
- 0

"

1' - 2" 1' - 2"

9' 
- 0

"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Provide and install schluter trim 
at all outside corners of tile, typ.

Painted Gyp. Board. See finish 
schedule

Non-penetrable glass in hollow metal 
frame, typ. at all classrooms

All partitions and soffits to 
extend to deck

Finished ceiling

10
"

6"

10
"

6"

10
"

6"

10
"

6"

G10 G10 G10 G10 G10 G10 G10 G10 G10

10
' - 

6"
6' 

- 0
"

1' - 2"

9' 
- 0

"

1' - 2" 1' - 2" EQ. 6' - 8" EQ.

8' 
- 0

"
1' 

- 0
"

9' 
- 0

"

9' 
- 0

"

1' - 2"

OPEN 
TO BEYOND

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow metal 
frame

Elevator doors

10
' - 

6"

6' 
- 0

"

1' - 2"

2' 
- 1

0"

4' 
- 0

"

7' - 9"
1' - 10"

(3
) E

Q.
 P

an
els

10
' - 

6"

9' 
- 0

"

EQ.
+/-6'-1"

EQ.EQ.EQ.

A18 A18

G1
G25

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling Provide and install schluter trim 
at all outside corners of tile, typ.

Full height ceramic tile 
with anodized aluminum 
square trim edge at all 
restroom walls

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Clear finish maple veneer with 
hardwood base at entrance to 
classroom corridor

10
' - 

6"

2' 
- 6

"

2' 
- 6

"

9' 
- 0

"

9' 
- 0

"

2' 
- 6

"

2' 
- 6

"

9' 
- 0

"

2' 
- 6

"

21' - 2 1/2" 23' - 0 3/8"1' - 2" 1' - 2" 1' - 2" 23' - 0 3/8" 1' - 2" 1' - 2" 9' - 0"
Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Metal lockers with 
sollid surface shelf

Metal lockers with 
sollid surface shelf

6' 
- 0

"

Full height white 
board. Paint 

with magnetic 
primer, entire 

wall

6"
10

"

10
"

6"6"
10

"
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"

6"

10
"

6"

G10 G10 G10 G10 G10 G10 G10 G10 G10 G10 G10 G10

2' 
- 6

"

3' 
- 0

"

(4) EQ. Spaces
4' - 9 7/8" 5' - 0"

2' 
- 6

"

9' 
- 0

"

2' 
- 6

"

4' 
- 0

"

G1
A13

1' - 2" 1' - 2" 1' - 2" 1' - 2"17' - 1 5/8" 23' - 1 3/8" 11' - 0"

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Trash & Recycling casework. 
Maple veneer lower cabinets 
and solid surface top

Metal lockers with 
sollid surface shelf

Full height white 
board. Paint 

with magnetic 
primer, entire 

wall6' 
- 0

"10
' - 

6" 6"
10

"

6"
10

" 6"
10

"

G10 G10G10 G10G10 G10

10
' - 

6"

6' 
- 0

"

1' - 2" 17' - 0"EQ. EQ.

5' 
- 0

"
2' 

- 2
"

1' - 2" 1' - 2" EQ. EQ.17' - 0"

2' 
- 2

"
5' 

- 0
"

(3
) E

Q.
 S

pa
ce

s
10

' - 
6"

(4) EQ. Spaces
13' - 4" 2' - 11"Ceramic tile at all corridor walls 

with anodized aluminum square 
trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN 
TO BEYOND

Non-Penetrable glass in hollow metal 
frame. Typ. at all classrooms

2
A300

2
A300

10
' - 

6"

6' 
- 0

"

10 1/2" 3' - 2" 1' - 6"
3' - 11" 3' - 11" 1' - 6" 3' - 2" 2' - 0" 3' - 2" 1' - 6" 4' - 0" 4' - 0" 4' - 0" 4' - 0" 1' - 6" 3' - 2" 1' - 6"

(3
) E

q. 
Sp

ac
es

10
' - 

6"

EQ.
+/-6'-2"

EQ.
+/-6'-2"

2' 
- 1

0"

4' 
- 0

" 9' 
- 0

"

1' - 2"
EQ. EQ. EQ. EQ.

G1
A18 A2 A18 G25

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow metal 
frame. Typ. at all classrooms

Full height ceramic 
tile with anodized 
aluminum square 
trim edge at all 
restroom walls

Clear finish maple veneer with 
hardwood base at entrance to 
classroom corridor

10
' - 

6"

6' 
- 0

"

1' - 2" EQ. EQ.17' - 0"

4' 
- 0

"
3' 

- 2
"

Ceramic tile at all corridor walls with anodized 
aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN TO 
BEYOND

G25

Non-Penetrable glass in hollow metal 
frame. Typ. at all classrooms

Interior light shelf, typ.

10
' - 

6"

1' 
- 1

 1/
2" (3) EQ. Panels

12' - 0"

Aluminum Storefront 
system with non-penetrable 
glass

10
' - 

6"

1' 
- 1

 1/
4"

Aluminum Storefront 
system with non-penetrable 
glass

10
' - 

6"

1' 
- 7

"

(4) EQ. Spaces
15' - 10 1/2"

Aluminum Storefront 
system with non-penetrable 
glass

Interior light shelf

10
' - 

6" OPEN TO 
BEYOND

Ceramic tile at all corridor walls with anodized 
aluminum square trim edge

All partitions and soffits to 
extend to deckFinished ceiling

1' - 2"

Interior light shelf, typ.

Full height white board. Paint 
with magnetic primer, entire wall PROJECT #:
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Interior Elevations at 2nd Floor Partial
Plans - Part A & B

Leicester Middle School

1/8" = 1'-0"1 Corridor 213 - North Elevation

1/8" = 1'-0"5 Corridor 213 - South Elevation

1/8" = 1'-0"7 School Commons 200 - Southeast Elevation

1/8" = 1'-0"10 School commons 200 - Southwest Elevation

1/8" = 1'-0"12 Corridor 247 - North Elevation

1/8" = 1'-0"13 Corridor 247 - South Elevation

1/8" = 1'-0"8 School Commons 200 - Northeast Elevation

1/8" = 1'-0"9 School Commons 200 - Northwest Elevation

1/8" = 1'-0"4 Flex Learning 221 - West Elevation

1/8" = 1'-0"6 Flex Learning 210 - South Elevation

1/8" = 1'-0"11 Flex Learning 244 - North Elevation

1/8" = 1'-0"3 Flex Learing 221 - North Elevation
1/8" = 1'-0"2 Flex Learning 221 - East Elevation
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6
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2
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' - 

6"

6' 
- 0

" 9' 
- 0

"

3' 
- 0

"

4' - 10 1/2" 4' - 9"

7' 
- 2

"

Ceramic tile at all corridor walls 
with anodized aluminum square 
trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow metal 
frame. Typ. at all classrooms

G25

A13
G1

4' 
- 0

"

ACT ceiling with suspended 
blades

Trash & Recycling 
casework. Maple veneer 
lower cabinets and solid 
surface top

Light Shelf

6"
10

"

6"
10

"

G10 G10 G10 G10

6
A300

6
A300

10
' - 

6"

6' 
- 0

"9' 
- 0

"

1' - 2" 11' - 7"

9' 
- 0

"

9' 
- 0

"

1' - 2" 1' - 2" 1' - 2" 1' - 2" 1' - 2"

G25

Ceramic tile at all corridor walls 
with anodized aluminum square 
trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow metal 
frame. Typ. at all classroomsACT ceiling with suspended 

blades

10
"

6"

10
"

6"

10
"

6"

10
"

6"

G10 G10G10G10G10G10G10G10G10

10
' - 

6"

1' - 2" 1' - 2"

9' 
- 0

"OPEN 
TO BEYOND

OPEN 
TO BEYOND

Full height white 
board. Paint 

with magnetic 
primer, entire 

wall

Ceramic tile at all corridor walls 
with anodized aluminum square 
trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow metal 
frame. Typ. at all classrooms

Painted steel guardrail with stainless 
steel handrail, mechanically attached

Suspeneded acoustic ceiling blades

Elevator doors

10
' - 

6"

6' 
- 0

"

1' - 2" EQ EQ EQ EQ

EQ.
6' - 1"

EQ.
6' - 1"

4' 
- 0

" 9' 
- 0

"

Typ.
EQ

Typ.
EQ

2' 
- 1

0"

3' 
- 6

"
(2

) E
Q.

 S
pa

ce
s

7' 
- 6

"

1' - 6"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling Provide and install schluter trim 
at all outside corners of tile, typ.

Full height ceramic tile 
with anodized aluminum 
square trim edge at all 
restroom walls

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Clear finish maple veneer with 
hardwood base at entrance to 
classroom corridor

A18

A9

A11 A18
A11 A9

G1G25

Tile

10
' - 

6"

6' 
- 0

"

27' - 3" 22' - 11 1/2" 23' - 0" 6' - 3 1/2"

2' 
- 6

"

2' 
- 6

"

2' 
- 6

"

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Metal lockers with 
sollid surface shelf

Metal lockers with 
sollid surface shelf

Metal lockers with 
sollid surface shelf

1' - 2"1' - 2"1' - 2"1' - 2" 1' - 2"

10
"

6"

10
"

6"

10
"

6"

10
"

6"

10
"

6"

G10 G10 G10 G10 G10 G10 G10 G10 G10 G10 G10 G10

10
' - 

6"

6' 
- 0

"

23' - 9 1/2" 23' - 2" 17' - 0"

2' 
- 6

"

4' 
- 0

"

G1 A13

1' - 2" 1' - 2" 4' - 10"

3' 
- 0

"

2' 
- 6

"

2' 
- 6

"

1' - 2" 1' - 2"4' - 6 1/2"

9' 
- 0

"

Ceramic tile at all corridor walls with 
anodized aluminum square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

Trash & Recycling casework. 
Maple veneer lower cabinets 
and solid surface top

Metal lockers with 
sollid surface shelf

10
"

6"

10
"

6"

10
"

6"

G10 G10 G10 G10G10 G10

2
A300

2
A300

10
' - 

6"
6' 

- 0
"

Ceramic tile at all corridor walls 
with anodized aluminum square 
trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

OPEN 
TO BEYOND

Painted steel guardrail with 
stainless steel handrail, 
mechanically attached

2
A300

2
A300

10
' - 

6"

12
' - 

0"

3' 
- 6

"
(2

) E
Q.

 S
pa

ce
s

7' 
- 6

"

6' 
- 0

"

Typ.
EQ

Typ.
EQ1' - 0"

4' 
- 0

"

5' - 3"

Ceramic tile at all corridor walls 
with anodized aluminum 
square trim edge

Painted Gyp. Board. See finish 
schedule

All partitions and soffits to 
extend to deck

Finished ceiling

Provide and install schluter trim 
at all outside corners of tile, typ.

Non-Penetrable glass in hollow metal 
frame. Typ. at all classrooms

Full height ceramic 
tile with anodized 
aluminum square 
trim edge at all 
restroom walls

Clear finish maple veneer with 
hardwood base at entrance to 
classroom corridor

G25G1 A18 A11 A9A18

6' - 1" 6' - 1"
EQ. Typ. EQ. Typ.

Tile

7"
8' 

- 6
"

(3) EQ. Spaces
12' - 0"

Aluminum Storefront 
system with non-penetrable 
glass

10
' - 

6"

1' 
- 5

"

10
' - 

6"

1' 
- 5

"

(3) EQ. Spaces
12' - 0"

Aluminum Storefront 
system with non-penetrable 
glass
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Interior Elevations at 3rd Floor Partial
Plans - Part A & B

Leicester Middle School

1/8" = 1'-0"01 Corridor 309 - North Elevation

1/8" = 1'-0"02 Corridor 309 - South Elevation

1/8" = 1'-0"04 Corridor 300 - Southeast Elevation

1/8" = 1'-0"07 Corridor 300 - Southwest Elevation

1/8" = 1'-0"09 Corridor 337 - North Elevation

1/8" = 1'-0"10 Corridor 337 - South Elevation

1/8" = 1'-0"05 Corridor 300 - Northeast Elevation

1/8" = 1'-0"06 Corridor 300 - Northwest Elevation

1/8" = 1'-0"03 Corridor 300 - South Elevation

1/8" = 1'-0"08 Corridor 300 - North Elevation



2
A300

2
A300

27
' - 

6"

5'x5' Non-penetrable glass 
Window in hollow metal 
frame surrounded by maple 
veneer with clear finish 
(1'-8" on all sides), typ. at all 
media center pop-outs

Typ. Pop-out elevation

7' 
- 0

"

8' 
- 0

"

7' 
- 1

1"

G4

G4

G4

G4

A13

G11

G3

27
' - 

6"

6' 
- 0

"

G5

G4
G4G4

G2

Wall Pads

Non-penetrable glass 
Window in hollow metal 
frame surrounded by maple 
veneer with clear finish

2
A300

2
A300

G4 G4 G4
G4

G11

G215
' - 

6"

27
' - 

6"

Translucent glass

G4
G4G4

6' 
- 0

"

27
' - 

6"

Wall Pads

Aluminum frame with non-
penetrable glass

G2

13
' - 

0"

A13
27

' - 
6"

14
' - 

0"

14' - 7 3/8"

11
' - 

0"
2' 

- 6
"

14
' - 

0"

Suspended acoustical 
ceiling blades

Aluminum widows with non-
penetrable glass

Aluminum widows with 
non-penetrable glass

Clear finish maple veneer 

Painted steel guardrails with 
stainless steel handrail

Porcelain tile treads, riser, 
and landing on concrete 
pan

Maple Veneer with clear 
finish learning stairs

Suspended acoustical ceiling blades, pendant 
fixtures hung between. Refer to RCP

Recessed wall lighting

Aluminum frame with non-
penetrable glass

27
' - 

6"

7' - 11 7/8"

8' 
- 0

"
9' 

- 4
"

G1

4' 
- 0

"

26
' - 

0"

17
' - 

0"
5' 

- 6
"

1
A300

1
A300 Suspended acoustical 

ceiling blades

G1

G8

G8

Aluminum widows with non-
penetrable glass

24
' - 

6"

14
' - 

0"

4' 
- 1

"

17
' - 

0"

3' 
- 2

 1/
2"

3' 
- 6

"
4' 

- 0
"

6' - 3 1/2"

8' 
- 8

"
9' 

- 2
"

6' 
- 8

"

Non-penetrable glass 
Window in hollow metal 
frame surrounded by maple 
veneer with clear finish

2' 
- 0

"
12

' - 
0"

24
' - 

6"

8' 
- 8

"
9' 

- 2
"

8' - 5"

Non-penetrable glass 
Window in hollow metal 
frame surrounded by maple 
veneer with clear finish

Non-penetrable glass 

12
' - 

0"

1
A300

1
A300

24
' - 

6"

14
' - 

0"

14' - 7 1/2"

39' - 1 1/2"

Aluminum Storefront 
system with non-penetrable 
glass

EQ. 6' - 0" EQ.

Maple Veneer with clear 
finish at proscenium

Suspended acoustical 
ceiling blades

22
' - 

0"

Aluminum Storefront 
system with non-penetrable 
glass

Suspended acoustical 
ceiling blades

(13) EQ. Panels
51' - 11 1/8"

13
' - 

6"

2' 
- 1

 3/
4"

7' 
- 3

"

6"

Built-in, Bar Height Solid 
Surface Seating Counter

3' 
- 0

"

3' 
- 2

"
4' 

- 0
"

(6) EQ. Spaces
24' - 1 1/2"

Non-Penetrable glass in hollow 
metal frame. Typ. at all 
classrooms

13
' - 

0"

13
' - 

0"

4
A310

4
A310 Aluminum Storefront 

system with non-penetrable 
glass

24
' - 

6"

4' 
- 6

"
6' 

- 0
"

2' 
- 2

 1/
4"

6"
2 1

/2"
2 1

/2"

4' 
- 8

 1/
2"

7' 
- 1

 1/
4"

2 1
/2"

20' - 9 1/2"1' - 0"
3' - 0" 3' - 0"

2' - 10" 3' - 0"
3' - 0" 3' - 0"1' - 7"

1' 
- 0

"
6' 

- 0
"

5' - 11"

5'x5' Non-penetrable glass 
Window in hollow metal 
frame 

Aluminum Storefront 
system with non-penetrable 
glass

24
' - 

6"

G18

4' 
- 0

"

G1
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Interior Elevations at 1st Floor Partial
Plans - Part A & B

Leicester Middle School

1/8" = 1'-0"1 Gym 163 - West Elevation
1/8" = 1'-0"2 Gym 163 - North Elevation

1/8" = 1'-0"4 Gym 163 - East Elevation
1/8" = 1'-0"5 Gym 163 - South Elevation

1/8" = 1'-0"11 Health and Wellness Studio 164 - West Elevation

1/8" = 1'-0"6 School Commons - 101 West Elevation

1/8" = 1'-0"3 School Commons 101 - South Elevation

1/8" = 1'-0"8 Dining 117 - West Elevation

1/8" = 1'-0"9 Dining 117 - North Elevation
1/8" = 1'-0"10 Dining 117 - East Elevation

1/8" = 1'-0"7 Dining 117 - South Elevation

1/8" = 1'-0"12 Health and Wellness Studio 164 - North Elevation
1/8" = 1'-0"13 Health and Wellness Studio 164 - East Elevation

1/8" = 1'-0"14 Health and Wellness Studio 164 - South Elevation

1/8" = 1'-0"15 Vestibule 100 - East Elevation
1/8" = 1'-0"16 Vestibule 100 - South Elevation

1/8" = 1'-0"17 Vestibule 100 - West Elevation
1/8" = 1'-0"18 Vestibule 100 - North Elevation



Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Mechanical System 
Viewing Window, 
Aluminum Frame

Aluminum Frame with 
Non-Penetrable Glass

Suspended Acoustical 
Ceiling Blades Installed
@ Varying Heights

Pendant Lights Installed 
@ Varying Heights, RE: 
Elec.

Recessed Wall Lights, 
RE: Elec

Clear Maple Veneer 
Hardwood Trim Around 
Cafetorium Projection 
Bay Opening. Aluminum 
Frame with Non-
Penetrable Glass at 
Window

Porcelain Tile on Treads, Risers, and 
Landing of Stair. Provide Painted 
Steel Guardrail with Stainless Steel 
Handrail

5
A300

5
A300

Display Cases
23' - 6"

MWB

Full Heigh Split 
Face Masonry 
Unit Wall

Doors to Gymnasium 
to be Aluminum Frame 
with Non-penetrable 
Glass

Suspended Acoustical Ceiling 
Blades Installed @ Varying Heights

Level 2
14' - 0"

Level 3
28' - 0"

3
A300

3
A300

Suspended Acoustical 
Ceiling Blades Installed
@ Varying Heights

Pendant Lights Installed 
@ Varying Heights, RE: 
Elec.

Mechanical System 
Viewing Window, 
Aluminum Frame

Concrete Pan Stair with 
Porcelain Tile on Treads, 
Risers, and Landing

Painted Steel Guardrail 
with Stainless Steel 
Handrail Mechanically 
Fastened

Aluminum Frame with Non-
penetrable Glass at Media Center, 
Typ.

Suspended Acoustical 
Ceiling Blades Installed
@ Varying Heights

Painted Steel Guardrail with 
Stainless Steel Handrail

Aluminum Frame with 
Non-penetrable Glass 
at Media Center, Typ.

2
A300

2
A300

4
A300

4
A300

Aluminum Frame with 
Non-penetrable Glass 
at Media Center, Typ.

Hollow Metal Frames 
@ Windows into 
Maker Space G1

MWB

Level 2
14' - 0"

Level 3
28' - 0"

2
A300

2
A300

4
A300

4
A300

Aluminum Frame with 
Non-penetrable Glass 
at Media Center, Typ.

Clear Maple Veneer 
Hardwood Trim Around 
Media Center Projection Bay 
Openings. Hollow Metal 
Frame with Non-Penetrable 
Glass, Typ.

9' 
- 0

"

9' 
- 0

"

9' 
- 0

"

9' 
- 0

"
9' 

- 0
"

9' 
- 0

"
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Interior Elevations at 1st Floor Partial
Plans - Part A & B

Leicester Middle School

1/8" = 1'-0"1 Learning Commons South Elevation
1/8" = 1'-0"2 Learning Commons North Elevation

1/8" = 1'-0"3 Learning Commons Second Floor North Elevation
1/8" = 1'-0"4 Level 2 Learning Commons North Elevation

1/8" = 1'-0"5 Media Center South Elevation

1/8" = 1'-0"11 Media Center West Elevation

1/8" = 1'-0"6 Media Center East Elevation
1/8" = 1'-0"7 120 East Elevation at Kitchen

1/8" = 1'-0"8 120 North Elevation at Kitchen

1/8" = 1'-0"9 120 South Elevation at Kitchen
1/8" = 1'-0"10 120 West Elevation at Kitchen

1/8" = 1'-0"13 120 North Elevation at Kitchen Dry Storage / Coolers
1/8" = 1'-0"12 120 South Elevation at Kitchen Dry Storage / Coolers

1/8" = 1'-0"14 120 North Elevation at Kitchen Washing Area
1/8" = 1'-0"15 120 South Elevation at Kitchen Washing Area



3
A801

3
A801

S3D1

S3D1

S3D1

S3D1

003

003
Stair 1

4
A801

4
A801

S3D1

S3D1

004a

004b

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

Concrete Pan Stairs with Rubber 
Treads, Risers, and Landings

Painted Steel Guardrail with Mechanically 
Attached Stainless Steel Hand Rails

Paint all Exposed Steel

Roof Access Stairs

Level 1
0' - 0"

Level 2
14' - 0"

Level 3
28' - 0"

Roof
42' - 0"

Concrete Pan Stairs with Rubber 
Treads, Risers, and Landings

Painted Steel Guardrail with Mechanically 
Attached Stainless Steel Hand Rails

Paint all Exposed Steel
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Stair Details

Leicester Middle School

1/4" = 1'-0"1 Stair 1 & 2 Enlarged Plan

1/4" = 1'-0"2 Stair 3 & 4 Enlarged Plan

1/2" = 1'-0"3 Typical Section Through Stair 1 & 2
1/2" = 1'-0"4 Typical Section Through Stair 3 & 4
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PIPE UP

PIPE DOWN

WET SPRINKLER PIPING

CAP

FIRE DEPARTMENT CONNECTIONFDC

SPR

EXISTING TO REMAINETR

FLOOR CONTROL VALVE ASSEMBLYFCVA

ALARM CHECK VALVE (MACV) / DRY PIPE VALVE (DPV)

KEYNOTE DESIGNATION / DRAWING KEYNOTE

CHECK VALVE

HYDRAULIC CALCULATION NODE

SPRINKLER DRAIN PIPINGSD

1. ALL NEW FIRE PROTECTION SYSTEMS SHALL BE SEISMICALLY BRACED, ACCORDING TO

THE APPLICABLE SECTIONS OF THE MASSACHUSETTS STATE BUILDING CODE, AND

NFPA-13 LATEST ACCEPTED EDITIONS.

2. ALL FIRE PROTECTION SYSTEMS, EQUIPMENT AND PIPING SHALL BE DESIGNED, INSTALLED

AND TESTED BY A SPRINKLER CONTRACTOR LICENSED AND EXPERIENCED IN THE STATE

OF MASSACHUSETTS IN THE DESIGN, INSTALLATION, AND TESTING OF SPRINKLER

SYSTEMS.

3. ALL WORK PERFORMED SHALL CONFORM TO THE APPLICABLE SECTIONS OF THE

MASSACHUSETTS STATE BUILDING CODE  AND NFPA-13 LATEST ACCEPTED EDITIONS, AS

WELL AS ALL RULES AND REGULATIONS OF THE AUTHORITIES HAVING JURISDICTION.

4. ALL PIPING SHALL BE RUN CONCEALED AND ABOVE CEILING, UNLESS OTHERWISE NOTED.

CARE SHALL BE TAKEN TO RUN ALL PIPING AS TIGHT TO CEILING AND WALLS AS POSSIBLE.

ALL PIPING SHALL FOLLOW THE BUILDING LINES AND SHALL RUN PARALLEL TO WALL IN A

NEAT MANNER.

5. CONTRACTOR SHALL PROVIDE FIRESTOPPING FOR ALL PENETRATIONS THRU FIRE WALLS

AND FIRE RATED SEPARATIONS.

6. ALL SPRINKLER PIPING AND HEADS ARE SHOWN DIAGRAMMATICALLY. ALL SPRINKLER

HEADS SHALL BE INSTALLED SYMMETRICALLY AND HARMONIOUSLY IN ALIGNMENT.

CONTRACTOR SHALL COORDINATE WITH EXISTING CONDITIONS BEFORE WORK BEGINS TO

ENSURE THAT NO INTERFERENCES EXIST AND THAT ALL COMPONENTS OF THE SPRINKLER

SYSTEM WILL FIT INTO THE SPACE.

7. CONTRACTOR SHALL COORDINATE WITH MECHANICAL AND ELECTRICAL EXISTING

CONDITIONS FOR LOCATIONS OF DUCTWORK, DIFFUSERS, AND LIGHT FIXTURES.

CONTRACTOR SHALL COORDINATE WITH THE EXISTING BUILDING CONDITIONS FOR

CEILINGS, CEILING SPACES, AND ROOMS.

8. CONTRACTOR SHALL FURNISH, INSTALL, AND MAINTAIN ALL SCAFFOLDING, HOISTING

EQUIPMENT, AND DERRICKS NECESSARY FOR INSTALLATION OF WORK.

9. THE DRAWINGS ARE FOR PRICING PURPOSES ONLY. THE CONTRACTOR SHALL PRODUCE A

COMPLETE SET OF WORKING FIRE PROTECTION DRAWINGS IN ACCORDANCE WITH

MASSACHUSETTS STATE BUILDING CODE AND NFPA-13, LATEST ACCEPTED EDITIONS. THE

SYSTEM SHALL BE HYDRAULICALLY CALCULATED PER THE DESIGN CRITERIA REQUIRED BY

MASSACHUSETTS STATE BUILDING CODE. ALL DRAWINGS AND CALCULATIONS SHALL BE

STAMPED AND SIGNED BY THE CONTRACTOR'S REGISTERED FIRE PROTECTION ENGINEER,

AND SHALL BE SUBMITTED TO THE LOCAL FIRE DEPARTMENT FOR APPROVAL. THIS SHALL

BE DONE PRIOR TO THE COMMENCEMENT OF ANY SPRINKLER WORK.

10. AN ADDITIONAL SET OF STAMPED FIRE PROTECTION DRAWINGS AND CALCULATIONS AS

DESCRIBED ABOVE SHALL BE SUBMITTED TO THE OWNERS FOR APPROVAL. THIS SHALL BE

DONE PRIOR TO THE COMMENCEMENT OF ANY SPRINKLER WORK.

11. WRITTEN APPROVAL OF THE SPRINKLER CONTRACTOR'S SHOP DRAWINGS AND

HYDRAULIC CALCULATIONS SHALL BE OBTAINED FROM THE LOCAL FIRE DEPARTMENT AND

THE OWNER PRIOR TO THE COMMENCEMENT OF ANY WORK.

12. THE DRAWINGS ARE NOT INTENDED TO SHOW EXACT SPRINKLER HEAD LOCATIONS,

NUMBER OF SPRINKLER HEADS, OR THE EXACT ROUTING OF PIPING. THIS SHALL BE THE

RESPONSIBILITY OF THE CONTRACTOR. THE CONTRACTOR SHALL COORDINATE WITH THE

ARCHITECTURAL DRAWINGS FOR ALL CEILING TYPES.

13. SPRINKLER CONTRACTOR SHALL PROVIDE ALL CUTTING AND PATCHING IN ORDER TO

ACCOMMODATE THE SPRINKLER WORK.

14. THE CONTRACTOR SHALL MAKE REASONABLE CHANGES TO THE SPRINKLER HEAD

LOCATIONS AND SPRINKLER PIPE ROUTES, AS A RESULT OF COORDINATION WITH THE

EXISTING CONDITIONS IN THE BUILDING AND NEW CEILINGS AT NO EXTRA COST.

15. THE TERM "CONTRACTOR" SHALL MEAN "SPRINKLER CONTRACTOR".

16. PROVIDE WIRE CAGE GUARD PROTECTION FOR ALL SPRINKLER HEADS INSTALLED WITHIN

8'-0" OFF THE FLOOR.

17. THE CONTRACTOR SHALL PROVIDE A FIRE DEPARTMENT PERSONNEL STAFFED "FIRE

WATCH" DURING ALL WELDING OPERATIONS.

18. ALL MATERIALS AND EQUIPMENT USED FOR FIRE PROTECTION SYSTEMS SHALL BE UL

LISTED AND/OR FM APPROVED FOR FIRE PROTECTION SERVICE, AND SHALL BE RATED AT

175 PSI WORKING PRESSURE.

19. THE CONTRACTOR SHALL COORDINATE WITH THE LOCAL FIRE DEPARTMENT FOR TESTING

AND ACCEPTANCE OF ALL SPRINKLER WORK. THE CONTRACTOR SHALL FIX ANY

DEFICIENCY FOUND DURING TESTING AND SHALL RETEST ALL SPRINKLER SYSTEMS UNTIL

THE ENTIRE SYSTEM IS ACCEPTED BY THE LOCAL FIRE DEPARTMENT, AT NO ADDITIONAL

COST TO THE CONTRACT.

20. THE CONTRACTOR SHALL TEST AND FLUSH ALL SPRINKLER SYSTEMS IN ACCORDANCE

WITH NFPA-13 & NFPA-25, AND SHALL PROVIDE FLUSHING AND TESTING REPORTS IN

ACCORDANCE WITH NFPA-13 & NFPA-25, AND SHALL SUBMIT THESE REPORTS TO THE

LOCAL FIRE DEPARTMENT PRIOR TO FINAL ACCEPTANCE OF THE SPRINKLER SYSTEMS.

21. THE DRAWINGS ARE NOT INTENDED TO SHOW ALL LOCATIONS WHERE FIRE RATED

SLEEVES, SEALS OR CORE DRILLING WILL BE REQUIRED. IT SHALL BE THE RESPONSIBILITY

OF THE SPRINKLER CONTRACTOR TO COORDINATE WITH THE OWNER FOR LOCATIONS OF

ALL FIRE RATED WALLS AND FLOORS AND TO DETERMINE THE LOCATIONS OF ALL FIRE

RATED SLEEVES, SEALS AND CORE DRILLING.

22. IT SHALL BE THE RESPONSIBILITY OF THE SPRINKLER CONTRACTOR TO SELECT ALL

DESIGN AREAS AND DESIGN DENSITIES AS WELL AS THE NUMBER OF SPRINKLER HEADS IN

ALL AREAS OF OPERATION THAT WILL BE USED TO CREATE THE SPRINKLER

CONTRACTOR'S SHOP DRAWINGS, AND HYDRAULIC CALCULATIONS. ALL DESIGN AREAS,

DESIGN DENSITIES AND THE NUMBER OF OPERATING SPRINKLER HEADS SHALL BE

SELECTED BY THE SPRINKLER CONTRACTOR IN ACCORDANCE WITH NFPA-13.

23. THE DRAWINGS ARE NOT INTENDED TO SHOW ALL CEILING CONDITIONS, LIGHT FIXTURES,

HVAC DIFFUSER, MOLDING, SOFFITS OR ANY OTHER EXISTING FIXTURES OR EQUIPMENT IN

THE CEILINGS. THE CONTRACTOR SHALL BE RESPONSIBLE FOR CONDUCTING A SURVEY

OF ALL LIGHT FIXTURES, HVAC DIFFUSERS, MOLDING, SOFFITS, AND ALL OTHER FIXTURES

OR EQUIPMENT IN THE CEILINGS AND SHALL INDICATE THESE CONDITIONS ON THE

SPRINKLER SYSTEM SHOP DRAWINGS. THE CONTRACTOR SHALL USE THIS SURVEY

INFORMATION TO LOCATE HEADS IN THE EXISTING BUILDING AND TO CREATE THE

SPRINKLER SYSTEM SHOP DRAWINGS. PRIOR TO THE CREATING OF THE SPRINKLER

SYSTEM SHOP DRAWINGS, THE CONTRACTOR SHALL COORDINATE WITH ARCHITECTURAL

DRAWINGS TO VERIFY THE CEILING CONDITIONS.

24. MODIFICATIONS TO THE SPRINKLER DESIGN SHOWN ON THESE PLANS SHALL BE MADE BY

THE SPRINKLER CONTRACTOR AS REQUIRED BY THE ACTUAL EXISTING CONDITIONS, AND

AT NO EXTRA COST TO THE CONTRACT.

25. PRIOR TO THE CREATION OF THE SPRINKLER CONTRACTOR'S SHOP DRAWINGS, THE

SPRINKLER CONTRACTOR SHALL COORDINATE A SITE MEETING AT THE SPACE REQUIRING

NEW FIRE PROTECTION SYSTEMS AND SHALL WALK THRU THE BUILDING WITH THE G.C.

AND/OR OWNER TO DETERMINE THE EXACT ROUTING OF ALL SPRINKLER PIPING. THE

SPRINKLER CONTRACTOR SHALL SURVEY ALL ROOMS AND SPACES IN EACH BUILDING

INCLUDING CONCEALED SPACES IN ORDER TO DETERMINE THE EXACT ROUTE OF ALL

SPRINKLER PIPING AND THE LOCATIONS OF ALL SPRINKLER HEADS.

26. THE DRAWINGS ARE NOT INTENDED TO SHOW EXACT BUILDING CONDITIONS. THE

SPRINKLER CONTRACTOR SHALL USE THE FLOORS PLANS AS GENERAL REFERENCE ONLY.

AS PART OF THE CREATION OF THE SPRINKLER CONTRACTOR'S SHOP DRAWINGS, THE

SPRINKLER CONTRACTOR SHALL SURVEY THE BUILDING AND SHALL VERIFY THE EXACT

ARCHITECTURAL CONDITIONS. THE SPRINKLER CONTRACTOR SHALL ALTER THE FLOOR

PLANS AS REQUIRED TO ACCURATELY DEPICT THE ACTUAL EXISTING ARCHITECTURAL

CONDITIONS IN THE BUILDING. THIS SHALL BE DONE PRIOR TO THE COMMENCEMENT OF

ANY SPRINKLER DESIGN WORK.

27. THE SPRINKLER CONTRACTOR SHALL USE THIS SURVEY INFORMATION TO DETERMINE THE

ACTUAL SCOPE OF WORK IN THE SPACE AND TO DETERMINE EXACTLY HOW THE EXISTING

SPRINKLER SYSTEMS WILL BE MODIFIED IN ORDER TO ENSURE THAT THE EXISTING

SPRINKLER SYSTEMS ARE CODE COMPLIANT WITH THE NEW ARCHITECTURAL WORK. THE

SPRINKLER CONTRACTOR SHALL BE RESPONSIBLE FOR DETERMINING ALL OF THE

MODIFICATIONS TO THE EXISTING SPRINKLER SYSTEMS IN COORDINATION WITH THE NEW

ARCHITECTURAL WORK AS INDICATED ON THE ARCHITECTURAL DRAWINGS. THE

SPRINKLER CONTRACTOR SHALL BE RESPONSIBLE FOR DETERMINING WHERE EXISTING

SPRINKLER HEADS WILL NEED TO BE RE REMOVED AND/OR RELOCATED, WHERE NEW

SPRINKLER HEADS WILL BE REQUIRED, THE SPRINKLER HEADS WILL BE CONNECTED TO

THE EXISTING SPRINKLER PIPING.

28. THE CONTRACTOR SHALL PAY ALL FEES, OBTAIN ALL PERMITS AND APPROVALS, AND

SHALL FURNISH ALL LABOR AND MATERIALS NEEDED FOR THE COMPLETE INSTALLATION

OF ALL FIRE PROTECTION SYSTEMS SHOWN ON THE PLANS.

29. PRIOR TO BID, THE CONTRACTOR SHALL VISIT THE SITE AND FAMILIARIZE THEMSELVES

WITH ALL EXISTING CONDITIONS AND THE ARCHITECTURAL AND FIRE PROTECTION

DRAWINGS, AND ALL CONDITIONS THAT THE SPRINKLER WORK SHALL BE INSTALLED. ANY

APPARENT DISCREPANCY IN THE DRAWINGS AND EXISTING OR PROPOSED CONDITIONS

SHALL BE SUBMITTED TO THE ARCHITECT IN WRITING. FAILURE OF THE CONTRACTOR TO

FAMILIARIZE THEMSELVES WITH ALL ASPECT OF THE PROJECT SHALL NOT BE GROUNDS

FOR EXTRA COSTS TO THE CONTRACT.

30. THE CONTRACTOR SHALL COORDINATE WITH THE PROPERTY OWNER AND THE LOCAL FIRE

DEPARTMENT FOR THE SHUTTING DOWN AND DRAINING OF ALL EXISTING SPRINKLER

SYSTEM IN ORDER TO PERFORM THE WORK. THE CONTRACTOR SHALL PROVIDE A FIRE

DEPARTMENT PERSONNEL STAFFED "FIRE WATCH" FOR THE DURATION OF THE WORK, AND

AS REQUIRED BY THE LOCAL FIRE DEPARTMENT. UPON COMPLETION AND ACCEPTANCE OF

THE SPRINKLER SYSTEM WORK, THE SPRINKLER CONTRACTOR SHALL BRING THE

EXISTING SPRINKLER SYSTEM BACK INTO SERVICE.

31. THE CONTRACTOR SHALL ISOLATE THE EXISTING SPRINKLER SYSTEM IN THE SMALLEST

AREA POSSIBLE AROUND THE AREA OF WORK. THIS SHALL BE DONE BY CLOSING EXISTING

ISOLATION AND ZONE VALVES. THE CONTRACTOR SHALL COORDINATE WITH THE OWNER

AND IN THE FIELD FOR THE LOCATIONS OF THE EXISTING SPRINKLER SYSTEM ISOLATION

VALVES. THE EXISTING BUILDING SPRINKLER SYSTEMS SHALL REMAIN ACTIVE DURING THE

WORK AS MUCH AS POSSIBLE.

32. THE SPRINKLER CONTRACTOR SHALL CONDUCT A NEW HYDRANT FLOW TEST IN ORDER TO

OBTAIN CURRENT FLOW AND PRESSURE DATA. THE TEST SHALL BE PERFORMED PER

NFPA-20, NFPA-25 AND ALL APPLICABLE LOCAL REGULATIONS. THE CONTRACTOR SHALL

USE THIS NEWLY OBTAINED DATA TO PERFORM HYDRAULIC CALCULATIONS  FOR THE

SPRINKLER SYSTEM SHOP DRAWINGS. HYDRAULIC CALCULATIONS  SHALL BE STAMPED

AND SIGNED BY THE CONTRACTOR'S FIRE PROTECTION ENGINEER, AND SHALL BE

SUBMITTED WITH THE SPRINKLER SYSTEM SHOP DRAWINGS TO THE LOCAL FIRE

DEPARTMENT AND OWNER INSURANCE AUTHORITY FOR FINAL APPROVAL. THIS SHALL BE

DONE PRIOR THE COMMENCEMENT OF ANY SPRINKLER WORK. A COPY OF THE FLOW TEST

SHALL BE PROVIDED TO THE OWNER, AND THE ENGINEER.

33. THE SPRINKLER CONTRACTOR SHALL PROVIDE ALL LABORS, MATERIALS, TOOLS,

EQUIPMENT AND SHALL PAY ALL FEES AND PERFORM ALL COORDINATION WITH LOCAL

WATER AUTHORITY, FIRE DEPARTMENT AND OWNER, THAT IS REQUIRED FOR THE

CONDUCTING OF THE NEW FLOW TEST.

34. WHERE REQUIRED, LOCATION OF SPRINKLER HEADS ABOVE CEILINGS IN COMBUSTIBLE

SPACES SHALL BE DETERMINED IN THE FIELD. PROVIDE ADDITIONAL SPRINKLERS AS

REQUIRED.
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OUTSIDE BUILDING WALL

FINISH FLOOR

STEEL WATER TIGHT SLEEVE

THRUST BLOCK

WALL FOOTING

FOUNDATION
WALL

FLANGED CONNECTION

GRADE

HEAVY DUTY UNDERGROUND PIPE
CLAMP SUITABLE FOR BURIED PIPE.

BELL & SPIGOT JOINT
WITH O-RING GASKET

TIE RODS

DRY PACK GROUT

INCOMING CEMENT LINED
DUCTILE IRON SPRINKLER

SERVICE.

THRU WALL SECTION FRONTTHRU FLOOR SECTION

NOT TO SCALE

1
NOT TO SCALE

4

NOT TO SCALE

2

NOT TO SCALE

5

NOT TO SCALE

6

NOT TO SCALE

3

WALL

PIPE

BOLT (TYP.)

LINK-SEAL LINK (TYP.)

BOLT

PIPE

SEAL

WALL OR FLOOR

NOTE:

1. INSTALL LINK-SEAL ON BOTH ENDS OF THE CORE DRILLED OPENING.

2. PROVIDE PROTECTIVE SLEEVE, COATING AND WRAPPING ON

PIPING PENETRATIONS ALL THRU CONCRETE.

PIPE

BOLT (TYP.)

LINK-SEAL LINK (TYP.)

FLOOR

TYPICAL PIPING SLEEVE THRU WALL/FLOOR WATER SERVICE ENTRANCE DETAIL

TYPICAL SEISMIC BRACING DETAIL

SPRINKLER ABOVE AND BELOW CEILING

DOUBLE CHECK VALVE ASSEMBLY (DCVA)INCOMING FIRE PROTECTION SERVICE DETAIL

SEISMIC BRACING SHALL BE BY TOLCO

ALL APPLICABLE SPRINKLER PIPING SYSTEMS SHALL

APPLICABLE SECTIONS OF THE STATE BUILDING
BE SEISMICALLY BRACED AND INSTALLED PER

LATERAL (TRANSVERSE) BRACE

CODE 8TH EDITION & NFPA 13 LATEST ACCEPTED EDITION.

NOTE:

PIPE CLAMP

BRACKET SUPPORT

OR STRUCTURAL STEEL

FIRE PROTECTION PIPING

SUPPORT SECURED TO DECK
OR STRUCTURAL STEEL
SUPPORT SECURED TO DECK

BRACKET SUPPORT

FIRE PROTECTION PIPING

LONGITUDINAL BRACE LONGITUDINAL/LATERAL BRACE

MAX.
3"

PIPE CLAMP

NOTES :

1. INCOMING WATER SERVICE INSTALLATION SHALL CONFORM

TO ALL LOCAL & STATE REGULATIONS.

2. COORDINATE WITH LOCAL WATER AUTHORITY

AND SITE UTILITIES PLAN.

3. COORDINATE SIZE AND REQUIREMENTS OF PIPING WALL SLEEVES

WITH STRUCTURAL PLANS.

NOTE:

SPRINKLER PROTECTION ABOVE

AND BELOW ARCHITECTURAL

CEILING SHALL COMPLY WITH

ALL NFPA 13 REQUIREMENTS.

DROP NIPPLE

REDUCER

PENDENT SPRINKLER

NIPPLE
4"MAXIMUM LENGTH

SPRINKLER BRANCH PIPE
OR SPRINKLER MAIN PIPE

UPRIGHT SPRINKLER
IN CONCEALED SPACE

CEILING

NOTES:

1. SUPPORT PIPING AND FITTINGS AS REQUIRED TO CONFORM TO

MANUFACTURERS REQUIREMENTS.

2. INSTALL DCVA 3'-0" TO 4'-0" AFF WITH CLEAR SPACE OF 3'-0" IN FRONT, 1'-0"

     AT EACH END, AND 1'-0" FROM WALL (MINIMUM).

FINISH FLOOR

SEE NOTE 2

FIRE PROTECTION SERVICE

PRESSURE GAUGE
(TYPICAL)

SUPERVISED OS&Y
GATE VALVE

(TYPICAL)

DOUBLE CHECK
VALVE ASSEMBLY

TEST COCK
(TYPICAL)

FLOOR

8" FIRE SERVICE FROM FIRE PUMP

WATER ROOM WALL

6"BUTTERFLY VALVE, WITH
INTEGRAL TAMPER SWITCH
AND TRIM
TYP

VANE TYPE WATER FLOW ALARM SWITCH WIRED TO
ELECTRIC ALARM BELL. ELECTRIC ALARM BE SHALL
BE MOUNTED ON EXTERIOR WALL.
TYP

WET SYSTEM ALARM CHECK VALVE, PIPING,
TRIM AND ALL GAUGES, SWITCHES, ALARMS,
TESTS, AND APPURTENANCES REQUIRED FOR
PROPER OPERATION AND TESTING.
TYP

WATER PRESSURE ALARM SWITCH WIRED TO ELECTRIC
ALARM BELL.
TYP

6"BUTTERFLY VALVE WITH
INTEGRAL TAMPER SWITCH

2"SYSTEM MAIN DRAIN.
TYP

6"WET SYSTEM SPRINKLER
RISER.

8"CHECK VALVE

8"TO FIRE DEPARTMENT
CONNECTION

TYPICAL GALVANIZED
PIPE SUPPORT

TYPICAL PIPE SUPPORT
FLANGE ANCHORED

TO FLOOR SLAB.

TYPICAL PIPE SUPPORT
FLANGE ANCHORED

TO FLOOR SLAB. TYPICAL PIPE SUPPORT
FLANGE ANCHORED
TO FLOOR SLAB.

3
6

" 
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2"MAIN TEST DRAIN SHALL
BE PIPED TO EXTERIOR.

NOTES :

1. THE BACKFLOW PREVENTER SHALL BE

REGISTERED WITH THE LOCAL WATER

DEPARTMENT AUTHORITY BY THE SPRINKLER

CONTRACTOR PRIOR TO INSTALLATION.

2. THE BACKFLOW PREVENTER SHALL BE

INSTALLED IN STRICT ACCORDANCE WITH THE

LOCAL WATER DEPARTMENT AUTHORITY

REQUIREMENTS.

3. THE BACKFLOW PREVENTER DEVICE SHALL BE

INSTALLED IN THE HORIZONTAL POSITION IN

ACCORDANCE WITH THE MANUFACTURERS

LISTINGS, APPROVALS, AND ALL LOCAL WATER

DEPARTMENT GUIDELINES.

4. THE DEVICE SHALL BE INSTALLED AGAINST THE

WATER ROOM WALL WITH A MINIMUM CLEARANCE

OF 12" AWAY FROM THE MOUNTING WALL. THE

DEVICE SHALL BE

PROVIDED WITH A MINIMUM CLEARANCE OF 36" IN

FRONT OF THE DEVICE FROM ANY OBSTRUCTIONS

THAT WOULD IMPEDE THE TESTING OF THE DEVICE.

5. SIZING OF AIR COMPRESSORS SHALL

DETERMINED WITH FINAL ROUTING OF SPRINKLER

SYSTEMS. COORDINATE WITH ELECTRICAL

CONTRACTOR.

12"

MIN. 12"
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6"WET SYSTEM SPRINKLER
RISER.
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NOT TO SCALE

6

NOT TO SCALE

5

NOTE:

1. FIRE DEPARTMENT HOSE VALVE & THREADED REDUCED SHALL BE

APPROVED BY THE LOCAL FIRE DEPARTMENT PRIOR TO PURCHASE

& INSTALLATION.

2. PROVIDE WATER PRESSURE GAUGE AT THE TOP OF THE STANDPIPE RISER.

3. THE ZONE CONTROL STATION AND ALL ASSOCIATED VALVES, GAUGES 7 PIPING,

THE STANDPIPE/SPRINKLER RISER & THE DRAIN RISER SHALL BE INSTALLED

EXPOSED.

4. SPRINKLER SYSTEM PIPING IN STAIRWELLS SHALL BE COORDINATED WITH

RAILS. COORDINATE LOCATION WITH ARCHITECTURAL PLANS.

TYPICAL EXPOSED FLOOR/ZONE CONTROL STATION

ROOF MANIFOLD DETAILS

PROVIDE CAP AND CHAIN.

2 1/2" FIRE DEPARTMENT HOSE CONNECTION.

CONNECTION. THREADS SHALL BE AS
PROVIDE 1 1/2" REDUCING THREADED HOSE END

DIRECTED BY THE LOCAL FIRE DEPARTMENT.
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AND ON BOTH SIDES OF FLOOR SLAB
TYPICAL FLEXIBLE COUPLINGS ON EACH FLOOR

VANE TYPE FLOW SWITCH

PRESSURE GAUGE

CHECK VALVE

SPRINKLER MAIN TO FLOOR ZONE SPRINKLERS
SEE PLANS FOR SIZES AND LOCATIONS

TYPICAL STAIR LANDING

4" STANDPIPE / SPRINKLER RISER

2" SPRINKLER DRAIN RISER

BUTTERFLY VALVE

WITH TAMPER SWITCH

AT EVERY FLOOR

TYPICAL FIRE RATED SLEEVE

WITH DRAIN/TEST VALVE, SIGHT GLASS AND 1/2"
COMBINATION INSPECTORS TEST & DRAIN ASSEMBLY

CORROSION RESISTANT ORIFICE

EXPOSED IN STAIR

EXPOSED IN STAIR

PROVIDE RECESSED CABINET WHERE NOTED ON

ARCHITECTURAL PLANS.

INDICATING POST STAND
EQUAL TO VICTAULIC

MODEL 774.

ROOF LEVEL

SUPERVISED OS&Y GATE VALVE
W/ EXTENSION STEM & NRS ROOF STAND.

COORDINATE TAMPER SWITCH
W/ E.C.

TO STANDPIPE.

1"DRAIN TO MAIN DRAIN
LOCATED IN STAIRWELL.

DRAIN VALVE
ASSEMBLY.

6"MAIN UP
TO ROOF

MANIFOLD.

PROVIDE ROOF Y CONNECTION

W/ (2) 2 1/2"HOSE VALVE.

TYPE AND LOCATION SHALL

BE DETERMINED BY THE

LOCAL FIRE DEPARTMENT.

NOTES :

1. COORDINATE LOCATION W/ LOCAL FIRE DEPARTMENT.

2. PIPING SHALL CONFORM TO NFPA-14.

3. PROVIDE FLAGGING FOR VISIBILITY, AS DIRECTED

BY LOCAL FIRE DEPARTMENT.

ESCUTCHEON
PLATES (TYP.)

SPECIAL COUPLING

SQUARE ROD

PIPE SLEEVE
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140

Lower School
Music Classroom

141

Chorus Room

131

Substantially
Separate

Classroom

130

Kindergarten
Classroom 129

Kindergarten
Classroom

132

Pre-K Classroom

133

Pre-K Classroom

128

Kindergarten
Classroom

134

Kindergarten
Classroom 138

Girls

143

Ens.

137

Boys

144

Ens.

123

Vestibule

139

Elec.

001

Stair 2

118

Mechanical

120

Kitchen

121

Boys

126

Staff Restroom

125

Trash/Recieving

134A

Toilet

002

Stair 4

122

Girls

142

Ens.

119

Machine Room

124

Corridor

128A

Toilet

129A

Toilet

130A

Toilet

131A

Toilet

132A

Toilet

133A

Toilet

135

Telecom

136

Emergency
127

Corridor

131B

De-Escalation
Space

6"FSP UP
2"SD UP

2 1/2"FDV
4"FCVA (LEVEL 1)

4"SPR TO SPRINKLERS

FSP ISOLATION VALVE

6"FSP UP
2"SD UP
2 1/2"FDV

FSP ISOLATION VALVE

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130
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7th Grade
Science

Classroom

185

6th Grade
Science

Classroom

190

OT/PT

148

Girls

143

Ens.

145

Band Room

184

Prep

183

Prep

144

Ens.

003

Stair 1

175

Living and
Learning

Classroom181

8th Grade
Science

Classroom

178

Upper School
SPED

176

Sensory

177

De-escalation
Space

149

Custodian's
Office

169

Vestibule

174

Lower Nurse

186

Health

180

Prep

179

Stor.

189

OT/PT

170

Restroom

172A

Treat

172

Upper Nurse

174A

Treat

172B

Toilet

174B

Toilet

004

Stair 3

147

Boys

142

Ens.

119

Machine Room

150

Server

151

Emerg.

152

Elec.

153

Custodian's
Storage

167

IT

173

Nurse Storage

171

Corridor
188

Telecom

187

Emergency

175A

Restroom

146

Electrical

IT

167

Mechanical/Water Service Room

168

6"FSP UP
2"SD UP
2 1/2"FDV

6"FSP UP
2"SD UP
2 1/2"FDV
4"FCVA (LEVEL 1)
4"SPR TO SPRINKLERS

FSP ISOLATION VALVE

FSP ISOLATION VALVE

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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School Commons

149
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Office

169
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Mechanical

158

Boys Locker

154

Girls Locker

163

Gymnasium
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Health and
Wellness Studio

120

Kitchen

100

Vestibule

155

PE Office

159

PE Office

102

General Office

104

Principal Office

119

Machine Room

150

Server

151

Emerg.

152

Elec.
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Custodian's
Storage

168

Mechanical/Water
Service Room 166

Fire Pump

165

Storage

167

IT
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Storage

157

Girls Restroom

154A

Girls Locker

161

Boys Restroom

156

Shower

160

Shower

158A

Boys Locker

IT
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Mechanical/Water Service Room

168

8"F SERVICE DN & RISE
10'-0"LFPC
8"DCVA

(2) 6"MACV
(2) 6"FSP RISE

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 1 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 1 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130
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Conference
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Stage

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 1 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 1 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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310

4th Grade
Classroom

305

4th Grade
Classroom

311

4th Grade
Classroom

313

3rd Grade
Classroom

315

3rd Grade
Classroom

312
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Classroom

322
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Boys

314

3rd Grade
Classroom

307

Teacher Planning
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3rd Grade
Classroom

318

4th Grade
Classroom

325

3rd-4th Grade
STE

327

5th-6th STEM

302

ESL/Speech

303

Lower School
SPED

308

Staff Restroom

321

Custodial

326

STE Stor

010

Stair 4

319

Telecom
320

Emergency

300

Corridor

309

Corridor

324

Electrical

317

Flex Learning

009

Stair 2

312A

De-Escalation
Space

6"FSP DN
2"SD DN

2 1/2"FDV
4"FCVA

4"SPR TO SPRINKLERS

6"FSP DN
2"SD DN
2 1/2"FDV

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

6"FSP UP TO ROOF HYDRANT

4" SPR

6"
 F

S
P

4" SPR4" SPR

4"
 S

P
R

4" SPR

4"
 S

P
R

4"
 S

P
R

4"
 S

P
R

4"
 S

P
R

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

Pre
lim

inary

Not F
or

Constru
ctio

n

1
/2

4
/2

0
2

0
 1

1
:0

5
:4

1
 A

M
C

:\
U

s
e

rs
\n

k
im

\D
o
c
u

m
e
n

ts
\1

8
4

0
0
 M

E
P

_
n
k
im

.r
v
t

201601510015

FP131

70 Winslow Ave.
Leicester, MA 01524

Schematic Design

02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

FIRE PROTECTION
THIRD FLOOR PARTIAL PLAN -
PART A

Leicester Middle School



340

7th Grade
Classroom

348

7th Grade
Classroom

328

7th-8th STEM

332

Boys

333

Girls

341

8th Grade
Classroom

343

8th Grade
Classroom 344

8th Grade
Classroom

342

8th Grade
Classroom 338

Upper School
SPED

339

7th Grade
Classroom

349

7th Grade
Classroom

336
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SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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302

ESL/Speech

RDRD

RD

RD

RD

RD

RD

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER

MAX PROTECTION AREA
FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.
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305

4th Grade
Classroom

302

ESL/Speech

303

Lower School
SPED

RD RD

RDRD

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - CLASS ROOMS, CORRIDORS,
RESTROOMS, GYM

WET

LIGHT HAZARD

0.10 1,500 SF

100

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

225

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - MECHANICAL ROOMS,
ELECTRICAL ROOMS

WET

ORDINARY HAZARD GROUP 1

0.15 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

SYSTEM TYPE: 

DENSITY:

REMARKS:

AREA OF APPLICATION

HOSE ALLOWANCE

GPM/FT²

GPM/SPRINKLER
MAX PROTECTION AREA

FT²

LEVEL 2 - STORAGE

WET

ORDINARY HAZARD GROUP 2

0.20 1,500 SF

250

1. PROVIDE LOW POINT DRAINS AS
REQUIRED BY NFPA 13. LOW POINT
DRAINS SHALL BE COORDINATED
WITH ARCHITECTURAL RCP AND
SHALL BE LOCATED IN AN
ACCESSIBLE LOCATION, OTHERWISE
AN ACCESS PANEL SHAL BE
PROVIDED.
2. PROVIDE ADDITIONAL SPRINKLER
AS NECESSARY TO COORDINATE
WITH ALL OBSTRUCTIONS PER NFPA
13.
3. QUICK RESPONSE UPRIGHT
SPRINKLERS SHALL BE PROVIDED IN
AREAS WITHOUT FINISHED CEILINGS.
4. QUICK RESPONSE RECESSED
PENDENT SPRINKLERS SHALL BE
PROVIDED IN AREAS WITH FINISHED
CEILINGS.

130

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

Pre
lim

inary

Not F
or

Constru
ctio

n

1
/2

4
/2

0
2

0
 1

1
:0

5
:5

1
 A

M
C

:\
U

s
e

rs
\n

k
im

\D
o
c
u

m
e
n

ts
\1

8
4

0
0
 M

E
P

_
n
k
im

.r
v
t

201601510015

FP134

70 Winslow Ave.
Leicester, MA 01524

Schematic Design

02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

FIRE PROTECTION
THIRD FLOOR PARTIAL PLAN -
PART D

Leicester Middle School



GI

GENERAL NOTES

ABBREVIATION

SPECIFICATIONS

KITCHEN NOTES

OR RISER DIAGRAMS, THE LARGER PIPE SIZE SHALL BE FOLLOWED.
IN THE EVENT THAT THERE ARE DISCREPANCIES BETWEEN PIPE SIZES SHOWN ON THE PLANS VERSUS THAT SHOWN ON THE DETAILS28.

IN THE FIELD AND IN CONJUNCTION WITH COORDINATION BETWEEN ALL OTHER TRADES AT THE SIGHT.

THE TERM "CONTRACTOR" SHALL MEAN PLUMBING CONTRACTOR24.

ALL PIPING MATERIALS, FITTINGS VALVES UNIONS, HANGERS, EQUIPMENT, INSTALLATION AND ALL ASPECTS OF THE PLUMBING WORK

THE INFORMATION SHOWN ON THE DRAWINGS IS GENERALLY DIAGRAMMATIC AND IS NOT INTENDED

TO INDICATE EXACT ROUTES OF PIPING OR LOCATIONS OF VALVES, DRAINS, EQUIPMENT, FIXTURES OR FINAL CONNECTIONS.  IT SHALL BE THE

ALL NEW SYSTEMS SHALL BE TESTED, BALANCED AND ADJUSTED TO ENSURE PROPER OPERATION AND CODE COMPLIANT INSTALLATION

THE CONTRACTOR SHALL BE CAREFUL TO ENSURE THAT NO CROSS CONNECTIONS ARE MADE BETWEEN THE POTABLE WATER SUPPLY AND

EQUIPMENT. CONTRACTOR SHALL PATCH ALL SURFACES TO MATCH THE EXISTING CONDITIONS AND TO THE SATISFACTION OF THE ARCHITECT.
CONTRACTOR SHALL BE RESPONSIBLE FOR ALL CUTTING AND PATCHING OF WALLS AND FLOORS TO ACCOMMODATE INSTALLATION OF NEW PIPING AND

RESPONSIBILITY OF THE PLUMBING CONTRACTOR TO DETERMINE THE BEST ROUTES OF PIPING AND LOCATIONS OF PIPING CONNECTIONS

SHALL BE AS APPROVED BY THE MASSACHUSETTS STATE PLUMBING CODE

DIELECTRIC INSULATING FITTINGS SHALL BE USED WHERE PIPES OF DISSIMILAR METALS

PIPING AND EQUIPMENT SHALL BE TESTED IN ACCORDANCE WITH THE STATE PLUMBING CODE

ALL SOURCES OF CONTAMINATION OR CROSS CONNECTION.

ARE CONNECTED, AND AT THE WATER HEATER.

PROVIDE SERVICE STOPS FOR ALL FIXTURES23.

19.

20.

22.

21.

18.

17.

ALL WATER PIPING MAINS AND BRANCH RUNOUTS THAT ARE EXPOSED SHALL BE COVERED WITH WHITE PVC PIPE COVERS. THIS SHALL INCLUDE
ALL FITTINGS AND VALVES.  ALL FITTINGS AND VALVES SHALL BE PROVIDED WITH INSULATION AND WHITE PREMOLDED PVC INSULATION COVERS

ARE CONNECTED, AND AT THE WATER HEATERS

ALL SOURCES OF CONTAMINATION OR CROSS CONNECTION.

ALL VALVES INDICATED SHALL BE BY CONBRACO.

DAMAGE TO THE PIPE INSULATION. 3/8" RODS SHALL BE USED.

PURCHASE AND INSTALLATION OF ANY PLUMBING SYSTEMS.

PROVIDE "P" TRAPS FOR ALL PLUMBING FIXTURE DRAINS

SHALL BE APPROVED BY THE ARCHITECT PRIOR TO PURCHASE.

ALL CLEANOUTS SHALL BE BY ZURN WITH BRONZE PLUGS.  ALL CLEANOUTS SHALL BE TURNED UP INTO THE TENANT SPACE.

PROVIDE SERVICE STOPS FOR ALL FIXTURES

FLOOR DRAINS, CLEANOUTS, PUMPS, ETC.  ALL SHOP DRAWINGS SHALL HAVE THE APPROVAL OF THE ENGINEER PRIOR TO

INTERFERENCES BETWEEN ANY EXISTING OR NEW CONDITIONS AND ANY OTHER TRADES.

THE DRAWINGS ARE DIAGRAMMATICAL ONLY. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DETERMINING THE EXACT ROUTE OF
ALL PIPING, IN THE FIELD AND IN CONJUNCTION WITH COORDINATION OF ALL EXISTING CONDITIONS, NEW CONSTRUCTION, AND
COORDINATION WITH ALL OTHER TRADES TO ENSURE THE ALL OF THE PLUMBING SYSTEMS WILL FIT INTO THE SPACE WITH NO

ALL SHOCK ABSORBERS AND TRAP PRIMERS SHALL BE BY PRECISION PLUMBING PRODUCTS

HOSE BIBBS SHALL BE 1/2" CHROME FINISH WITH LOOSE KEY HANDLE AND 3/4" VACUUM BREAKER HOSE END CONNECTION.

SUBMIT SHOP DRAWINGS FOR ALL FIXTURES, TRIM, FAUCETS, VALVES, PIPING, INSULATION, WATER HEATERS

ALL PIPING MATERIALS, FITTINGS VALVES UNIONS, HANGERS, EQUIPMENT, INSTALLATION AND ALL ASPECTS OF THE PLUMBING WORK
SHALL BE AS APPROVED BY THE MASSACHUSETTS PLUMBING AND FUEL GAS CODES

THE CONTRACTOR SHALL BE CAREFUL TO ENSURE THAT NO CROSS CONNECTIONS ARE MADE BETWEEN THE POTABLE WATER SUPPLY AND

ALL EXPOSED PIPING, VALVES AND FITTINGS AT THE FIXTURES SHALL BE CHROME FINISH

ALL VALVES SHALL BE PROVIDED WITH TAGS, ALL PIPING SHALL BE LABELED WITH ADHESIVE DECALS PER ASME AND STATE PLUMBING CODE STANDARDS.

PROVIDE ACCESS PANELS BY MILACRON.  ACCESS PANELS SHALL BE 18" X 18" AND SHALL BE WITH A PRIMED FINISH
FOR PAINTING BY OTHERS. ACCESS PANELS SHALL BE GIVEN TO THE G.C. FOR INSTALLATION. ALL ACCESS PANELS

INSTALL SHOCK ABSORBERS BY PRECISION PLUMBING PRODUCTS AT ENDS OF HOT AND COLD WATER PIPING RUNS BELOW THE LAST FIXTURE

WITH NEOPRENE GASKET. DRAIN PIPING BELOW GROUND SHALL BE AS ABOVE EXCEPT FOR MECHANICAL JOINT WITH PUSH ON FITTINGS AND RESILIENT GASKET.
DRAIN AND VENT PIPING ABOVE GROUND LARGER THAN 2" SHALL BE SERVICE WEIGHT CAST IRON WITH STAINLESS STEEL HUBLESS FITTINGS AND COUPLINGS

EQUIPMENT. CONTRACTOR SHALL PATCH ALL SURFACES TO MATCH THE EXISTING CONDITIONS AND TO THE SATISFACTION OF THE ARCHITECT.
CONTRACTOR SHALL BE RESPONSIBLE FOR ALL CUTTING AND PATCHING OF WALLS AND FLOORS TO ACCOMMODATE INSTALLATION OF NEW PIPING AND

ALL PIPING SHALL BE NEW, INSTALLED PARALLEL TO BUILDING LINES AND PITCHED TO LOW POINTS

PROVIDE ACCESSIBLE CLEANOUTS AT THE BASE OF ALL STACKS, AS SHOWN, AND AS REQUIRED.

DIELECTRIC INSULATING FITTINGS SHALL BE USED WHERE PIPES OF DISSIMILAR METALS

CAREFULLY COORDINATE LOCATION OF PIPING WITH ALL OTHER TRADES AND ALL CONDITIONS AT THE SITE.

CONTRACTOR SHALL VISIT THE SITE AND VERIFY ALL CONDITIONS AND COORDINATE BEST ROUTE OF NEW

PIPING AND LOCATIONS OF NEW EQUIPMENT IN COORDINATION WITH THE WORK OF ALL OTHER TRADES AND ALL

CONDITIONS TO ENSURE THAT ALL WORK WILL FIT IN THE SPACE WITH NO INTERFERENCE'S

ALL NEW SYSTEMS SHALL BE TESTED, BALANCED AND ADJUSTED TO ENSURE PROPER OPERATION AND CODE COMPLIANT INSTALLATION.

BAND HANGERS SHALL BE USED TO SUPPORT PIPING, PIPE SHIELDS SHALL BE INSTALLED TO PROTECT AGAINST

ALL COLD WATER, HOT WATER, HOT WATER RETURN PIPING SHALL BE INSULATED WITH 1" FIBERGLASS INSULATION
WITH FACTORY APPLIED JACKET.  ALL FITTINGS AND VALVES SHALL BE PROVIDED WITH INSULATION AND WHITE PREMOLDED PVC INSULATION COVERS

ABOVE GROUND WATER PIPING SHALL BE TYPE "L" COPPER WITH SOLDER JOINTS USING 95/5 SOLDER. DRAIN AND VENT PIPING 2" AND SMALLER SHALL BE
TYPE "L" COPPER WITH SOLDER JOINTS AND DRAINAGE PATTERN FITTINGS. BELOW GROUND WATER PIPING SHALL BE TYPE "K" COPPER WITH

BALL VALVES SHALL BE FULL PORT WITH STAINLESS STEEL BALL AND STEM WITH SOLDER OR THREADED FITTINGS AS APPLICABLE

PIPING AND EQUIPMENT SHALL BE TESTED IN ACCORDANCE WITH THE STATE PLUMBING CODE

SILVER SOLDER JOINTS, FLARED END JOINTS OR OTHER MASSACHUSETTS PLUMBING CODE APPROVED FITTINGS.

27.

25.

24.

26.

18.

22.

23.

21.

20.

19.

16.

17.

15.

14.

11.

12.

13.

10.

8.

6.

7.

3.

5.

4.

2.

1.

THE PLUMBING CONTRACTOR SHALL BE COMPLETELY RESPONSIBLE FOR THE INSTALLATION OF ALL KITCHEN SINKS, FAUCETS AND ALL EQUIPMENT REQUIRING PLUMBING CONNECTIONS28.

ALL WATER PIPING SHALL BE TESTED FOR COLIFORM BY A LICENSED TESTING LAB. A CERTIFIED REPORT FROM THE LAB SHALL BE SUBMITTED TO THE STATE PLUMBING INSPECTOR FOR REVIEW AND APPROVAL.29.

THE PLUMBING CONTRACTOR SHALL BE COMPLETELY RESPONSIBLE FOR THE INSTALLATION OF ALL KITCHEN SINKS, FAUCETS29.

AND ALL EQUIPMENT REQUIRING PLUMBING CONNECTIONS

THIS SHALL BE DONE AND APPROVAL SHALL BE OBTAINED FROM THE INSPECTOR PRIOR TO FINAL ACCEPTANCE OF THE PLUMBING WORK

THE PLUMBING CONTRACTOR SHALL SUBMIT MANUFACTURERS SHOP DRAWINGS FOR ALL PROPOSED PLUMBING FIXTURES, MATERIALS, VALVES AND EQUIPMENT SHALL BE SUBMITTED TO THE PLUMBING ENGINEER FOR APPROVAL.30.
WRITTEN APPROVAL OF ALL PROPOSED PLUMBING FIXTURES, MATERIALS, VALVES AND EQUIPMENT SHALL BE RECEIVED FROM THE PLUMBING ENGINEER PRIOR TO THE COMMENCEMENT OF ANY PLUMBING WORK.

9. THE PLUMBING CONTRACTOR SHALL OBTAIN PERMITS FOR ALL HOT WORK PRIOR TO ANY HOT WORK AT THE SITE.

ALL SANITARY PIPING INSTALLED BELOW THE FLOOR THAT IS ASSOCIATED WITH THE DRAINS FROM ALL ICE MAKERS, ICE MACHINES, ICE BINS AND SODA DISPENSERS SHALL BE PROVIDED WITH INSULATION THAT SHALL31.
INCLUDE THE P-TRAP, FLOOR DRAIN BODY AND TAILPIECE AND 10 LINEAR FEET OF DRAIN PIPE INCLUDING ALL FITTINGS. INSULATION SHALL BE 1" THICK FIBERGLASS WITH MANUFACTURERS APPLIED VAPOR BARRIER JACKET.

ALL PIPE PENETRATIONS THROUGH THE FLOOR SLAB SHALL BE MADE WITH METAL PIPE SLEEVES THAT SHALL EXTEND A MINIMUM OF 2" ABOVE THE FINISH FLOOR. THE SPACE BETWEEN THE PENETRATION AND THE32.
SLEEVE SHALL BE PROVIDED WITH UL-APPROVED FIRE STOPPING. FOR MEMBRANE FLOORS, FLASHING SHALL BE PROVIDED AND SHALL EXTEND A MINIMUM OF 6" ABOVE THE FLOOR LEVEL. COORDINATE WITH ARCHITECT FOR FLOOR TYPES
ALL FLOOR DRAINS, FLOOR SINKS AND PIPE SLEEVES SHALL BE GROUTED SOLID.

ALL BUILDING SHUT-DOWNS ARE TO BE COORDINATED WITH THE OWNER/LANDLORD.33.

WATER HAMMER ARRESTORS / SHOCK ABSORBERS TO PROVIDED AT ALL EQUIPMENT WITH QUICK ACTING VALVES AND AT THE TOILET ROOMS WITH FLUSH VALVES.34.

1.

FOR THE EXACT LOCATIONS AND REQUIREMENTS OF ALL PIPING DROPS AND FINAL CONNECTIONS, AS WELL AS ALL VALVES. THIS SHALL BE DONE PRIOR TO

ALL PIPING CONNECTIONS SHOWN ARE APPROXIMATE ONLY. THE PLUMBING CONTRACTOR SHALL COORDINATE WITH THE KITCHEN CONTRACTOR

ANY INSTALLATION OF ANY PLUMBING SYSTEMS ASSOCIATED WITH THE KITCHEN.

5.

4.

3.

2.

7. ALL FLOOR DRAIN AND FLOOR SINK LOCATIONS SHOWN ARE APPROXIMATE ONLY AND SHALL NOT BE USED BY THE PLUMBING CONTRACTOR FOR THE ACTUAL

COORDINATION WITH THE KITCHEN CONTRACTOR AND KITCHEN EQUIPMENT VENDORS SO AS TO FAMILIARIZE HIMSELF WITH EVERY PIECE OF KITCHEN EQUIPMENT

THE PLUMBING CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL KITCHEN EQUIPMENT DRAWINGS AND CUTSHEET INFORMATION AND TO PERFORM ALL

REQUIRING PLUMBING CONNECTIONS. ALL FINAL CONNECTIONS POINTS, VALVE REQUIREMENTS AND DIMENSIONS SHALL DETERMINED AS A RESULT OF THIS COORDINATION.

CONTRACTOR FOR THE EXACT LOCATIONS AND TYPES OF ALL FLOOR DRAINS AND FLOOR SINKS.
FLOOR DRAIN AND FLOOR SINK INSTALLATIONS. THE PLUMBING CONTRACTOR SHALL COORDINATE ALL FLOOR DRAIN AND FLOOR SINK LOCATIONS WITH THE KITCHEN EQUIPMENT

CONNECTIONS TO ALL KITCHEN EQUIPMENT SHALL BE IN ACCORDANCE WITH THAT EQUIPMENTS MANUFACTURERS RECOMMENDATIONS.

PLUMBING.  ALL FINAL CONNECTIONS SHALL BE COORDINATED WITH THE KITCHEN CONTRACTOR PRIOR TO INSTALLATION. ALL FINAL PLUMBING

THE PLUMBING CONTRACTOR SHALL BE RESPONSIBLE FOR ALL FINAL PLUMBING CONNECTIONS TO ALL KITCHEN EQUIPMENT REQUIRING

EQUIPMENT OR FIXTURE OR FAUCET IN THE KITCHEN THAT REQUIRES PLUMBING CONNECTIONS.

THE TERM "KITCHEN EQUIPMENT" SHALL INCLUDE ALL FIXTURES, FAUCETS, SINKS, COOKING EQUIPMENT, ICE MAKERS, COFFEE MAKERS AND ANY

ALL FINAL WATER CONNECTIONS SHALL BE PROVIDED WITH SHUT OFF VALVES OR SERVICE STOPS

THE PLUMBING DRAWINGS SHALL NOT BE USED FOR DIMENSIONING OF ANY DRAINS, VENTS OR WATER PIPING.

6. THE PLUMBING CONTRACTOR SHALL RUN ALL INDIRECT WASTE PIPING FROM KITCHEN EQUIPMENT TO INDIRECT WASTE AT FLOOR DRAINS AND FLOOR SINKS.

INDIRECT WASTE PIPING FROM KITCHEN EQUIPMENT SHALL BE COPPER AS APPROVED BY THE MASSACHUSETTS STATE PLUMBING CODE
THE PLUMBING CONTRACTOR SHALL COORDINATE WITH THE KITCHEN CONTRACTOR FOR ALL REQUIRED INDIRECT WASTE DRAINS.

8.

SHALL BE INSTALLED BY THE PLUMBING CONTRACTOR. ALL FAUCET AND FIXTURE TRIM, DRAINS, WASTES, SERVICE STOPS, P-TRAPS, WASTE ARMS, WATER SUPPLIES, SINK STRAINERS, TAILPIECES AND ALL

ALL KITCHEN EQUIPMENT, FIXTURES AND FAUCETS SHALL BE FURNISHED BY OTHERS. ALL EQUIPMENT AND FIXTURES SHALL BE INSTALLED BY OTHERS. ALL FAUCETS FOR FIXTURES AND EQUIPMENT

PLUMBING TRIM ASSOCIATED WITH KITCHEN FIXTURES, FAUCETS AND EQUIPMENT INCLUDING ALL FINAL CONNECTIONS SHALL BE FURNISHED AND INSTALLED BY THE PLUMBING CONTRACTOR

THE PLUMBING CONTRACTOR SHALL BE COMPLETELY RESPONSIBLE FOR THE INSTALLATION OF ALL KITCHEN SINKS, FAUCETS AND ALL EQUIPMENT REQUIRING PLUMBING CONNECTIONS9.

THE PLUMBING CONTRACTOR SHALL BE COMPLETELY RESPONSIBLE FOR COORDINATING WITH THE KITCHEN EQUIPMENT REQUIRING WATER CONNECTIONS TO INSURE THAT ALL REQUIRED BACKFLOW10.
PROTECTION DEVICES ARE FURNISHED AND INSTALLED BY THE PLUMBING CONTRACTOR IN ACCORDANCE WITH THE MASSACHUSETTS STATE PLUMBING CODE.
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AND CUT SHEETS TO THE LOCAL WATER AUTHORITY FOR APPROVAL. NO BACK FLOW PREVENTION DEVICE SHALL BE INSTALLED UNTIL WRITTEN APPROVAL OF
ALL BACK FLOW PREVENTION DEVICES HAS BEEN OBTAINED BY THE PLUMBING CONTRACTOR FROM THE LOCAL WATER AUTHORITY.

PREVENTION DEVICES AND SHALL INDICATE THE SIZES AND MODEL NUMBERS BEING USED.  THE PLUMBING CONTRACTOR SHALL SUBMIT THESE DRAWINGS
AND DETAILS OF THEIR INSTALLATION METHODS.  THE PLUMBING CONTRACTOR SHALL ALSO OBTAIN MANUFACTURER CUT SHEETS OF ALL BACK FLOW
THE PLUMBING CONTRACTOR SHALL CREATE A SCALE DRAWING FOR THE BUILDING SHOWING THE LOCATIONS OF ALL BACK FLOW PREVENTION DEVICES

PLUMBER SHALL FURNISH AND INSTALL ALL TRAPS, ANGLE STOPS, WASTE ARMS, STRAINERS, TAILPIECES, FIXTURE SUPPLIES AND ALL PLUMBING CONNECTIONS
TO ALL PLUMBING FIXTURES REQUIRING PLUMBING AND AS REQUIRED FOR A COMPLETE PLUMBING SYSTEM.

ARCHITECT FOR ALL PLUMBING FIXTURE TYPES, QUANTITIES AND LOCATIONS PRIOR TO PURCHASE
ALL PLUMBING FIXTURE TYPES AND LOCATIONS ARE APPROXIMATE ONLY. THE CONTRACTOR SHALL HAVE THE APPROVAL OF THE26.

27.

25.

PLUMBING CONTRACTOR SHALL PROVIDE FIRE STOPPING FOR ALL PENETRATIONS THROUGH ALL FLOORS, FIRE WALLS AND FIRE

RATED SEPARATIONS. COORDINATE WITH ARCHITECTURAL DRAWINGS FOR THESE AREAS AND PROVIDE LINK SEAL FIRE STOPPING KITS.

IN THE FIELD.  ALL NEW SYSTEMS SHALL BE COORDINATED WITH ALL EXISTING CONDITIONS AND TRADES.  EXACT LOCATIONS

PRIOR TO BID, THE CONTRACTOR SHALL VISIT THE SITE AND FAMILIARIZE HIMSELF WITH ALL TRADE DRAWINGS AND ALL ASPECTS OF THE WORK AND

PLUMBING CONTRACTOR SHALL FURNISH, INSTALL AND MAINTAIN ALL SCAFFOLDING, HOISTING

ALL PLUMBING PIPING AND DRAINS SHALL BE KEPT CLEAR OF BLOCKAGE WHILE CONSTRUCTION IS UNDERWAY.

ALL CONDITIONS TO WHICH THE WORK WILL BE INSTALLED. ANY DISCREPANCIES BETWEEN THE WORK SHOWN

ALL EXISTING CONDITIONS SHOWN ARE APPROXIMATE ONLY.  ALL EXISTING CONDITIONS SHALL BE VERIFIED

OF ALL CONNECTIONS TO EXISTING SYSTEMS AND EQUIPMENT SHALL BE DETERMINED IN FIELD.

ON THE DRAWINGS AND ANY CONDITIONS SHALL BE SUBMITTED TO THE ARCHITECT IN WRITING.

ALL PLUMBING WORK SHALL BE DONE IN ACCORDANCE WITH THE MASSACHUSETTS STATE PLUMBING AND FUEL GAS CODE

NO STRUCTURAL MEMBERS SHALL BE CUT

PROVIDE DRAW OFFS WITH BALL VALVE, HOSE END VACUUM BREAKER, CAP & CHAIN AT ALL

PROVIDE ACCESSIBLE CLEANOUTS AT THE BASE OF ALL STACKS, AS SHOWN, AND AS REQUIRED.

ALL PIPING SHOWN DIAGRAMMATICALLY AND ALL EXACT LOCATIONS SHALL BE DETERMINED IN THE FIELD

ALL PIPING SHALL BE RUN CONCEALED ABOVE CEILINGS, IN WALLS AND IN CHASES WHEREVER POSSIBLE

RUN WATER PIPE ON THE WARM SIDE OF BUILDING INSULATION. NO WATER PIPING SHALL BE RUN IN EXTERIOR WALLS

ALL PIPING SHALL BE NEW, INSTALLED PARALLEL TO BUILDING LINES AND PITCHED TO LOW POINTS

13.

EQUIPMENT, DERRICKS, ETC., NECESSARY FOR INSTALLATION OF WORK.

ALL PLUMBING PIPING SHALL BE DEBURRED BEFORE JOINTS ARE MADE.

15.

16.

14.

DOMESTIC WATER LOW POINTS AND PITCH PIPING TO DRAIN.

ALL PIPING SHALL BE SUPPORTED FROM BUILDING STRUCTURE.

CAREFULLY COORDINATE LOCATION OF PIPING WITH ALL OTHER TRADES AND ALL EXISTING CONDITIONS

12.

11.

9.

10.

8.

7.

6.

5.

4.

2.

3.

1.

FAILURE OF THE CONTRACTOR TO DO SO SHALL NOT CONSTITUTE AN EXTRA COST TO THE CONTRACT.

GREASE WASTEGW

CW COLD WATER

THE PLUMBING CONTRACTOR SHALL COORDINATE WITH THE PLUMBING INSPECTOR FOR ALL PLUMBING INSPECTIONS

1/4" FOR PIPING UP TO 3". ALL VERTICAL SANITARY LINES & DRAIN LINES ASSOCIATED WITH ICE MAKERS, SODA DISPENSERS ETC

ALL SANITARY WASTE PIPING SHALL PITCH A MIN. OF 1/8" PER FT. FOR PIPING 4" & LARGER,

TO BE INSULATED, INSULATION AS SPECIFIED.

FCO

PLUMBING GENERAL LEGEND

CAPPED PIPE

UNION

FCO NEW FLUSH FLOOR CLEANOUT

NEW FLOOR DRAIN OR FLOOR SINK AS NOTEDFD or FS

NEW CONNECTION TO EXISTING PIPING

GREASE INTERCEPTOR AS INDICATED

NEW GREASE WASTE PIPING ABOVE FLOORGW GW

CW COLD WATER ABOVE FLOOR

CO END CLEANOUT ABOVE FLOOR

NEW SANITARY PIPING ABOVE THE FLOOR

NEW INDIRECT WASTE PIPING ABOVE FLOORIWIW

G

PIPE BREAK

GAS SHUT-OFF VALVE

NATURAL GAS PIPING ABOVE FLOORG

WATER SERVICE BALL VALVE

BUTTERFLY VALVE WITH MEMORY STOP

CHECK VALVE

SHOCK ABSORBER / WATER HAMMER ARRESTOR
A

SHUT-OFF VALVE & FLEXIBLE GAS CONNECTIONG

NEW VENT ABOVE FLOORV

HB HOSE BIBBHB

CO SENSOR
GAS DETECTION SYSTEM

140°F HOT WATER ABOVE FLOOR

140°F HOT WATER RETURN ABOVE FLOOR

HW

HWR

ELBOW DOWN OR DROP

PIPING UP THROUGH FLOOR ABOVE

PIPING DOWN THROUGH FLOOR

TP TRAP PRIMER PIPING ABOVE FLOORTP

DRAIN VALVE

SOLENOID VALVE

GI

CO PANEL

REDUCED PRESSURE ZONE ASSEMBLY (WATTS 009)

DOUBLE CHECK VALVE (WATTS 007)

RPZ

DCV

TEE DROP OR RISE

NEW SANITARY PIPING BELOW SLABS

S

NEW VENT BELOW FLOORV

NEW GREASE WASTE PIPING BELOW SLABGW GW

TP TRAP PRIMER PIPING BELOW SLABTP

DPH NOTES:

PRIOR TO THE COMMENCEMENT OF ANY PLUMBING WORK IN THE BUILDING, THE PLUMBING
CONTRACTOR SHALL PRESENT THE PLUMBING KITCHEN PLANS TO THE LOCAL HEALTH
INSPECTOR AND PLUMBING INSPECTOR WHO SHALL REVIEW AND APPROVE THE KITCHEN
PLUMBING PLANS FOR ALL PLUMBING CONNECTIONS AND PIPING SYSTEMS. WRITTEN
APPROVAL OF THE KITCHEN PLUMBING PLANS SHALL BE OBTAINED BY THE PLUMBING
CONTRACTOR FROM THE LOCAL HEALTH INSPECTOR AND PLUMBING INSPECTOR PRIOR
TO THE COMMENCEMENT OF ANY PLUMBING WORK IN THE BUILDING.

1.

PRIOR TO THE COMMENCEMENT OF ANY PLUMBING WORK IN THE BUILDING,
THE PLUMBING CONTRACTOR SHALL COORDINATE THE PLUMBING WORK
WITH THE EXISTING SANITARY AND DOMESTIC WATER PIPING IN THE
BUILDING.

2.

GREASE WASTE & TRAPGW&T

CTE

ETR EXISTING TO REMAIN CONNECT TO EXISTINGCTE

ETBR EXISTING TO BE REMOVED

ECO ECO NEW END CLEANOUT BELOW FLOOR

FURNISHED & INSTALLEDF&I

CWWV CLEAR WATER WASTE VENT
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TRAP PRIMER SCHEDULE

TAG DESIGNATION MANUFACTURER MODEL COMMENTS

TP-1 UNDER SINK TRAP PRIMER
PRECISION PLUMBING

PRODUCTS
PRO1-ULP500 MOUNT ON COLD WATER SUPPLY TO LAVATORY

TP-2 MECHANICAL TRAP PRIMER
PRECISION PLUMBING

PRODUCTS
PRO1-500 PROVIDE DISTRIBUTION UNIT AS NECESSARY

TP-3 MECHANICAL TRAP PRIMER
PRECISION PLUMBING

PRODUCTS
P2-500 -

PUMP SCHEDULE

TAG LOCATION MANUFACTURER MODEL TYPE
FLOW
(GPM)

HEAD
(FT)

ELECTRICAL

COMMENTS

VOLT HP PHASE hZ

HWCP
MAIN HW

CIRCULATION
GRUNDFOS MAGNA IN-LINE - - 115 1 1 60

DOMESTIC WATER RECIRCULATING WITH IMMERSION
AQUASTAT

ESP ELEVATOR SHAFT STANCOR
SE50 W/ OIL

MINDER
SUMP 50 - 115 1/2 1 60 DISCHARGE INDIRECTLY TO OIL INTERCEPTOR

THERMOSTATIC MIXING VALVE SCHEDULE

TAG LOCATION MANUFACTURER MODEL

MIN
OUTLET
FLOW
(GPM)

COMMENTS

TMV-1 MECHANICAL POWERS LFIS200 0.5 SET TO 140° FOR KITCHEN HOT WATER LOOP

TMV-2 MECHANICAL POWERS
LFIS200

(DUPLEX IN
PARALLEL)

0.5 SET TO 120° FOR DOMESTIC HOT WATER LOOP

TMV-2 MECHANICAL POWERS ETV400 3 SET TO 60° FOR SAFETY LOOP

TMV-3 HANDWASH SINKS
SYMMONS
MAXLINE

7-210 0.5 SET TO 110° AT ALL SINKS FOR HANDWASHING

NOTES:

ALL FLOOR DRAINS TO BE EQUIPPED WITH TRAP PRIMER UNLESS RECEIVING CONTINUOUS OR SEMI-CONTINUOUS FLOW FROM AN INDIRECT WASTE

FIXTURE. NOT ALL TRAP PRIMERS ARE SHOWN ON DRAWINGS.

NOTES

1. GREASE INTERCEPTOR TO BE COORDINATED & CONFIRMED TO FIT AT LOCATION SHOWN & MAKE ALL REQUIRED CONNECTIONS PRIOR TO PURCHASE. COORDINATE

WITH GENERAL CONTRACTOR.

INTERCEPTOR SCHEDULE

TAG SERVICE / LOCATION MANUFACTURER MODEL
FLOW RATE

(GPM)
INLET/OUTLET COMMENTS

GI-1 3BAY/DISHWASHING SCHIER GB3 75 4"/4" BELOW FLOOR - DISCHARGE TO KITCHEN WASTE

OI - WATTS OI 50 4"/4" BELOW FLOOR - DISCHARGE TO SANITARY

HOSE BIBB SCHEDULE

TAG LOCATION MANUFACTURER MODEL COMMENTS

HB-1 INTERIOR WOODFORD MODEL 84 -

DOMESTIC HOT WATER HEATING SYSTEM SCHEDULE

TAG LOCATION MANUFACTURER MODEL TYPE
LOAD
(MBH)

STORAGE
(GAL)

RECOVERY
(GPH @ 100F RISE)

ELECTRICAL

COMMENTS

VOLT PHASE hZ

HWH MECHANICAL ROOM PVI 800 L 250A-QW

INDIRECT
FIRED

STORAGE
TANK

800 250 380 120 1 60 -

HWT - - - - - - - - - - -

NOTES:

1. WATER SHALL BE PRODUCED AT 140°F

2. PROVIDE STARTUP BY FACTORY CERTIFIED TECHNICIAN AND STANDARD MANUFACTURERS WARRANTY.

3. WATER HEATER SHALL COME COMPLETE WITH TEMPERATURE AND PRESSURE RELIEF VALVE AND TANK DRAIN VALVE.

4. PROVIDE VACUUM BREAKER RELIEF VALVE(S) AS REQUIRED BY THE STATE PLUMBING CODE. INSTALL IN MULTIPLES IF REQUIRED.

5. ALL DOMESTIC WATER HEATING COMPONENTS SHALL COME ASME APPROVED.

PLUMBING FIXTURE SCHEDULE

TAG DESIGNATION

FIXTURE TRIM CONNECTIONS COMMENTS

MANUFACTURER MODEL MANUFACTURER MODEL
COLD

WATER
HOT

WATER
SANITARY VENT

WC-1 WATER CLOSET AMERICAN STANDARD AFWALL 3351101 SLOAN
SOLIS

8111 1.28 GPF
1" - 4" 2" 1.28 GPF

WC-2 ADA WATER CLOSET AMERICAN STANDARD AFWALL 3351101 SLOAN
SOLIS

8111 1.28 GPF
1" - 4" 2" 1.28 GPF

WC-3 WATER CLOSET AMERICAN STANDARD
BABY DEVORO

2315228
- - 1/2" - 4" 2" 1.28 GPF

UR-1 URINAL AMERICAN STANDARD
WASHBROOK

6515001
SLOAN

SOLIS
8186 0.125 GPF

1" - 2" 2" 0.125 GPF

UR-2 ADA URINAL AMERICAN STANDARD
WASHBROOK

6515001
SLOAN

SOLIS
8186 0.125 GPF

1" - 2" 2" 0.125 GPF

L-1 LAVATORY SLOAN DSG - 82000 SLOAN

(2) SLOAN SOLIS

EAF-275 0.5 GPM

(2) SLOAN SOLIS

ESD-2000

1/2" 1/2" 2" 2" 0.5 GPM

L-2 LAVATORY AMERICAN STANDARD
MURRO

0995.001EC
SLOAN

SOLIS
EAF-275 0.5GPM

1/2" 1/2" 2" 2" 0.5 GPM

L-3
LAVATORY

PREK - K CHILDREN
MOUNTED

AMERICAN STANDARD
MURRO

0995.001EC
SLOAN

SOLIS
EAF-275 0.5GPM

1/2" 1/2" 2" 2" 0.5 GPM

SH-1 SHOWER AMERICAN STANDARD 3838AMFCOL.218 SYMMONS C-96-500-B30-V-X-2GPM 1/2" 1/2" 2" 2" 1.5 GPM

SK-1 SINK ELKAY LRAD191855 CHICAGO FAUCET 116.223.AB.4 1/2" 1/2" 2" 2" 1.5 GPM

WH-1 WALL HYDRANT ZURN Z1305 - - 3/4" - - - -

MSB-1 MOP SINK FIAT MSBIDTG2424 - - 3/4" 3/4" 3" 2"

ES-1 EMERGENCY STATION GUARDIAN GBF2179 - - - - - -

DF-1 DRINKING FOUNTAIN ELKAY LZSTL8WSSP - - 1/2" - 2" 2"

NOTES:

1. PLUMBING CONTRACTOR SHALL COORDINATE ALL FIXTURE INSTALLATION DIMENSIONS WITH THE ARCHITECTURAL DETAILS ON THE ARCHITECTURAL DRAWINGS.

2. ALL PLUMBING FIXTURE, FAUCETS, AND FLUSH VALVES SHALL BE FIELD ADJUSTED TO ENSURE PROPER CODE COMPLIANT OPERATION FOR TEMPERATURE AND FLOW.

3. ALL HANDWASHING FIXTURES SHALL BE FIELD ADJUSTED TO LIMIT THE HOT WATER TEMPERATURE TO 110°F.

4. PROVIDE SERVICE STOPS FOR ALL FIXTURES. ALL EXPOSED WATER & WASTE PIPING ASSOCIATED WITH FIXTURES SHALL BE CHROME FINISH. PROVIDE ALL SUPPLIES, SERVICE STOPS, TAILPIECES, AND TRAPS FOR FIXTURES AS REQUIRED.

PROVIDE ALL FINAL CONNECTIONS.

5. PROVIDE CONCEALED WALL CARRIERS FOR ALL WALL MOUNTED FIXTURES. CARRIERS SHALL BE BY WADE.

DRAINAGE SCHEDULE

TAG DESIGNATION MANUFACTURER MODEL OUTLET COMMENTS

FD-A FLOOR DRAIN J.R. SMITH 2320Y-U NO HUB

DUCO CAST IRON BODY WITH FLASHING COLLAR,
ROUND TRACTOR GRATE TOP, NICKEL BRONZE, WITH
TRAP PRIMER CONNECTION. COORDINATE GRATE
OPENINGS AS REQUIRED.

FD-B FLOOR DRAIN J.R. SMITH 2010-B NO HUB
SQUARE NICKEL BRONZE TOP, FLASHING COLLAR,
VANDAL PROOF SCREWS.

RD-A ROOF DRAIN J.R. SMITH 1010 NO HUB
DUCO CAST IRON BODY WITH COMBINED FLASHING
CLAMP, ALUMINUM DOME, PIPE SIZE AS INDICATED ON
DRAWINGS.

NOTE:
1. PLUMBING CONTRACTOR SHALL COORDINATE ALL FLASHING REQUIREMENTS WITH THE GENERAL CONTRACTOR PRIOR TO PURCHASE OF ALL DRAINAGE PRODUCTS.

BACKFLOW PREVENTER SCHEDULE

TAG LOCATION SYSTEM MANUFACTURER MODEL SIZE COMMENTS

RPBP-1 MECHANICAL ROOM
INCOMING
SERVICE

WATTS LF909 6"
PROVIDE WITH STRAINER. MOUNT IN ACCORDANCE WITH
THE REQUIREMENTS OF THE LOCAL WATER AUTHORITY.

RPBP-2 MECHANICAL ROOM HVAC MAKEUP WATTS LF009 1"
PROVIDE WITH STRAINER. MOUNT IN ACCORDANCE WITH
THE REQUIREMENTS OF THE LOCAL WATER AUTHORITY.

RPBP-3 JANITOR'S CLOSET
DETERGENT
DISPENSER

WATTS LF009 1/2"
PROVIDE WITH STRAINER. MOUNT IN ACCORDANCE WITH
THE REQUIREMENTS OF THE LOCAL WATER AUTHORITY.

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

Pre
lim

inary

Not F
or

Constru
ctio

n

1
/2

4
/2

0
2

0
 1

1
:0

5
:5

2
 A

M
C

:\
U

s
e

rs
\n

k
im

\D
o
c
u

m
e
n

ts
\1

8
4

0
0
 M

E
P

_
n
k
im

.r
v
t

201601510015

P002

70 Winslow Ave.
Leicester, MA 01524

Schematic Design

02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

PLUMBING
SCHEDULES

Leicester Middle School



J

NOT TO SCALE

6

NOT TO SCALE

4

NOT TO SCALE

3

NOT TO SCALE

5

NOT TO SCALE

1

NOT TO SCALE

2

NOT TO SCALE

5

NOT TO SCALE

3

NOT TO SCALE

9

NOT TO SCALE

4

NOT TO SCALE

5

ELEVATOR PUMP & PIT SCHEDULE*
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INDIRECT WASTES FROM KITCHEN EQUIPMENT

ISLAND SINK VENT (BOW VENT) DETAIL

TYPICAL WATER FILTER DETAIL

BACKFLOW PREVENTION DEVICE INSTALLATION

DISHMACHINE PIPING SCHEMATIC

TRAP PRIMER AT FLOOR DRAIN

TRIPLE COMPARTMENT SINK - DRAINAGE

TRAP PRIMER & CONNECTION DETAIL

FREEZER / COOLER CONDENSATE DRAIN DETAIL

GARBAGE DISPOSAL & PRE-RINSE FAUCET INSTALLATION

ELEVATOR SUMP PUMP DETAIL

COORDINATE WITH
EQUIPMENT AND

COUNTERS

DRAIN AND TRAP BELOW
EQUIPMENT OR COUNTER. SIZE

SHALL BE AS REQUIRED BY
INDIVIDUAL EQUIPMENT

MANUFACTURERS
RECOMMENDATIONSFLOOR DRAIN OR FLOOR

SINK AS INDICATED ON
DRAWINGS

CUT DRAINS AT 45 DEGREE ANGLE TO PREVENT SPLASHING
(TYPICAL FOR ALL TERMINATIONS AT DRAINS)

AIR GAP

EQUIPMENT AS INDICATED ON DRAWINGS

DRAIN OUTLET FROM EQUIPMENT.
PLUMBING CONTRACTOR TO MAKE
FINAL CONNECTION

FLOOR MOUNTED PIPE SUPPORT

DRAIN TO SYSTEM AS INDICATED ON DRAWINGS

MECHANICAL JOINT CONNECTION OR NO-HUB COUPLING AS REQUIRED

NOTES:

1. EQUIPMENT DRAIN OUTLETS SHOWN ARE FOR GENERAL INFORMATION

ONLY. CONTRACTOR SHALL COORDINATE WITH ALL EQUIPMENT DRAIN

REQUIREMENTS AND PROVIDE PIPING AS NECESSARY

SINK AS INDICATED ON DRAWINGS

11/2"WASTE DRAIN PIPE

11/2"x2" 'P' TRAP

FINISHED FLOOR

CLEANOUT PLUG SET ABOVE FLOOR

CLEANOUT PLUG

2"BOW VENT ABOVE
FIXTURE OUTLET

2"VENT DOWN

2"WASTE DOWN

2"VENT
MECHANICAL JOINT COUPLING OR NO-HUB
COUPLING AS REQUIRED (TYPICAL)

TO DRAIN AS INDICATED ON DRAWINGS

VENT CONNECTION TO DRAIN BELOW FLOOR

2"VENT UP IN WALL

WALL

NOTES:

1. PRESSURE REDUCING VALVE SHALL BE CONBRACO # 1/2"

36C-U2S-LP-GC.

2. ENTIRE INSTALLATION SHOWN SHALL BE MOUNTED EXPOSED ON WALL

AND READILY ACCESSIBLE.

3. THE PLUMBING CONTRACTOR SHALL COORDINATE WITH THE EQUIPMENT

MANUFACTURER THAT FILTER IS SERVING TO ENSURE THAT THERE WILL

BE SUFFICIENT FLOW AND PRESSURE

4. THE BACKFLOW PREVENTER AT THE SODA DISPENSER SHALL BE

CONBRACO SERIES 4C-100 CARBONATED BEVERAGE BACKFLOW

PREVENTER

FILTER AND HOUSING FURNISHED BY
KITCHEN CONTRACTOR INSTALLED BY

PLUMBING CONTRACTOR

1/2"

BALL SHUT-OFF VALVE
(TYPICAL)

1/2"REDUCED PRESSURE BACKFLOW PREVENTER

SHALL BE CONBRACO # 40-203-A4. SEE NOTE 4

BELOW. PIPE DRAIN DISHCHARGE TO NEAREST

FLOOR DRAIN OR FLOOW SINK. EXACTL LOCATION

TO BE DETERMINED IN THE FIELD

PRESSURE REDUCING VALVE SET TO
EQUIPMENT BEING SERVED MANUFACTURERS

REQUIREMENTS

FULL LINE SIZED BYPASS
(NORMALLY CLOSED)

1/2"TO EQUIPMENT

AS INDICATED ON

PLANS

UNION
(TYPICAL)

3
6
"-
4
8
"

FLOOR

DRAIN VALVE

APPROVED REDUCED PRESSURE BACKFLOW
PREVENTER MOUNTED AS INDICATED ON
DRAWINGS
2"AIR GAP RECEIVER WITH DRAIN TO
BE PIPED TO FLOOR DRAIN AND
TERMINATE WITH AIR GAP.
COORDINATE IN FIELD.

VACUUM BREAKER BY APOLLO OR WATTS

DISHMACHINE BY KITCHEN CONTRACTOR

INDIRECT WASTE PIPE. SIZE AS
REQUIRED BY DISHMACHINE.

TERMINATE WITH AIR GAP AND 45
DEGREE ANGLE CUT TO AVOID

SPLASHINGFLOOR SINK AS INDICATED ON DRAWINGS

CAULK OUTLET TYPICAL WITH HUB CONNECTION

4"DRAIN AS SHOWN ON DRAWINGS

NOTES:

1. CONTRACTOR SHALL COORDINATE WITH DISHMACHINE MANUFACTURERS

RECOMMENDATIONS FOR ALL PIPING AND VALVE INSTALLATION REQUIREMENTS.

2. PRESSURE REDUCING VALVE SHALL BE 1" WILKINS 500YSBR

3. PIPING AND VALVES ASSOCIATED WITH THE HOT WATER BOOSTER MAY BE

OMITTED IF A HOT WATER BOOSTER IS NOT USED. PLUMBING CONTRACTOR

SHALL COORDINATE WITH THE KITCHEN CONTRACTOR FOR THE REQUIREMENT

OF THE HOT WATER BOOSTER

3/4"140°HW

3/4"180°HW

TEMPERATURE AND PRESSURE
RELIEF VALVE DRAIN FROM BOOSTER

HEATER SHALL BE RUN TO FLOOR
SINK AND TERMINATED WITH

APPROVED AIR GAP

CONNECT HOT WATER TO DISHMACHINE
PER MANUFACTURERS

RECOMMENDATION

3/4"140°HW

3/4"140°HW

PRESSURE GAUGE
(TYPICAL)

STRAINER

PRESSURE REDUCING VALVE SET TO
DISHMACHINE MANUFACTURERS
RECOMMENDATIONS.

SHUT-OFF VALVE
(TYPICAL)

3/4"140°HW

3/4"HW SUPPLY

SEE FLOOR PLANS FOR CONTINUATION

THERMOMETER

3/4"BY-PASS (NORMALLY CLOSED)

SHOCK ABSORBER BY WATTS

RPZ

THERMAL EXPANSION TANK

STRAINER

UNION (TYPICAL)

SHUT-OFF VALVE (TYPICAL)

3/4"HOSE END BALL

VALVE WITH VACUUM

BREAKER

POTABLE WATER
SEE FLOOR PLANS FOR SIZES

TO EQUIPMENT

MOUNT A MINIMUM OF 12" OFF WALL

NOTES:

1. AIR GAP AS NECESSARY FOR BACKFLOW PREVENTER TYPE.

2. IF EQUIPMENT IS SUPPLIED/PROVIDED WITH INTEGRAL BACKFLOW PREVENTION FROM THE

MANUFACTURER, THE INSTALLATION REQUIREMENT OF AN EXTERNAL BACKFLOW DEVICE MUST BE REVIEWED

WITH THE WATER AUTHORITY.

1/2"TPOUTLET TO SANITARY SYSTEM

'P' TRAP WITH 1/2"

PRIMER TAP. SEE

PLANS FOR SIZE

FINISHED FLOOR SLAB

FLOOR DRAIN (FD) AS INDICATED ON DRAWINGS
1/2"TRAP PRIMER

WATER TO BELOW

SLAB

CW DROP IN WALL

1/2"TRAP PRIMER VALVE WITH

INTEGRAL VACUUM BREAKER.MOUNT ON COLD WATER SUPPLY TO FIXTURE

SINK FIXTURE NEAREST
FLOOR DRAIN. SEE FLOOR
PLANS FOR FIXTURE TYPE

AND DESIGNATION

RUN IN PEX SLEEVE

OR AS DIRECTED
BY WATER

AUTHORITY

NOTE:
1. SINK BAYS SHALL BE LABELED WITH PROPER SIGNAGE PER 248 CMR
2. INSTALLATION SHOWN ABOVE IS GENERAL. INSTALL GREASE
INTERCEPTOR BENEATH SINK. COORDINATE LAYOUT IN FIELD TO FIT.
3. PROVIDE SIGNAGE FOR INTERCEPTOR MAINTENANCE PER 248 CMR.

THREE COMPARTMENT SINK FURNISHED BY
OTHERS AND INSTALLED BY PLUMBING

CONTRACTOR

2"DRAIN OUTLET
(TYPICAL)

2"WASTE PIPING

2"x2"x3" WYE FITTING

3"WASTE & TRAP

VENTED FLOW CONTROL DEVICE AS
RECOMMENDED BY THE GREASE INTERCEPTOR

MANUFACTURER
(MAY BE INTEGRAL TO INTERCEPTOR & NOT

REQUIRED)

2"VENT RISE IN WALL

1"VENT RISE IN WALL

1"VENT TURN INTO WALL

2"VENT TURN INTO WALL PROVIDE RISER CLEANOUT ABOVE FLOOR

2"VENT TURN INTO WALL

2"VENT RISE IN WALL

4"GREASE WASTE BELOW FLOOR
SEE FLOOR PLANS FOR CONTINUATION

GREASE INTERCEPTOR ON FLOOR

1/2"

1/2"

1/2"COPPER PIPE TRAP PRIMER WATER

PIPE IN PEX SLEEVE BELOW SLAB.

OUTLET/DRAIN COUNT AS SHOWN ON

PLANS

FLOOR DRAIN (SEE FLOOR PLANS)FINISHED FLOOR
SLAB

TP

SEE FLOOR PLANS

TP

TRAP PRIMER MOUNTED
ON WALL WITH

ENCLOSURE BOX

12" MIN

2" AIR GAP

45°

HEAT TRACE CABLEFREEZER / COOLER COIL

END CLEANOUT

UNION

PITCH 1/8" PER FT

1"

CORE DRILL COOLER WALL AND PROVIDE TIGHT,
INSULATED SEAL. THE PLUMBING CONTRACTOR

SHALL COORDINATE WITH THE COOLER
MANUFACTURER FOR CRITERIA FOR CORE

DRILLING AND SEALING AND SHALL INSURE THAT
THE COOLER WALL PENETRATIONS ARE MADE

AND SEALED IN STRICT ACCORDANCE WITH THE
COOLER MANUFACTURERS INSTRUCTIONS

COOLER FLOOR

COOLER WALL

HEAT TRACE SYSTEM JUNCTION BOX MOUNTED TO COOLER
WALL. THE JUNCTION BOX SHALL BE FURNISHED AND
INSTALLED BY THE PLUMBING CONTRACTOR. POWER FOR
THE HEAT TRACE SYSTEM TO THE JUNCTION BOX SHALL BE
BY THE ELECTRICAL CONTRACTOR

1"COPPER DRAIN LINE. HOLD AS
TIGHT TO CEILING AND AS TIGHT
TO WALLS AS POSSIBLE.
COORDINATE WITH COOLER /
FREEZER SHELVING

CUT END PIPE TO PREVENT SPLASHING

FINISHED FLOOR

FLOOR DRAIN AS INDICATED ON DRAWINGS
CONTINUE TO SANITARY SYSTEM
SEE FLOO RPLANS

PUSH ON JOINT CONNECTION OR NO-HUB AS REQUIRED

KEYED NOTES:

1. BODY WATER INLET TO BE CAPPED

2. PRESSURE REDUCING VALVE SET TO

DISPOSAL MANUFACTURERS

RECOMMENDATION

3. START-STOP SWITCH FURNISHED WITH

UNIT

4. BALL VALVE

5. SOLENOID VALVE FURNISHED WITH UNIT

6. MIXING TEE

7. VACUUM BREAKER - CONBRACO # 38-103

8. PRE-RINSE FAUCET FURNISHED &

INSTALLED BY KITCHEN CONTRACTOR

9. 3/4"COLD WATER SUPPLY

10. 3/4"HOT WATER SUPPLY

11. 2" 'P' TRAP

12. 2" WASTE DOWN. SEE PLANS FOR

CONTINUATION

13. 2"VENT TO ABOVE CEILING. SEE FLOOR

PLANS FOR CONTINUATION

14. 2"x2"x2" TEE-WYE

15. COLD WATER UNDER COUNTER TO

TROUGH RINSING CONNECTION IF REQUIRED

16. CHECK VALVE
GENERAL NOTES:

1. ALL SUPPLY PIPE TO 1/2" MINIMUM UNLESS OTHERWISE NOTED

2. PRESSURE REDUCING VALVE SHALL BE CONBRACO # 1/2" 36C-U2S-LP-GG

3. BALL VALVE, PRV, SOLENOID VALVE SHALL BE EXPOSED ON WALL BELOW

COUNTER

4. GARBAGE DISPOSAL SHALL BE FURNISHED AND INSTALLED BY KITCHEN

CONTRACTOR

5. VACUUM BREAKER (ITEM 7) SHALL BE INSTALLED 6" ABOVE FLOOD LEVEL

RIM OF GARBAGE DISPOSER SINK AND SHALL BE PROVIDED WITH ACCESS

PANEL.

MIN.
FLOW
(GPM)

HP**
(ESTIMATED)

SUMP PIT SIZE
(LxWxDEPTH)

NO. OF
ELEVATORS

1 50 1 24"x24"x24"D

2 100 2 24"x24"x36"D

3 150 3 24"x24"x36"D

4 200 5 24"x24"x36"D

5 250 7.5 24"x24"x36"D

6 300 7.5 24"x24"x36"D

ELEVATOR SUMP PUMP

BLEED HOLE, 3/16"∅

CHECK VALVE

OIL MINDER CONTROL SYSTEM WITH ALARMS, LIGHTS

& REMOTE MONITORING CIRCUIT, 115V, 1∅. SEE

DRAWINGS FOR PANEL LOCATION.

WATER TIGHT SLEEVE

ALL BURIED PUMP PRESSURE DISCHARGE PIPING

SHALL BE PROTECTED WITH TAPECOAT CT

CORROSION PROTECTION TAPE.

OIL MINDER POWER CORD (6 FT). PROVIDE

GROUNDED OUTLET.

HIGH LIQUID ALARM FLOAT WITH CLAMP DEVICE TO

MOUNT TO PUMP DISCHARGE PIPING.

PROVIDE CABLE LENGTHS AS REQUIRED FOR EACH

INSTALLATION. PROVIDE SLACK ROLLED AND

CLAMPED TO THE DISCHARGE PIPE TO ALLOW FOR

THE REMOVAL OF THE PUMP FROM THE PIT.

OIL MINDER CONNECTOR & CORD IN CONDUIT.

PROVIDE 200 FT OF WIRING.

JUNCTION BOX WITH DISCONNECT AND

CONNECTIONS FOR OIL MINDER WIRING.

PUMP CABLE, PROBE CABLE, HIGH WATER ALARM

CABLE, AND PUMP 'ON' CABLE (16 FT).

PUMP ON-OFF FLOAT

OPEN GRATING WITH ANGLE SUPPORTS BY

CONTRACTOR. PROVIDE CUT-OUTS IN GRATING FOR

PIPE AND CONDUIT ROUTING.

OIL MINDER POWER

SUMP PUMP POWER

WITH DISCONNECT

ELEVATOR PIT,

BY CONTRACTOR

1

1

2

3

2

3

4

5

4

7

6

7

65

8

8

9

9

UNION

*ASSUMES COMBINED HOISTWAY
**ESTIMATED HP, REFER TO SPECIFICATION

DISCHARGE
PIPE DIA.

2 1/2"

3"

4"

4"

6"

6"

11

10

10

11

SUMP PIT
BY CONTRACTOR12

12

13
13

14

14
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VBVB

PROVIDE RISER CLEANOUT ABOVE FLOOR

2"VENT TURN INTO WALL

2"VENT RISE IN WALL

4"GREASE WASTE BELOW FLOOR
SEE FLOOR PLANS FOR CONTINUATION

GREASE INTERCEPTOR BELOW
FLOOR WITH MANUFACTURER
PROVIDED RISER AND
CLAMPING COLLAR FOR
ACCESS TO BE FLUSH WITH
FINISH FLOOR

NOT TO SCALE

3

NOT TO SCALE

5

NOT TO SCALE

7

NOT TO SCALE

4

NOT TO SCALE

6

NOT TO SCALE

1

NOT TO SCALE

2

NOT TO SCALE

4

SEISMIC BRACING DETAILS

TRIPLE COMPARTMENT SINK - WATER

TRIPLE COMPARTMENT POT SINK

DISH/GLASS WASHER DETAIL

CENTRAL GREASE INTERCEPTOR DIAGRAM

DOMESTIC HOT WATER SYSTEM DETAIL

 WATER SERVICE ENTRANCE

DOMESTIC WATER METER ASSEMBLY DETAIL

LATERAL (TRANSVERSE) BRACE

LONGITUDINAL BRACE LONGITUDINAL/LATERAL BRACE

MAX.
3"

SUPPORT SECURED TO
DECK OR STRUCTURAL

STEEL

BRACKET SUPPORT

PIPE CLAMP

FIRE PROTECTION PIPING

SUPPORT SECURED TO
DECK OR STRUCTURAL

STEEL

BRACKET SUPPORT

PIPE CLAMP

FIRE PROTECTION PIPING

SUPPORT SECURED TO
DECK OR STRUCTURAL
STEEL

BRACKET SUPPORT

PIPE CLAMP

FIRE PROTECTION PIPING

NOTES:

1. ALL APPLICABLE PIPING SYSTEMS SHALL BE SEISMICALLY BRACED AND

INSTALLED PER APPLICABLE SECTIONS OF THE STATE BUILDING CODE,

LATEST ACCEPTED EDITION

2. SEISMIC BRACING SHALL BE BY TOLCO

PRE-RINSE FAUCET (FURNISHED BY KITCHEN
CONTRACTOR AND INSTALLED BY THE PLUMBING

CONTRACTOR)

3/4"CW & 140°HW DROPS

THREE COMPARTMENT SINK FURNISHED BY
KITCHEN CONTRACTOR AND INSTALLED BY
PLUMBING CONTRACTOR

FAUCETS FURNISHED BY KITCHEN CONTRACTOR
AND INSTALLED BY PLUMBING CONTRACTOR

BAL SHUT-OFF VALVE
(TYPICAL)

3/4"

WATTS 009 RPZ

NOTE:
TRIPLE POT SINK BAYS & INTERCEPTOR SHALL BE LABELED WITH PROPER SIGNAGE PER GOVERNING CODE

THREE COMPARTMENT SINK FURNISHED BY
KITCHEN CONTRACTOR AND INSTALLED BY

PLUMBING CONTRACTOR

2"DRAIN OUTLET
(TYPICAL)

2"WASTE PIPING

2"x2"x3" WYE FITTING

3"WASTE & TRAP

VENTED FLOW CONTROL DEVICE AS
RECOMMENDED BY THE GREASE
INTERCEPTOR MANUFACTURER

1"VENT RISE IN WALL

2"VENT RISE IN WALL

2"VENT TURN INTO WALL

1"VENT TURN INTO WALL

2"V RISE1"V UNDER COUNTER OR PIPED
WITHIN BAR DIE TO ADJACENT

WALL
2"V UNDER COUNTER OR PIPED
WITH IN BAR DIE TO ADJACENT

WALL

GLASSWASHER OR DISHWASHER
WITH PUMPED DISCHARGE &

INTEGRAL AIR GAP

EQUIPMENT DRAIN OUTLET

TERMINATE HARD PIPED. PROVIDE NECESSARY FITTINGS

2" RECEIVER

2"P-TRAP WITH CLEANOUT PLUG

2"V CONNECTION

VENTED FLOW CONTROL DEVICE
BY GREASE INTERCEPTOR

MANUFACTURER

GREASE INTERCEPTOR
SEE SCHEDULE AND FLOOR PLAN

CLEANOUT ABOVE FLOOR

4"GREASE WASTE SYSTEM BELOW FLOOR

NOTES :

1. PROVIDE SIGNAGE NEAR GREASE INTERCEPTORS AS REQUIRED PER MASSACHUSETTS STATE PLUMBING 248CMR

10.09 (2)(m)3.

2. GREASE INTERCEPTOR SHALL BE SUPPORTED FROM EXISTING STRUCTURE. FINAL LOCATION SHALL BE

DETERMINED IN THE FIELD. COORDINATE SUPPORT WITH GENERAL CONTRACTOR

INLET

PROVIDE RISER/EXTENSION  BY
INTERCEPTOR MANUFACTURER AS

REQUIRED.

INCLUDED COVER

OUTLET VENT

OUTLET

ANCHOR HOOK (TYPICAL)

ANCHOR STRAP (TYPICAL)

SUPPORT PLATE

SECURE TO SLAB OR STRUCTURE

NOTES:

1. THERMAL FLOW CHECK STOP VALVE IS A STANDARD SWING CHECK VALVE WITH AN 1/8" HOLE DRILLED IN THE

FLAPPER

2. INSTALLATION OF VALVES, PIPING, PUMPS, ETC. SHALL BE IN STRICT ACCORDANCE WITH THE MANUFACTURERS

INSTRUCTIONS AND MAY VARY FROM THE DETAIL ABOVE. THE PLUMBING CONTRACTOR SHALL COORDINATE WITH

THE WATER HEATER MANUFACTURER FOR ALL INSTALLATION REQUIREMENTS.

3. BOILERS & HOT WATER HEATERS TO BE FURNISHED AND INSTALLED BY PLUMBING CONTRACTOR.

4. THE DETAIL IS INTENDED TO SHOW A TYPICAL DESIGN INTENT FOR A HOT WATER HEATING SYSTEM USING

MULTIPLE STORAGE TANKS AND BOILERS. ACTUAL INSTALLATION MAY VARY FROM ABOVE WHEN INSTALLED PER

MANUFACTURERS INSTRUCTION. CONTRACTOR TO MAKE NECESSARY ALTERATIONS IN FIELD AND ADJUST PIPING

CONFIGURATION AS NEED WITH EACH INSTALLATION.

5. ALL PIPES FITTINGS, VALVES ETC BETWEEN THE WATER HEATERS MUST BE EXACT EQUAL DISTANCES WITH EQUAL

LENGTH AND QUANTITIES OF PIPE, EQUAL FITTINGS AND LOCATIONS AND IDENTICAL INSTALLATION AT EACH WATER

TANK.

TANK THERMOSTAT WIRED TO PUMP (TYP)

CW FROM SYSTEM

HW TO SYSTEM

HWR FROM SYSTEM

TEMPERATURE GAUGE

IMMERSION AQUASTAT (WIRE TO HWCP)

BALL VALVE (TYPICAL)
UNION (TYPICAL)

CIRCULATION PUMP (HWCP)

CHECK VALVE (TYPICAL)

21/2"

21/2"

1"

FLUE TO LL CONNECTION

(2) 4" INDIVIDUAL INTAKES TO MECH
ROOM WALL

BACKDRAFT DAMPER
W/DRAIN INSTALLED ON

AL429C PIPING

TEE-WYE FITTING

TEE-WYE FITTING

EXPANSION TANK BY BELL &
GOSSETT MODEL D-20V

BELL & GOSSETT
ECOCIRC XL MODEL
20-140 (TYP)

BELL &
GOSSETT
ECOCIRC
MODEL XL
36-45 (TYP)

BELL &
GOSSETT
ENHANCED AIR
SEPARATOR
MODEL
EASB-JR

HWT AS SCHEDULED

BALL VALVE (TYP)

VACUUM BREAKER (TYP)

TEMPERATURE GAUGE (TYP)

21/2"CW SUPPLY PIPING (TYP)

3/4"RETURN PIPING (TYP)

21/2" 140°HW OUTLET

(TYP)T&P VALVE (TYP)

BOILERS AS SCHEDULED (TYP)

21/2"HW INTLET (TYP)

1"HWR OUTLET (TYP)

MAKE-UP WATER RPZ

3/4"

12"

18"

THRUST BLOCK AT EACH CHANGE IN DIRECTION
SEE CIVIL DRAWINGS FOR ADDITIONAL INFORMATION

HDPE SERVICE PIPING

WATER MAIN SIZE AS INDICATED ON DRAWINGS

FINISHED FLOOR

WATERTIGHT SLEEVE, SEE MECHANICAL DRAWINGS

EXTERIOR BUILDING WALL

GRADE

EXTERIOR FOUNDATION WALL

WALL FOOTING

SEE STRUCTURAL DRAWINGS FOR CROSSING AT FOOTINGS

PIPE SUPPORT STANCHION

WATER ROOM FLOOR

LINE SIZE SHUT-OFF VALVE INTEGRAL WITH BACKFLOW PREVENTER

LINE SIZE STRAINER INTEGRAL WITH BACKFLOW PREVENTER

MAINTAIN MINIMUM 24" CLEARANCE ABOVE DEVICE

DOMESTIC WATER SERVICE TO BUILDING
SEE FLOOR PLAN FOR SIZE

MAINTAIN MINIMUM 12" CLEARANCE ABOVE ALL VALVES

BACKFLOW PREVENTER DEVICE
INSTALLATION HEIGHT SHALL BE
BETWEEN 2'-6" MINIMUM & 5'-0"
MAXIMUM ABOVE FLOOR

GATE SHUT-OFF VALVE
(TYPICAL)

1"DRAIN VALVE WITH 3/4"HOSE END THREAD VACUUM BREAKER

DOUBLE CHECK VALVE BACKFLOW

PREVENTER BY WATTS WITH INTEGRAL

STRAINER AND SHUT OFFS

NOTES:

1. THE BACKFLOW PREVENTER SHALL BE FURNISHED AND INSTALLED BY THE PLUMBING CONTRACTOR AND SHALL BE

APPROVED BY THE WATER DEPARTMENT PRIOR TO PURCHASE AND INSTALLATION. THE PLUMBING CONTRACTOR SHALL

SUBMIT BACKFLOW PREVENTER WITH VALVE AND STRAINER MANUFACTURER CUT SHEETS TO THE WATER DEPARTMENT

FOR APPROVAL PRIOR TO PURCHASE.

2. THE PLUMBING CONTRACTOR SHALL PROVIDE PRESSURE REDUCING VALVE TO LIMIT INCOMING WATER PRESSURE TO

DESIRED PRESSURE AS RECOMMENDED BY EQUIPMENT MANUFACTURERS FOR PROPER OPERATION AND FUNCTION.

INCOMING SITE PRESSURE IS ±130 PSI

FROM WATER SERVICE SEE DETAIL

5'
-
0"
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140

Lower School
Music Classroom

141

Chorus Room

131

Substantially
Separate

Classroom

130

Kindergarten
Classroom 129

Kindergarten
Classroom

132

Pre-K Classroom

133

Pre-K Classroom

128

Kindergarten
Classroom

134

Kindergarten
Classroom 138

Girls

143

Ens.

137

Boys

144

Ens.

123

Vestibule

139

Elec.

001

Stair 2

118

Mechanical

120

Kitchen

121

Boys

126

Staff Restroom

125

Trash/Recieving

134A

Toilet

002

Stair 4

122

Girls

142

Ens.

119

Machine Room

124

Corridor

128A

Toilet

129A

Toilet

130A

Toilet

131A

Toilet

132A

Toilet

133A

Toilet

135

Telecom

136

Emergency
127

Corridor

131B

De-Escalation
Space

6"SANITARY
10'-0" LPC

REFER TO SITE UTILITY PLAN FOR CONTINUATION

8"RAIN WATER LEADER TO WATER FEATURE
10'-0" LPC
REFER TO SITE UTILITY PLAN FOR CONTINUATION

4"S UP

4"S UP
4"S UP

4"S UP

8"RWL UP

4"S UP

4"S UP

4"S UP

4"S UP

3"W UP

3"W UP

3"W UP

PROVIDE ELEVATOR SUMP PUMP
50 GPM, WITH OIL SENSOR
PUMP DISCHARGE SPILL TO OED

PROVIDE 50 GPM OIL 
INTERCEPTOR FOR ELEVATOR 

SUMP PUMP DISCHARGE
INTERCEPTOR SHALL DISCHARGE 

TO SANITARY

PROVIDE OED 
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CONTROL SCHEMATIC LEGEND

VARIABLE FREQUENCY DRIVEVFD

WH

WB WET BULB TEMPERATURE (°F)
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VB VACUUM BREAKER
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VAV
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EXPANSION TANK

EXHAUST AIR REGISTERER

ET

ELECTRIC UNIT HEATEREUH

ETBR

ETR
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FINS PER INCHFPI

FULL LOAD AMPSFLA

FA

EXH

EX. EXISTING

EXHAUST

FREE AREA

HOOD EXHAUST

GALLONS PER MINUTE

GENERAL EXHAUST

GENERAL CONTRACTORGC

GE

HE

GPM

HP HORSE POWER

KILOWATTSKW

ID

KE

IN
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INCHES

INSIDE DIAMETER

KITCHEN EXHAUST

LD

MBH

LWT

LAT LEAVING AIR TEMPERATURE
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FEET

COMBINATION FIRE AND SMOKE DAMPER
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FT

FSD

GAL GALLONS
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PRESSURE DROP

PSI

PD

RA RETURN AIR

RM

RG RETURN AIR GRILLE

ROOM

PLUMBING CONTRACTOR

OUTSIDE DIAMETER

OPPOSED BLADE DAMPEROBD

OD

PC

NC NORMALLY CLOSED

OUTSIDE AIR TEMPERATUREOAT

NTS

OA

NO

NIC NOT IN CONTRACT

NORMALLY OPEN

NOT TO SCALE

OUTSIDE AIR

STATIC PRESSURESP

SPD SPEED

SS

SR SUPPLY AIR REGISTER

STAINLESS STEEL

SUPPLY AIR

RETURN AIR REGISTER

SA

RR

SAT SUPPLY AIR TEMPERATURE

EACHEA.

DRAWINGDWG

ENERGY MANAGEMENT SYSTEM

EXHAUST AIR GRILLEEG

EMS

ENTERING AIR TEMPERATURE

EXHAUST AIREA

EAT

DIGITAL OUTPUTDO

DIA.

DN

DDC

DB DRY BULB TEMPERATURE (°F)

DIRECT DIGITAL CONTROL

DIAMETER

DOWN

COMBUSTION AIRCA

CONTROL VALVE

CURRENT TRANSFORMERCT

CV

CONTR CONTRACTOR

CONNECT

CLEAN OUT

CUBIC FEET PER MINUTE

CEILING DIFFUSERCD

CFM

CONN.

CO

CAP

CAS

CAR

CAPACITY

COMBUSTION AIR RELIEF

COMBUSTION AIR SUPPLY

BRITISH THERMAL UNIT PER HOUR

BRITISH THERMAL UNIT

BOTTOM OF DUCTBOD

BTUH

BTU

C CLOSED

AUTOMATIC TEMPERATURE CONTROLATC

AP

ARCH.

AFF

AD ACCESS DOOR

ABOVE FINISHED FLOOR

ACCESS PANEL

ARCHITECT

WFS WATER FLOW STATION

UNIT VENTILATORUV

UH UNIT HEATER

VI

V VARIABLE AIR VOLUME BOX

VIBRATION ISOLATION

RTU ROOFTOP UNIT

SA SOUND ATTENUATOR

PUMPP

RH/IH RELIEF HOOD/INTAKE HOOD

GAS FIRED MAKE-UP AIR UNIT

LOUVERLU

MUA

HEAT EXCHANGERHX

HP WATER SOURCE HEAT PUMP

H HUMIDIFIER

FIN TUBE RADIATION

FAN POWERED AIR TERMINALFP

FTR

FCU FAN COIL UNIT

EB ELECTRIC BASEBOARD

EXHAUST HOODEH

F

FB

FAN (GENERIC)

FILTER BOX

DRY COOLERDC

DH DUCT HEATING COIL

BOILER

AIR COOLED REFRIGERANT CONDENSER

AIR HANDLING UNITAHU

B

ARC

CONVECTORCV

CT

CUH

CH CHILLER

COOLING TOWER

CABINET UNIT HEATER (STEAM OR WATER)

AIR FLOW STATION

AIR COOLED CONDENSING UNITACCU

AFS

REVISION CLOUD

CAP EXISTING

CONNECT TO EXISTING

DRAWING REVISION NOTE

DRAWING WORK NOTE

DRAWING WORK NOTE

DRAWING WORK NOTE

EQUIPMENT DESIGNATIONACCU-1

EQUIPMENT TAGS

COMPUTER ROOM AIR CONDITIONING UNITAC

AAV AUTOMATIC AIR VENT

ABBREVIATIONSDRAWING NOTES

U UNDERCUT DOORWAY (BY G.C.)

DUCT SMOKE DETECTOR

TEMPERATURE SENSOR

HUMIDITY SENSOR

TIME CLOCK CONTROLLER

SWITCH CONTROLLER

HEAT/COOL THERMOSTAT

CONTROL LINE

SUPPLY AIR

RETURN OR EXHAUST AIR

SUPPLY AIR DIFFUSER 2-WAY BLOW

SUPPLY AIR DIFFUSER 3-WAY BLOW

SUPPLY AIR DIFFUSER 4-WAY BLOW

SUPPLY DIFFUSER

SUPPLY DIFFUSER OR REGISTER BELOW DUCT

RETURN GRILLE

RETURN REGISTER OR GRILLE BELOW DUCT

FD FIRE DAMPER

S

M

SMOKE DAMPER

MOTORIZED OR AUTOMATIC CONTROL DAMPER

BACK DRAFT DAMPER

VOLUME DAMPER

ACOUSTICALLY LINED DUCTWORK - SINGLE LINE

DUCTWORK TRANSITION  - SINGLE LINE

FLEXIBLE DUCTWORK - SINGLE LINE (MAX. LENGTH 5'-0")
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ROUND DUCTWORK UP - SINGLE LINE

RECTANGULAR RETURN/EXHAUST DUCTWORK DOWN - SINGLE LINE

EXISTING DUCTWORK - SINGLE LINE

EXISTING DUCTWORK TO BE REMOVED - SINGLE LINE

UP

NEW RETURN/EXHAUST DUCTWORK - SINGLE LINE

NEW SUPPLY DUCTWORK - SINGLE LINE

CHANGE OF ELEVATION DOWN IN DIRECTION OF AIRFLOW

CHANGE OF ELEVATION UP IN DIRECTION OF AIRFLOW

RECTANGULAR TO ROUND DUCTWORK TRANSITION

MITERED ELBOW WITH TURNING VANES

RECTANGULAR TRANSITION

FLEXIBLE CONNECTION

EX. 12"x8"

12"Ø

12"x8"

DUCTWORK LEGEND

AIR DEVICE LEGEND

RECTANGULAR RETURN/EXHAUST DUCTWORK DOWN

ROUND DUCTWORK UP

ROUND DUCTWORK DOWN

BEAM PENETRATION BY DUCTWORK

CAPPED DUCTWORK

ACOUSTICALLY LINED DUCTWORK

RECTANGULAR RETURN/EXHAUST DUCTWORK UP

RECTANGULAR SUPPLY DUCTWORK DOWN

RECTANGULAR SUPPLY DUCTWORK UP

EXISTING DUCTWORK TO BE REMOVED

EXISTING DUCTWORK

ROUND DUCTWORK - DIMENSION IS DUCT DIAMETER (IN.)

RECTANGULAR DUCTWORK - FIRST DIMENSION IS SIDE SHOWN (IN.)

GV GATE VALVE

GLV GLOBE VALVE

BLV BALL VALVE

BFV BUTTERFLY VALVE

DV DRAIN VALVE

SCV SWING CHECK VALVE

LCV LIFT CHECK VALVE

BALANCE COCKBC

BV BALANCE VALVE

PRV PRESSURE REDUCING VALVE

TWO WAY AUTOMATIC CONTROL VALVEACV

ACV THREE WAY AUTOMATIC CONTROL VALVE

SC SELF CONTAINED CONTROL VALVE

UNION

FLG FLANGE

PLS PIPE LINE STRAINER

BASKET STRAINERBKS

CONCENTRIC REDUCER (ENLARGER)CRD

ECCENTRIC REDUCER (ENLARGER)ERD

PRESSURE GAUGEPG

FLOW SWITCHFSW

AUTOMATIC AIR VENTAAV

MANUAL AIR VENTMAV

FLOW MEASURE STATIONFMS

PIPE ANCHORAN

PIPE GUIDEGD

EXPANSION COMPENSATOREC

PIPE FLEXIBLE CONNECTIONPFC

RV RELIEF VALVE

TRM THERMOMETER

VALVE LEGEND

PIPING LEGEND

TS

H

C

S

T

DRAINDR

FLOOR DRAINFLD

FRESH AIR INTAKEFAI

DOOR LOUVER (BY G.C.)DL

REVERSE ACTING THERMOSTATT R

HOT/CHILLED WATER RETURNHCRHCR

HCS HOT/CHILLED WATER SUPPLYHCS

V

FOV

V

FOV

FOS

FORFOR

FOS

STUB UP TO TERMINAL

PIPE DOWN

PIPE UP

BRANCH CONNECTION (DIRECTION TO BE FIELD DETERMINED)

RUN-OUT OFF BOTTOM

RUN-OUT OFF TOP

PIPE OFF TOP

PIPE OFF BOTTOM

DIRECTION OF FLOW

PIPING TO BE REMOVED

EXISTING PIPING TO REMAIN

PIPE BREAK

FUEL OIL RETURN

CF

PC PUMPED CONDENSATE

FUEL OIL SUPPLY

CHEMICAL FEEDCF

FUEL OIL VENT

VENT

LPS LOW PRESSURE STEAMLPS

LPC LPC LOW PRESSURE STEAM CONDENSATE

MPS MPS MEDIUM PRESSURE STEAM

MPC MEDIUM PRESSURE STEAM CONDENSATEMPC

HPS HPS HIGH PRESSURE STEAM

HPC HPC HIGH PRESSURE STEAM CONDENSATE

HWS HWS HOT WATER SUPPLY

MUW MAKE UP WATER

D D A.C. CONDENSATE DRAIN

RHG RHG REFRIGERANT HOT GAS

RL RL REFRIGERANT LIQUID

RS RS REFRIGERANT SUCTION

GRGR GLYCOL RETURN

GS GS GLYCOL SUPPLY

CWR CWR CONDENSER WATER RETURN

CWS CWS CONDENSER WATER SUPPLY

CHR CHR CHILLED WATER RETURN

CHS CHS CHILLED WATER SUPPLY

HWR HWR HOT WATER RETURN

SD-?-2B

SD-?-3

SD-?-4

RG

RG

SD/R

SD

DSD

E1

FILTER GAUGE

VARIABLE FREQUENCY DRIVE

AIR FLOW MEASURING STATION

ENTHALPY CONTROL

F FLOW RATE SENSOR

DIFFERENTIAL PRESSURE SENSOR

HIGH HUMIDITY LIMIT SWITCH

HIGH STATIC PRESSURE SWITCH, MANUAL RESET

LOW STATIC PRESSURE SWITCH, MANUAL RESET

HHL

SPH

SPL

DPS

VFD

TS1 TEMPERATURE SENSOR

AFS-

HS1 HUMIDITY SENSOR

FZ FREEZESTAT

CAPILLARY TUBE

CO SENSORCO

CO2 CO2 SENSOR

FLOW SWITCHFS1

HIGH LIMIT THERMOSTATHLT

DPS DIFFERENTIAL PRESSURE SWITCH

STATIC PRESSURE SENSORSP1

DAMPERS

F FREEZE STAT

AIR COOLED CONDENSERACC

AIR SEPARATORAS

COOLING COILCC

CONTROL PANELCP

DESTRATIFICATION FANDSF

ELECTRICAL CONTRACTOREC

ECU EVAPORATIVE CONDENSING UNIT

EXHAUST FANEF

EXHAUST ROOF VENTERV

EXTERNAL STATIC PRESSUREESP

ENTERING WATER TEMPERATUREEWT

GAS FIRED UNIT HEATERGUH

HEATING COILHC

HOOD EXHAUST FANHEF

HOOD SUPPLY FANHSF

INTAKE HOODIH

ROOF EXHAUST FANREF

RETURN FANRF

SQUARE FEETSF

WM WIRE MESH SCREEN

ABBREVIATIONS

GENERAL NOTES

EL EXPANSION LOOP

ACD

SD

BD

VD

FD

CP CONDENSATE PUMP

EVAPORATIVE COOLEREC

DRAIN PIPE PITCH AND FLOW

1/2" WIRE MESH SCREEN (ON OPEN END DUCT)

PRESSURE/TEMPERATURE PLUGPT

PIPE CAP

STRAINER WITH DRAIN VALVE AND CAP

NORMALLY OPEN CONTACT

NORMALLY CLOSED CONTACT

DPS DIFFERENTIAL PRESSURE SENSOR

DIFFERENTIAL PRESSURE SENSORDPS

LIMIT OF DEMOLITION

BD

FS FIRE & SMOKE DAMPERFS

IS ISOLATION VALVE REFER TO DETAILS AND SPEC.

SUPPLY AIR DIFFUSER 2-WAY BLOWSD-?-2A

EXHAUST REGISTER OR GRILLEEG

EXHAUST REGISTER OR GRILLE BELOW DUCTEG

EXHAUST GRILLEEG

RG RETURN GRILLE

SD SUPPLY DIFFUSER

SR SUPPLY REGISTER

EXHAUST REGISTERER

RR RETURN REGISTER

SG SUPPLY GRILLE

SIDEWALL SUPPLY REGISTERSG

EG/RG SIDEWALL EXHAUST/RETURN REGISTER

HOSE END DRAIN VALVE

MANUAL AIR VENT

TRIPLE DUTY VALVE

QUANTITY

NECK SIZE OR LENGTH IF LINEAR DIFFUSER

AIR VOLUME (CFM)

10"∅, 12"x12" SG-A, RG-A or EG-A

200 CFM
(TYP. OF 3)

SUPPLY/RETURN/EXHAUST REGISTER OR GRILLE

QUANTITY

NECK SIZE OR LENGTH IF LINEAR DIFFUSER

AIR VOLUME (CFM)

12"x12", SD
200 CFM
(TYP. OF 3)

SUPPLY DIFFUSER DESIGNATION

1. MECHANICAL WORK INDICATED IS DIAGRAMMATIC. EXACT LOCATIONS OF ALL COMPONENTS ARE TO BE DETERMINED IN THE FIELD 
(SPACING SUBJECT TO ARCHITECT'S REVIEW AND APPROVAL) TO AVOID CONFLICT WITH OTHER TRADES AND EXISTING SITE CONDITIONS.

2. THE CONTRACTOR SHALL VISIT AND CAREFULLY EXAMINE THE SITE TO IDENTIFY EXISTING CONDITIONS AND DIFFICULTIES THAT WILL 
AFFECT THE WORK OF THIS SECTION.  REPORT IN WRITING TO THE ARCHITECT CONDITIONS WHICH MIGHT ADVERSELY AFFECT WORK. 
NO EXTRA PAYMENT WILL BE PROVIDED FOR ADDITIONAL WORK CAUSED BY UNFAMILIARITY WITH SITE CONDITIONS THAT ARE VISIBLE 
OR READILY CONSTRUED BY AN EXPERIENCED OBSERVER.

3. WORK REQUIRING INTERRUPTION OF BUILDING SERVICES SHALL BE CAREFULLY REVIEWED AND COORDINATED WITH THE OWNER TO 
MINIMIZE FREQUENCY AND DURATION OF SERVICE INTERRUPTIONS.

4. REFER TO ARCHITECTURAL PLANS FOR EXACT LOCATION OF CEILING GRID, DIFFUSERS, AND GRILLES.

5. ALL INSTALLATIONS SHALL PERMIT AND PROVIDE ACCESSIBILITY FOR SERVICE AND REPLACEMENT OF ALL NEW EQUIPMENT AND EXISTING 
EQUIPMENT IMPACTED BY THIS WORK.

6. COORDINATE ALL OPENINGS IN FLOORS WITH STRUCTURAL DRAWINGS AND GENERAL CONTRACTOR.

7. COORDINATE ALL ROOF OPENINGS WITH ARCHITECT AND STRUCTURAL ENGINEER.

8. REFER TO STRUCTURAL FRAMING PLANS FOR EXACT LOCATION OF ALL ROOF MOUNTED EQUIPMENT.

9. ALL MECHANICAL EQUIPMENT, PIPING, AND DUCTWORK SHALL BE INSTALLED IN ACCORDANCE WITH THE REQUIREMENTS OF GOVERNING 
LOCAL, STATE, AND FEDERAL SEISMIC CODES. PARTICULAR ATTENTION SHALL BE MADE TO VIBRATION ISOLATION, ANCHORING, AND 
BALANCING REQUIREMENTS.

10. PROVIDE SMOKE DETECTORS AND SMOKE DAMPERS WHERE SHOWN ON THE MECHANICAL DRAWINGS. COORDINATE THE QUANTITY AND 
EXACT LOCATION WITH ACTUAL SHEET METAL SHOP DRAWINGS, TO BE PRODUCED BY MECHANICAL CONTRACTOR, AND APPROVED BY 
ENGINEER. PROVIDE SMOKE DETECTORS AND SMOKE DAMPERS IN BOTH SUPPLY AND RETURN DUCTS ON ALL AIR HANDLERS AS SHOWN 
IN MECHANICAL DRAWINGS.

11. ALL DUCTWORK SHALL BE INSTALLED IN ACCORDANCE WITH CODES AND STANDARDS SET FORTH IN NFPA, SMACNA, AND ASHRAE FOR 
MEDIUM AND LOW PRESSURE DUCTWORK SYSTEMS.

12. ALL EXPOSED DUCTWORK SHALL BE PAINTED TO MATCH CEILING.  REFER TO ARCHITECTURAL DRAWINGS.

13. PROVIDE MANUAL VOLUME DAMPERS AT ALL BRANCH DUCTS FOR AIR BALANCING.

14. ALL SHEET METAL PLENUMS AT OUTSIDE AIR LOUVERS SHALL BE INSULATED WITH RIGID INSULATION, AS PER
SPECIFICATION.

15. RUN-OUTS TO RETURN AND EXHAUST REGISTERS, OR GRILLES ABOVE GYP BOARD CEILINGS, SHALL BE RIGID DUCTED. NO FLEXIBLE 
DUCT WORK SHALL BE ALLOWED ON RETURN OR EXHAUST REGISTERS.

16. ALL DUCTS, PIPES, AND EQUIPMENT SHALL BE INDEPENDENTLY SUPPORTED FROM THE BUILDING STRUCTURE WITH PROPER ALLOWANCES 
FOR CONTRACTION, EXPANSION, AND VIBRATION ELIMINATION.

17. PROVIDE COPPER 1" RUN-OUTS TO HOT WATER REHEAT COILS, CABINET HEATERS AND UNIT HEATERS UNLESS NOTED OTHERWISE.

18. PROVIDE SWING JOINTS AT ALL BRANCH CONNECTIONS TO HYDRONIC EQUIPMENT.

19. ROOM THERMOSTATS SHALL BE MOUNTED 4'-6" ABOVE FINISHED FLOOR UNLESS OTHERWISE SHOWN OR DIRECTED.

20. COORDINATE EXACT LOCATION OF UNIT HEATERS WITHIN ELECTRIC ROOMS WITH ELECTRICAL CONTRACTOR.

21. REFER TO SPECIFICATIONS FOR TYPE OF VALVE TO BE USED. VALVES ARE SHOWN ON PLANS FOR PLACEMENT ONLY.

22. ALL DUCT DIMENSIONS SHOWN ARE INSIDE CLEAR FREE AREA REQUIRED.

23. ALL DIFFUSER, REGISTER, AND GRILLE SIZES INDICATED ON FLOOR PLANS ARE NECK SIZE REQUIRED.

24. ALL PIPING IS TO BE SLOPED A MINIMUM OF 1/4" PER HUNDRED FEET IN THE DIRECTION OF DRAINAGE.

25. NOT ALL SYMBOLS OR ABBREVIATIONS ARE USED ON THIS PROJECT.

26. COORDINATE ENTIRE INSTALLATION WITH THE WORK OF ALL OTHER TRADES PRIOR TO ANY FABRICATION OR INSTALLATIONS.

27. OBTAIN ALL REQUIRED PERMITS AND PAY ALL FEES RELATED TO SAME.

28. ALL PIPING AND DUCTWORK SHOWN IS DIAGRAMMATIC ONLY.  DETERMINE THE EXACT LOCATION IN THE FIELD.

29. REVIEW ALL ARCHITECTURAL, STRUCTURAL, PLUMBING, ELECTRICAL, FIRE PROTECTION AND SITE DRAWINGS BEFORE STARTING ANY 
WORK TO BECOME FAMILIAR WITH THE DETAILS OF CONSTRUCTION, AND COORDINATE WITH OTHER TRADES.

30. OBTAIN ALL REQUIRED PERMITS AND PAY ALL FEES RELATED TO SAME.

31. PROVIDE ALL NECESSARY PIPING, EQUIPMENT AND SUPPORTS AS WELL AS ANY ADDITIONAL EQUIPMENT, ETC. NOT SHOWN ON THE 
DRAWINGS OR CALLED FOR IN THE SPECIFICATIONS BUT NECESSARY TO PROVIDE COMPLETE AND WORKABLE SYSTEMS.

32. PROVIDE ACCESS TO ALL EQUIPMENT REQUIRING PERIODIC SERVICE AND MAINTENANCE.

33. DO NOT SCALE THESE DRAWINGS.  TAKE ALL MEASUREMENTS IN THE FIELD IN COORDINATION WITH ALL EQUIPMENT AS APPROVED AND 
WITH ALL OTHER TRADES.

34. FOR EQUIPMENT SCHEDULES, SEE THIS DRAWING

35. ALL DUCTWORK SHALL BE INSTALLED ON ACCORDANCE WITH THE LATEST EDITION OF SMACNA

36. ALL HOT WATER AND CHILLED WATER PIPING SHALL BE INSULATED IN ACCORDANCE WITH THE MASSACHUSETTS STATE BUILDING CODE.

37. ALL PIPING HIGH POINTS SHALL HAVE 3/4 INCH VENTS AND LOW POINTS SHALL HAVE 3/4" DRAINS.

38. ALL ROTATING EQUIPMENT SHALL HAVE FLEXIBLE PIPE ON DUCT CONNECTIONS AND APPROVED VIBRATION ISOLATORS.

39. DETAILS SHOWN ON SHEET H5 ARE APPLICABLE TO ALL EQUIPMENT, EXCEPT WHERE INDICATED.

40. PROVIDE AIRTIGHT ACCESS DOOR FOR INSPECTION OF FIRE DAMPERS, FILTERS, AND COILS.

41. CONTRACTOR SHALL VERIFY DUCT, PIPING AND EQUIPMENT LOCATIONS FOR INTERFERENCES BEFORE INSTALLATION.

42. PROVIDE VERTICAL SUPPORTS FOR HOT/CHILLED/CONDENSER WATER PIPING AT THE FOLLOWING MAXIMUM INTERVALS; 15' FOR 6"& 5" 
DIAMETER PIPE; 12' FOR 4" DIAMETER PIPE; 10' FOR 3" & 2-1/2" DIAMETER PIPE; 8' FOR 2" DIAMETER PIPE; 7' FOR 1-1/2 & 1-1/4" DIAMETER 
PIPE; 5' FOR 1" & 3/4" DIAMETER PIPE.

43. REFERENCE DRAWING H6 FOR SEQUENCE OF OPERATION OF NEW EQUIPMENT.

44. ALL EQUIPMENT SHALL BE INSTALLED IN STRICT ACCORDANCE WITH MANUFACTURER'S WRITTEN INSTALLATION INSTRUCTIONS.
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DUCT INSULATION SCHEDULE

FAN COIL UNIT - HEAT PUMP SCHEDULE

REGISTER, GRILLE & DIFFUSER SCHEDULE

EXPANSION TANK

BOILER SCHEDULE

PUMP SCHEDULE

UNIT HEATER SCHEDULE

CABINET UNIT HEATER SCHEDULE

PIPING MATERIAL SCHEDULE

AIR SEPARATOR SCHEDULE

AIR COOLED CONDENSING UNIT - HEAT PUMP SCHEDULE

BRANCH SELECTOR SCHEDULE

PIPING INSULATION SCHEDULE

HVAC SCHEDULE:

GALLONS
TANK VOLUME

GALLONS
MODEL No.

(AS STANDARD)(AS STANDARD)
MANUFACTURER

TYPE
SERVED

TAG No.
LOCATION(S) TANK ACCEPTANCE VOLUME

ET-1 MECH ROOM BELL & GOSSETT B1400 BLADDER 370 370

REMARKS
AMPSPHASE

ELECTRICAL DATA

OIL GPH

INPUT
VOLTS

-128.5 120

BOILER DATA

NET
OUTPUT (MBH)

2976

TYPE
MODEL No.

(AS STANDARD)

OIL FIRED1388

TAG No.

B-1

MANUFACTURER

WEIL-MCLAIN

(AS STANDARD)

CAST IRON

TYPE
ELECTRICAL DATA

VOLTS PHASE HP
REMARKSTAG No.

(AS STANDARD)
MANUFACTURER

SERVED
LOCATION(S)

(AS STANDARD)
MODEL No.

GPM
FLOW RATE

FT
PUMP HEAD

RPM
MOTOR

P-1 BUILDING HEAT BELL & GOSSETT e-1510 5BD BASE MOUNTED 900 65 - 460 3 20 PROVIDE WITH VFD

BOILER SHALL BE VENTED PER MANUFACTURERS INSTALLATION GUIDELINES, PROVIDE POWER-FLAME BURNER,

PROVIDE BOILER PUMPS - 15 AMP CIRCUIT; PROVIDE 30% PROPYLENE GLYCOL

MANUFACTURER
(AS STANDARD)

TAG No.
(AS STANDARD)

MODEL No.

LAT(°F)CFM
TYPE

EAT(°F)

AIR DATA

LWT(°F)

HOT WATER CAPACITY

EWT(°F) MBH GPM VOLTSWPD

ELECTRICAL DATA

PHASE HP
REMARKS

P-2 BUILDING HEAT BELL & GOSSETT e-1510 5BD BASE MOUNTED 900 65 - 460 3 20 PROVIDE WITH VFD

BP-1 BOILER B-1 BELL & GOSSETT e-80 4x4x7B INLINE 298 30 - 460 3 5 -

BP-2 BOILER B-2 BELL & GOSSETT e-80 4x4x7B INLINE 298 30 - 460 3 5 -

-128.5 12029761388B-2 WEIL-MCLAIN
BOILER SHALL BE VENTED PER MANUFACTURERS INSTALLATION GUIDELINES, PROVIDE POWER-FLAME BURNER,

PROVIDE BOILER PUMPS - 15 AMP CIRCUIT; PROVIDE 30% PROPYLENE GLYCOL

MANUFACTURER
(AS STANDARD)

TAG No.
(AS STANDARD)

MODEL No.

LAT(°F)CFM
TYPE

EAT(°F)

AIR DATA

LWT(°F)

HOT WATER CAPACITY

EWT(°F) MBH GPM VOLTSWPD

ELECTRICAL DATA

PHASE HP
REMARKS

CUH-A

TYPE 'L' COPPER

TYPE 'L' COPPER

TYPE "L" SEAMLESS COPPER TUBING

SCHEDULE 40 SEAMLESS BLACK STEEL

DRAINS

DOMESTIC

  3" AND LARGER

WATER

HYDRONIC HEATING

SERVICE

ABOVE GROUND

LOCATION PIPING

95/5 NO-LEAD SOLDER

95/5 NO-LEAD SOLDER

OR SWEAT SOLDER

SCHEDULE 40 SEAMLESS

WROUGHT COPPER, PRESSURE FITTING

WROT COPPER, NO LEAD

WROT COPPER, NO LEAD

OR WELDED

JOINTSFITTINGS

2-1/2" AND SMALLER

MECHANICAL CONNECTION

MECHANICAL CONNECTION

CUH-B STERLING FS-1005-06 630 60 90 180 160 28.2 3.0 - 120 1 2 @ 1/10
FLOOR TYPE SLOPE

TOP
PROVIDE WITH DISCONNECT SWITCH DPST, THERMOSTAT,
ECM MOTOR PACKAGE, FILTER, LEVELING LEG,

UH-A STERLING HS-204 HORIZONTAL 2900 60 87 180 160 84.6 8.5 - 115 1 1/3
PROVIDE WITH DISCONNECT SWITCH, THERMOSTAT AND
LOCKING COVER, FAN GUARDS, SPEED CONTROLLER

UH-B STERLING HS-36 HORIZONTAL 480 60 86 180 160 13.4 1.5 - 115 1 16 Watt
PROVIDE WITH DISCONNECT SWITCH, THERMOSTAT AND
LOCKING COVER, FAN GUARDS, SPEED CONTROLLER

OIL FIRED

CAST IRON

-128.5 12029761388B-3 WEIL-MCLAIN
BOILER SHALL BE VENTED PER MANUFACTURERS INSTALLATION GUIDELINES, PROVIDE POWER-FLAME BURNER,

PROVIDE BOILER PUMPS - 15 AMP CIRCUIT; PROVIDE 30% PROPYLENE GLYCOL
OIL FIRED

CAST IRON

BP-3 BOILER B-3 BELL & GOSSETT e-80 4x4x7B INLINE 298 30 - 460 3 5 -

STERLING FS-1005-02 230 60 90 180 160 9.9 1..0 - 120 1 1 @ 1/15
FLOOR TYPE SLOPE

TOP
PROVIDE WITH DISCONNECT SWITCH DPST, THERMOSTAT,
ECM MOTOR PACKAGE, FILTER, LEVELING LEG,

SERVEDTAG No.
(AS STANDARD) (AS STANDARD)LOCATION

-AS-1 HEATING HW SPIROVENTBOILER RM

MANUFACTURER MODEL No.

NOTES:

1.  WATER PRESSURE DROP TO BE 3' OR LESS.

MODEL No.TAG No. MANUFACTURER TYPE

FAN DATA ELECTRICAL DATA

REMARKSVOLT PH HZ MCA MOCP

COOLING
MBH

HEATING
MBH MAX OA

(CFM)
MIN

(CFM)
MAX

(CFM)
ESP

(IN WG)

1. PROVIDE WITH DISCONNECT SWITCH, VIBRATION ISOLATION, DRAIN PAN SENSOR OR SWITCH, THERMOSTAT

2. HORIZONTAL UNITS TO BE PROVIDED WITH FILTER BOX.

3. PROVIDE CONDENSATE LIFT PUMP ((CP-1) LITTLE GIANT MODEL VCC-20ULS, 120/1/60).

4. BALANCER TO ADJUST AIRFLOWS ACCORDING TO SUPPLY OUTLET TOTALS ON PLANS.

5. PROVIDE MERV 13 FILTER.

6. PROVIDE REFRIGERANT ISOLATION VALVES ON ALL EQUIPMENT CONNECTIONS.

DAIKINFC-1 1 SEE NOTES6.55.8FXSQ05TAVJU 208 60- 150.4230 280 0.8
HORIZONTAL
CONCEALED

TAG No.
ELECTRICAL DATA

MANUFACTURER MODEL No. TYPE
MBH

HEATCOOL MCAPHASEVOLTS MOCP WEIGHT
OPERATING

REMARKS

HP-1A

REFRIG.
SERVED

SPACE(S)
MODULE MODEL No.

1. UNITS SHALL MEET MIN HEATING CAPACITY BASED ON 0°F OUTDOOR AIR TEMPERATURE, 65°F INDOOR TEMPERATURE.

2. PROVIDE EACH WITH BC CONTROLLER AS SCHEDULED.

3. PROVIDE DISCONNECT, EQUIPMENT PAD OR 24" HIGH STAND, JOINT KIT, SNOW/HAIL GUARDS, LOW AMBIENT KIT, BASE PAN HEATER.

4. PROVIDE REFRIGERANT ISOLATION VALVES ON ALL EQUIPMENT CONNECTIONS.

HP-1B

FIRST FLOOR NORTH A DAIKIN RELQ240TAYDU
PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

FIRST FLOOR NORTH B DAIKIN RELQ240TAYDU AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDUAIR COOLED

AIR COOLED R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDU

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

HP-1C

HP-1D

FIRST FLOOR SOUTH C DAIKIN RELQ240TAYDU
PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

FIRST FLOOR SOUTH D DAIKIN RELQ240TAYDU AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDUAIR COOLED

AIR COOLED R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDU

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

HP-2A

HP-2B

SECOND FLOOR NORTH A DAIKIN RELQ240TAYDU
PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

SECOND FLOOR NORTH B DAIKIN RELQ240TAYDU AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDUAIR COOLED

AIR COOLED R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDU

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

HP-2C

HP-2D

SECOND FLOOR SOUTH C DAIKIN RELQ240TAYDU
PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

SECOND FLOOR SOUTH D DAIKIN RELQ240TAYDU AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDUAIR COOLED

AIR COOLED R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDU

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

HP-3A

HP-3B

THIRD FLOOR NORTH A DAIKIN RELQ240TAYDU
PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

THIRD FLOOR NORTH B DAIKIN RELQ240TAYDU AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDUAIR COOLED

AIR COOLED R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDU

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

HP-3C

HP-3D

THIRD FLOOR SOUTH C DAIKIN RELQ240TAYDU
PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

THIRD FLOOR SOUTH D DAIKIN RELQ240TAYDU AIR COOLED R-410A 460 3 43.4 50 793120 135 1 RELQ120TAYDU

R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDUAIR COOLED

AIR COOLED R-410A 460 3 43.4 50 793120 135 2 RELQ120TAYDU

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

FINISHMATERIALMOUNTING DAMPER MANUFACTURER/MODEL No.FRAMENECKCFM
TYPESIZE

TYPETAG

SD SUPPLY - - SQUARE CEILING YES ST WHITE TITUS/TDCA-A

ER EXHAUST - - SQUARE CEILING/SIDEWALL YES ST WHITE TITUS/350 RL

RR RETURN - - SQUARE CEILING/SIDEWALL YES ST WHITE TITUS/350 RL

NC
FPM

25

NECK VELOCITY

≈ 500

SR SUPPLY - - REC. CEILING/SIDEWALL YES ST WHITE TITUS/300 RL

TR TRANSFER - - RECT. CEILING/SIDEWALL NO ST WHITE TITUS/350 RL

25 ≈ 500

25 ≈ 500

25 ≈ 500

25 ≈ 500

1. COORDINATE MOUNTING REQUIREMENTS WITH ARCHITECTURAL REFLECTED CEILING PLANS.

2. COORDINATE FINISH & COLOR WITH ARCHITECT.

3. PROVIDE FRAME SUITABLE FOR SURFACE MOUNTING, CEILING OR SIDEWALL.

4. PROVIDE SQUARE TO ROUND TRANSITIONS WHERE NEEDED.

5. REFER TO DRAWINGS FOR NECK SIZES AND CFM UNLESS NOTED ABOVE.

6. PROVIDE OPPOSED BLADE DAMPER.

7. PROVIDE RETURN GRILLE (RG) WITH 2" FILTER.

8. PROVIDE RADIATION DAMPERS WHERE THERE IS A FLOOR/CEILING ASSEMBLY.

9. LDR FRAME SHALL HAVE NO VISIBLE BORDER. ARCHITECT TO PROVIDE FINISH AROUND DIFFUSER.

DD SUP/RET - - LINEAR CEILING/SIDEWALL YES ST WHITE TITUS/US-DL-SV 25 ≈ 500

ND SUPPLY - - NOZZLE CEILING/SIDEWALL YES ST WHITE TITUS/TND-AA 25 ≈ 500

DAIKINFC-2 1 SEE NOTES10.59.5FXSQ09TAVJU 208 60- 150.4230 320 0.8
HORIZONTAL
CONCEALED

DAIKINFC-3 1 SEE NOTES13.512FXSQ12TAVJU 208 60- 150.4250 340 0.8
HORIZONTAL
CONCEALED

DAIKINFC-4 1 SEE NOTES2724FXSQ24TAVJU 208 60- 150.4510 740 1.8
HORIZONTAL
CONCEALED

DAIKINFC-5 1 SEE NOTES4036FXSQ36TAVJU 208 60- 150.4800 1130 2.5
HORIZONTAL
CONCEALED

DAIKINFC-8 1 SEE NOTES6.55.8FXZQ05TAVJU 208 60- 15-230 300 0.3CEILING CASSETTE

DAIKINFC-9 1 SEE NOTES10.59.5FXZQ09TAVJU 208 60- 15-230 320 0.3CEILING CASSETTE

DAIKINFC-10 1 SEE NOTES13.512FXZQ12TAVJU 208 60- 15-250 350 0.4CEILING CASSETTE

DAIKINFC-11 1 SEE NOTES1715FXZQ15TAVJU 208 60- 15-280 410 0.4CEILING CASSETTE

DAIKINFC-12 1 SEE NOTES2018FXZQ18TAVJU 208 60- 15-350 510 0.6CEILING CASSETTE

DAIKINFC-6 1 SEE NOTES5448FXSQ48TAVJU 208 60- 150.4920 1300 2.8
HORIZONTAL
CONCEALED

DAIKINFC-7 1 SEE NOTES8172FXMQ72MVJU 208 60- 150.41770 2050 9.5
HORIZONTAL
CONCEALED

MOTOR DATA

CAPACITY
MAXIMUM CONNECTABLE

TAG

COOLING HEATING
V PH HZ

MANUFACTURERNOMINAL POWER INPUT WATTS
PORTS

290,000BC-1A 208 1 60 12 - -

HP SERVED

HP-1A

MCA

1.2

1. PROVIDE WITH JOINT KIT, BRANCH JOINT, BALL VALVE

2. PROVIDE CONDENSATE LIFT PUMP ((CP-1) LITTLE GIANT MODEL VCC-20ULS, 120/1/60).

3. CONTRACTOR SHALL PROVIDE REFRIGERANT ISOLATION VALVES ON ALL EQUIPMENT CONNECTIONS

MODEL

290,000BC-1B 208 1 60 12 - -HP-1B 1.2

290,000BC-1C 208 1 60 12 - -HP-1C 1.2

290,000BC-1D 208 1 60 12 - -HP-1D 1.2

290,000BC-2A 208 1 60 12 - -HP-2A 1.2

290,000BC-2B 208 1 60 12 - -HP-2B 1.2

290,000BC-2C 208 1 60 12 - -HP-2C 1.2

290,000BC-2D 208 1 60 12 - -HP-2D 1.2

290,000BC-3A 208 1 60 12 - -HP-3A 1.2

290,000BC-3B 208 1 60 12 - -HP-3B 1.2

290,000BC-3C 208 1 60 12 - -HP-3C 1.2

290,000BC-3D 208 1 60 12 - -HP-3D 1.2

FOR PIPE DIA. (INCHES)

1-1/2" - 3"

INSULATION WALL THICKNESS (INCHES)

FITTING INSULATION TYPELOCATION  INSULATION TYPE RUNOUTS

1 1/2"1 1/2"

< 1 1/4"

2" 2"

4"-8"

HEATING HOT WATER
PIPING HWS & HWR

FIBERGLASS WITH ALL
SERVICE JACKET

CONDENSATE
PIPING ELASTOMERICELASTOMERIC 1/2" 1/2" 1" 1"

REFRIGERANT
PIPING ELASTOMERICELASTOMERIC 1/2" 1" 1" 1"

FIBERGLASS WITH ALL
SERVICE JACKET

NONE

LOCATION  INSULATION TYPE

FIBERGLASS DUCT WRAP
WITH FSK FACING

SUPPLY, RETURN &
OUTSIDE AIR DUCT

INSULATION
(INDOORS - CONCEALED)

GENERAL EXHAUST
DUCT INSULATION

KITCHEN EXHAUST
DUCT INSULATION

FYRE WRAP - 2HR. RATED,
ZERO CLEARANCE

MIN. R-6 INDOORS

SUPPLY, RETURN &
OUTSIDE AIR DUCT

INSULATION
(OUTDOORS)

MIN. R-12 OUTDOORS
FIBERGLASS DUCT WRAP

WITH FSK FACING

ACOUSTIC DUCT LINING (RECTANGULAR)
&

DOUBLE WALL DUCT (ROUND)

SUPPLY, RETURN &
OUTSIDE AIR DUCT

INSULATION
(INDOORS - EXPOSED)

MIN. R-6 INDOORS

DP-1 IWH BELL & GOSSETT ECOCIRC XL 95-160 INLINE 64 40 - 460 3 -

DP-2 IWH BELL & GOSSETT ECOCIRC XL 95-160 INLINE 64 40 - 460 3 -

ECM

ECM

HP-4 OFFICES DAIKIN RELQ192TAYDU AIR COOLED R-410A 460 3 39.8 45 79396 108 1 RELQ96TAYDU

R-410A 460 3 39.8 45 79396 108 2 RELQ96TAYDUAIR COOLED

PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

290,000BC-4 208 1 60 12 - -HP-4 1.2

FRP-1 FUEL OIL PREFERRED UTILITIES ATPSF-104-1451-ASC INLINE 155 GPH 50 PSI - 480 3 3/4
PROVIDE W/ AUTOMATIC START, LEAD LAG SWITCH, AND ALARM; CONTROLS SHALL BE

FRP-2 FUEL OIL PREFERRED UTILITIES ATPSF-104-1451-ASC INLINE 155 GPH 50 PSI - 480 3 3/4

MICROPROCESSOR BASED; SKID BASON SHALL INCLUDE FLOAT STYLE LEAK SWITCH

PROVIDE W/ AUTOMATIC START, LEAD LAG SWITCH, AND ALARM; CONTROLS SHALL BE
MICROPROCESSOR BASED; SKID BASON SHALL INCLUDE FLOAT STYLE LEAK SWITCH

HP-5 ELEVATOR DAIKIN RKB24AXVJU AIR COOLED R-410A 208 1 13.2 20 9724 - 1 - PROVIDE EQUIPMENT PAD, DRAIN PAN HEATER, LOW
AMBIENT KIT, 18" HIGH STAND, & DISCONNECT SWITCH

DAIKINFC-13 1 SEE NOTES-24FTKB24AXVJU 208 60- 15-405 555 1WALL MOUNTED
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EXHAUST FAN INFORMATION - Job#4055534

MUA FAN INFORMATION - Job#4055534

FAN OPTIONS

ENERGY RECOVERY ROOF TOP UNIT SCHEDULE

ROOF TOP UNIT SCHEDULE
PIPE SCHEDULE

1

2

KEF-1

KEF-2

USBI30DD-RM

USBI11DD-RM

6750

800

2.500

1.500

1031

1869

7.500

1.000

4.9190

0.4040

3

3

460

460

10.1

1.4

1578 FPM

853 FPM

998

212

34

13.6

FAN UNIT
NO.

TAG FAN UNIT MODEL # CFM ESP. RPM H.P. B.H.P. ∅ VOLT FLA DISCHARGE VELOCITY
WEIGHT

(LBS.)
SONES

3 MAU-1 A3-24D 24MF-3-MOD A3 - 5400 1.000 1354 7.500 4.6210 3 460 9.6 974 22

FAN UNIT
NO.

TAG FAN UNIT MODEL # BLOWER HOUSING
MIN
CFM

DESIGN
CFM

ESP. RPM H.P. B.H.P. ∅ VOLT FLA
WEIGHT

(LBS.)
SONES

1

2

3

KEF-1

KEF-2

MAU-1

1 - BI30 - 24" Discharge Extension.

1 - BI - Discharge Orientation Vertical Upper Left - CW Inlet Side.

1 - Utility Set Grease Cup

1 - Utility Set - Spring Vibration Isolators - BI24 Thru BI30 / Equivalent Sized

Utility Set - Indoor/Outdoor use.

1 - BI30 - Inlet Ring Used To Connect Non-Factory Duct.

1 - Load Reactor Mounted in Fan

1 - Line Reactor Mounting Bracket for Direct Drive Fans (Up to 25 HP).

1 - BI11 - 24" Discharge Extension.

1 - BI - Discharge Orientation Vertical Upper Left - CW Inlet Side.

1 - BI11 - Inlet Ring Used To Connect Non-Factory Duct.

1 - Utility Set - Spring Vibration Isolators - BI11 Thru BI15 / Equivalent Sized

Utility Set - Indoor/Outdoor use.

1 - VAV Package w/ Manual Control (VFD Included)

1 - Load Reactor Mounted in Fan

1 - Line Reactor Mounting Bracket for Direct Drive Fan (Up to 5 HP).

1 - VFD factory mounted and wired in Exhaust Fan.

1 - Insulation Option for VBank filter section

1 - Hot Water Coil Section A3-2 Row

1 - A 3 Indoor Hanging Option - Includes 2 HSA200 Hanging Spring Isolators per

Uni-Strut

1 - Custom Hot Water typical of Modine model 5MH1202B 30.00 x 30.50

1 - Load Reactor Mounted in Fan

FAN

UNIT

NO.

TAG OPTION (Qty. - Descr.)

1208600 0.5EF-1 ROOF 60-G-090-VGLOCKER ROOMS GREENHECK PROVIDE ECM MOTOR, DISCONNECT, & 24" ROOF CURB1/10

1208300 0.5EF-2 ROOF 60-G-080-VGLOCKER ROOMS GREENHECK PROVIDE ECM MOTOR, DISCONNECT, & 24" ROOF CURB1/10

VAV BOX SCHEDULE

UNIT NO.
PRIMARY CFM

(RANGE)

LOWEST
TURN DOWN

CFM

PRIMARY INLET
COLLAR SIZE

DISCHARGE COLLAR
SIZE

(IN. x IN.)

MIN. INLET SP
(IN. WG)

MANUFACTURER MODEL NUMBER
(OR APPROVED EQUAL)

NOTES

RADIATED DISCHARGE
OCTAVE BAND

SOUND POWER LEVELS @ 1.5" INLET PRESSURE (IN. WG)

2 3 4 5 6 7

NC RATING @ 1.0"
 S.P.

REFERENCE

FAN SCHEDULE

TYPE
(AS STANDARD)

LOCATION(S)

(AS STANDARD)
TAG No.

SERVED

FAN DATA
MANUFACTURER

ELECTRICAL DATA
MODEL No.

HZPHASECFM VOLTSRPM SP(IN)

REMARKS

HP

DDC CONTROLLER TO BE PROVIDED BY THE CONTROLS CONTRACTOR.1

2 UNIT SHALL BE PROVIDED WITH NON-FUSED DISCONNECT.

VAV-1

VAV-2 401-700 1 2
-

-

- - - - -

- - - - -
100 8" 12 x 10 0.06 <20 <20

TITUS
DESV

DISCHARGE
RADIATED

100-400 1 2
-

-

- - - - -

- - - - -
45 6" 12 x 8 0.04 <20 20

TITUS
DESV

DISCHARGE
RADIATED

VAV-3 1 210"
TITUS
DESV

DISCHARGE
RADIATED

701-1100 175 0.04 20<20
-

-

- - - - -

- - - - -
14 x 12.5

HVAC SCHEDULE:

DX COOLING COIL DATA HOT WATER HEATING COIL DATASUPPLY FAN CAPACITY

TAG No.

ELECTRICAL DATA

FILTERS
/TYPEMOCP

(A)
MCA
(A)

PHHZVOLTS
PD
(ft)

LWT
(°F)

EWT
(°F)

FLOW
(GPM)

CAPACITY
(MBH)

LAT
(°F)

WB/DB

EAT
(°F)

WB/DB

SENSIBLE
CAPACITY

(MBH)

TOTAL
CAPACITY

(MBH)
REFRIGERANT

MOTOR
(HP)

ESP
(IN. W.C.)

TYPE
OUTDOOR AIR

(CFM)
SUPPLY AIR

(CFM)
MODEL No.

(AS STANDARD)
MANUFACTURER
(AS STANDARD)

LOCATION(S)
SERVED

REMARKSWEIGHTAMBIENT
(°F)

RTU-1

EXHAUST FAN CAPACITY

EXHAUST AIR
(CFM)

FANS
(NO.)

MOTOR
(HP)

IEER

MAIN GYM
PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, ENERGY RECOVERY WHEEL,
FREEZESTAT & DEMAND CONTROL VENTILATION

VALENT 55/5576/64 MERV 133462700 - 1.0 109000 36 180R-410A 160 11.4 460 3 10090.760 532895345 2482700 2 5 13.7

RTU-2 CAFETERIA VALENT 55/5576/64 MERV 138579500 - 1.0 2@1518000 90 180R-410A 160 11.8 460 3 22520660 1063495822 5539500 3 7.5 11.6
PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, ENERGY RECOVERY WHEEL,
FREEZESTAT & DEMAND CONTROL VENTILATION

PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, ENERGY RECOVERY WHEEL,
VARIABLE AIRFLOW, HOT GAS REHEAT & FREEZESTAT

NOTES:

1) PROVIDE ALL UNITS WITH INTAKE HOOD, ANGULAR FILTER SECTION, ALUMINIZED STEEL HEAT EXCHANGER, ECONOMIZER WITH DIFFERENTIAL ENTHALPY CONTROL, THRU BASE ELECTRICAL CONNECTIONS, FACTORY INSTALLED DISCONNECT, FREEZESTAT, SPACE THERMOSTAT AND ALL NECESSARY CONTROLS.  SMOKE DETECTOR TO BE PROVIDED BY ELECTRICAL CONTRACTOR AND MOUNTED BY HVAC CONTRACTOR.

ERV-1 DAIKIN 55/5581/69 MERV 13105617500 - 1.5 3017500 106 180R-410A 160 3.2 460 3 200179.960 1636695823 51617500 1 20 14.3

LAT
(°F)

EAT
(°F)

68 104

65 106

45 100

AIRFLOW
(CFM)

ENERGY RECOVERY (SUMMER)

DB
(°F)

OA EAT

WB
(°F)

OA LAT

DB
(°F)

WB
(°F)

AIRFLOW
(CFM)

ENERGY RECOVERY (WINTER)

EAT
(°F)

OA

LAT
(°F)

EA

EAT
(°F)

2700 91 76 77 65 2700 0 58 72

EA EAT

DB
(°F)

WB
(°F)

75 63

RCVD
CAPACITY

(MBH)

RCVD
CAPACITY

(MBH)

- -

1850 91 76 79 67 1850 0 53 7275 63 - -

17500 91 76 81 69 17500 0 45 7275 63 478 934

DX COOLING COIL DATA HOT WATER HEATING COIL DATASUPPLY FAN CAPACITY

TAG No.

ELECTRICAL DATA

FILTERS
/TYPEMOCP

(A)
MCA
(A)

PHHZVOLTS
PD
(ft)

LWT
(°F)

EWT
(°F)

FLOW
(GPM)

CAPACITY
(MBH)

LAT
(°F)

WB/DB

EAT
(°F)

WB/DB

SENSIBLE
CAPACITY

(MBH)

TOTAL
CAPACITY

(MBH)
REFRIGERANT

MOTOR
(HP)

ESP
(IN. W.C.)

TYPE
OUTDOOR AIR

(CFM)
SUPPLY AIR

(CFM)
MODEL No.

(AS STANDARD)
MANUFACTURER
(AS STANDARD)

LOCATION(S)
SERVED

REMARKSWEIGHTAMBIENT
(°F)

RTU-3

IEER

PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, FREEZESTAT & DEMAND
CONTROL VENTILATION

VALENT 55/5478/65 MERV 13173700 - 1.5 53700 18 180R-410A 160 - 460 3 40.033.560 287995129 95 13

RTU-4 VALENT 52/5176/64 MERV 133841200 - 1.5 89000 39 180R-410A 160 - 460 3 10088.360 724295357 250 17.3
PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, FREEZESTAT & DEMAND
CONTROL VENTILATION

NOTES:

1) PROVIDE ALL UNITS WITH INTAKE HOOD, ANGULAR FILTER SECTION, ALUMINIZED STEEL HEAT EXCHANGER, ECONOMIZER WITH DIFFERENTIAL ENTHALPY CONTROL, THRU BASE ELECTRICAL CONNECTIONS, FACTORY INSTALLED DISCONNECT, FREEZESTAT, SPACE THERMOSTAT AND ALL NECESSARY CONTROLS.  SMOKE DETECTOR TO BE PROVIDED BY ELECTRICAL CONTRACTOR AND MOUNTED BY HVAC CONTRACTOR.

LAT
(°F)

EAT
(°F)

57 100

61 100

PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, ENERGY RECOVERY WHEEL,
VARIABLE AIRFLOW, HOT GAS REHEAT & FREEZESTAT

ERV-2 DAIKIN 56/5682/70 MERV 13111919000 - 1.5 3019000 99 180R-410A 160 3.8 460 3 225190.560 1643695837 53619000 1 20 14.3 45 99 19000 91 76 82 70 19000 0 43 7275 63 499 981

VPRE-310-30F-
HW-C-5GA

VPRE-352-70C-
HW-C-5DA

RPS071D

RPS071D

VX-112-10D
HEALTH &
WELLNESS

MEDIA CENTER
VPRX-352-30-

HW-C-4GX

NORTH
CLASSROOMS

SOUTH
CLASSROOMS

RTU-5 VALENT 55/5478/66 MERV 132961200 - 1.5 86000 30 180R-410A 160 - 460 3 5046.460 296495212 155 12.6
PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, FREEZESTAT & DEMAND
CONTROL VENTILATION

58 103KITCHEN
VPRX-210-18E-

HW-C-5GX

RTU-6 VALENT 55/5477/65 MERV 13252870 - 1.5 7.55800 26 180R-410A 160 - 460 3 5044.760 277995184 143 12.6
PROVIDE WITH 24" ROOF SPRING CURB, HOT WATER COIL, FREEZESTAT & DEMAND
CONTROL VENTILATION

61 101COMMONS AREA
VPR-210-16E-

HW-C-5GX

SERVICE

ABOVE GROUND

LOCATION PIPING JOINTSFITTINGS

COPPER - ARCREFRIGERANT PIPING BRAZEDCOPPER, NO LEAD

COPPER - ARCDRAINS BRAZEDCOPPER, NO LEAD

MECHANICAL CONNECTION
OR SWEAT SOLDER

WROUGHT COPPER,
PRESSURE FITTING

TYPE "L" SEAMLESS
COPPER TUBING

HYDRONIC HWS/R, HCS/R, CHS/R
2-1/2" AND SMALLER

MECHANICAL CONNECTION
OR WELDED

SCHEDULE 40
SEAMLESS

SCHEDULE 40 SEAMLESS
BLACK STEEL

HYDRONIC HWS/R, HCS/R, CHS/R
3" AND LARGER

NOTES:

1) CONTRACTOR SHALL PROVIDE HOT WATER CONTROL VALVE FOR MAU-1 HOT WATER COIL
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TWO WAY CONTROL VALVE

WATER COIL PIPING DETAIL

UNIT/CABINET HEATER

HORIZONTAL UNIT HEATER DETAIL

WITH 2-WAY VALVE

HYDRONIC HEATING COIL

SPRING ISOLATION DETAIL
DUCT AND PIPE PENETRATION DETAIL

- NO SCALE -

NTS

SYSTEM
SUPPLY

SYSTEM

SUPPLY

BOILER PUMP (TYP)
SEE INLINE PUMP DETAIL

FOR PIPING

THERMOMETER

TEMPERATURE SENSOR (TYP)

UNION (TYP)

TO MAIN CIRCULATORS

COMBINATION
TEMPERATURE/PRESSUR GAUGE
(TYP)

SHUTOFF VALVE (TYP)

FROM SYSTEM

6"HWR

6"HWR
NEW BOILER
B-2

NEW BOILER
B-1

8"HWS

8"HWR8"HWR

8"HWS

COMBINATION
TEMPERATURE/PRESSURE
RELIEF VALVE (TYP)

6"HWR

NEW BOILER
B-2

5"HWS 5"HWS5"HWS

8

1 2

6 7

3

10

4

11 12 13

MAX SEPARATION DISTANCE IS 12" OR 4 PIPE DIAMTERS

- NO SCALE -

TERMINATE 6" AFF

6" THICK CONCRETE
PAD EXTEND 4" BEYOND
BOILER IN EACH DIRECTION

TS

(TYPICAL OF 4)

TS

INSULATION SHIELD AT HANGER

UNDER INSULATION SHIELD
STRENGTH INSULATION INSERT

LOW TEMPERATURE PIPE)
TYPE IS REQUIRED FOR

PROVIDE HIGH COMPRESSIVE

INSULATION (VAPOR BARRIER

-NO SCALE-

PIPE

HANGER ROD

TOTAL VOLUME = XXX GAL.

ACCEPTANCE VOLUME = XXX GAL.

BOILER ROOM EXPANSION TANK

TACO MODEL:

GATE VALVE

BALANCING VALVE

PIPE CONNECTIONS

DRILL & TAP FOR 3/4"

UNION

CHEMICAL FILL TANK

5 GALLON CAPACITY

DRILL & TAP FOR 3/4"
PIPE CONNECTIONS

12"

BIB CONNECTION

DRAIN VALVE W/HOSE

10"

- NO SCALE -

PERMANENT FUNNEL

WATER RETURN MAIN

WATER SUPPLY MAIN

SHUTOFF VALVE (TYP)
STRAINER (TYP)

PRESSURE REDUCING VALVE

W/WELD-O-LETS

CONNECT TO MAINS

 AIR SEPARATOR

BUTTERFLY VALVE (TYP)

SEE PLUMBING DWGS

FOR CONTINUATION

1-1/2" EXPANSION LINE

3/4" NON POTABLE WATER MAKE-UP

3/4"MANUAL AIR VENT

-NO SCALE-

SADDLE

ROLLER

INSULATION

PIPE

WELD

HANGER ROD

UNION(TYP)

- NO SCALE -

AIR FLOW

MANUAL AIR VENT

UNION
 (TYP)

COIL
WATER

AV

SUPPLY MAIN

STRAINER

HWR

HOSE VALVE DRAIN

RETURN MAIN

BALL VALVE (TYP)

HWS

SHUTOFF  VALVE
COMBINATION BALANCING

- NO SCALE -

- NO SCALE -

- NO SCALE -

- NO SCALE -

HEATING DETAILS:

BOILER PIPING SCHEMATIC

PIPING 3" AND SMALLER
TYPICAL HANGER FOR

CHEMICAL FEEDER PIPING SCHEMATIC
WATER SPECIALTIES PIPING DETAIL

TYPICAL HANGER FOR
PIPING 4" AND LARGER

INLINE PUMP DETAIL

CHECK VALVE

SHUT-OFF VALVE
COMBINATION BALANCING\

FLEXIBLE CONNECTION (TYPICAL)

1. SUPPORT PUMP FROM PIPING ONLY. DO NOT SUPPORT PUMP FROM MOTOR ON VERTICAL OR
  HORIZONTAL IN-LINE PUMPS.

NOTES:

SHUT OFF VALVE (TYP)

HOSE END DRAIN VALVE

DIRECTION OF WATER FLOW

PIPE HANGERS - PROVIDE DOUBLE DEFLECTION
NEOPRENE FOR FIRST TWO ON EACH SIDE OF
PUMP. (SEE NOTE 1)

PRESSURE GAUGE (TYP)

STRAINER

HWR

HWS

BALL VALVE

STRAP ON

AQUASTAT

HANGER WITH VIBRATION
ISOLATORS (TYPICAL)

MANUAL AIR VENT

BALANCE VALVE

DRAIN

UNION (TYPICAL)

CONTROL VALVE

STRAINER

MANUAL AIR VENT

AT ALL HIGH POINTS

(TYPICAL)

UNION (TYPICAL)

DRAIN VALVE

(TYPICAL)

SHUT OFF VALVE

COMBINATION

BALANCING AND

SHUT OFF VALVE

CONTROL VALVE

2. LOCATE UNIONS AND ARRANGE PIPING TO FACILITATE COIL REMOVAL AND TO

   AVOID BLOCKING ACCESS DOORS FOR SERVICING OF FILTERS, VALVES, MOTORS, ETC...

1. POSITION PIPE HANGERS TO BEAR FULL WEIGHT OF PIPING.  NO LOAD ON COIL BODY.

NOTE:

3. CONTROL VALVE TO FAIL TO FULL FLOW THROUGH COIL.

PRESSURE GAUGE

DRAIN VALVE WITH

CAP AND CHAIN

(TYPICAL)

(TYPICAL)

(TYPICAL)THERMOMETER

HANGER ROD
30° MISALIGNMENT

CAPABILITY

LOCKNUT

HANGER ROD

ELEMENT

DOUBLE DEFLECTION

NEOPRENE RUBBER

LOCKING & SUPPORT NUT

HEAVY DUTY STEEL

SPRING

2.

NOTE:

1.

STEAM AND CHILLED WATER PIPING IN MECHANICAL ROOMS SHALL BE

HANGER SIZE SHALL BE AS PER MANUFACTURER'S RECOMMENDATION

AND ACCORDING TO THE LOAD OF THE EQUIPMENT.

HUNG WITH VIBRATION ISOLATORS.

ALL AIR HANDLING EQUIPMENT SUSPENDED FROM STRUCTURES AND ALL

STEEL FRAME OF

ANGLE 1 1/4"x1 1/4"x1/8"

AROUND DUCT PERIMETER

PARTITION

(TYP)

1/2" MAX

NOTE 1

(TYP)

1/2" MAX

PARTITION

PIPE

SLEEVE

NOTES:

1. AT FIRE RATED PARTITIONS, ADD ADDITIONAL LAYER OF FIRE SAFING INSULATION

AROUND PENETRATION SO AS TO FILL CAVITY.

2. DUCT AND PIPE PENETRATIONS THRU CORRIDOR WALLS ABOVE THE CEILING ARE TO BE

FIRE STOPPED AROUND THE PENETRATION.

3. DUCT PENETRATION SHOWN IS WHERE FIRE DAMPER IS NOT REQUIRED BY CODE.

HWR

HWS
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EQUIPMENT #1

RESTRAINTS FOR HVAC SUSPENDED

(DETAIL "A") RESTRAINTS
BRANCH TAKE-OFFS

CONDENSATE TRAP DETAIL

TYPICAL DRAW THRU

PIPING INSULATION DETAIL

TYPICAL REFRIGERANTROOF PIPING SUPPORT DETAILPIPING ROOF PENETRATION DETAIL

INDIRECT WATER HEATERS PIPING
UTILITY SET GREASE EXHAUST FAN DETAIL SPIRAL DUCT SUPPLY REGISTER CONNECTION DETAIL SHEET METAL DUCT HANGERS

DOMESTIC PUMP (TYP)
SEE INLINE PUMP DETAIL

FOR PIPING

14 15 16

17 18 19 20

21 22 23 24

1"

- NO SCALE - - NO SCALE -

- NO SCALE -

- NO SCALE -- NO SCALE -

- NO SCALE -- NO SCALE -

- NO SCALE -

- NO SCALE -
- NO SCALE -

- NO SCALE -

HEATING DETAILS:

WASHER

CABLE THIMBLE

CABLE THIMBLE

LOOP SLEEVE

DETAIL-A

CONCRETE
BUILDING

DECK

STEEL ANGLE
CLIP

ALT. DETAIL-A

BUILDING

STEEL

LOOP SLEEVE

LOCK WASHER (TYP.)

NUT & BOLT

ATTACHMENTS

 (TYP.)

45°

45°

BOLTS
CONCRETE ANCHOR

RESTRAINTS

CABLE

CABLE (TYP.)

7x19 AIRCRAFT

STEEL ANGLE

CLIP

CABLE
RESTRAINTS

(TYP.)

7x19 AIRCRAFT
CABLE (TYP.)

EQUIPMENT SUPPORT CLIPS

WASHER & NUT (TYPICAL)

CLIP (TYPICAL)
ANGLE

BEAM ATTACHMENTS

(AS NECESSARY)

DETAIL-A

45°

FOR ISOLATED EQUIPMENT ALLOW 1/2" SLACK.

FOR NON-ISOLATED EQUIPMENT INSTALL CABLES TAUT.

HVAC EQUIP.

HVAC EQUIP.

SPRING VIBRATION

ISOLATORS (TYP. FOR 4 LOCATIONS)

ALTERNATE DIRECTIONS AS SHOWN TO PROVIDE AXIAL,

CABLE IS AT 45° ANGLE TO CEILING.

 LATERAL AND DOWNWARD RESTRAINT.

 RODS (TYPICAL)
SUPPORT

AIR FLOW

* ALTERNATE* ALTERNATE* ALTERNATE* ALTERNATEPREFERRED

MODEL 3300D

CONNECTION

ROUND BOOT

RECTANGULAR TO

STANDARD 45°OVAL-MINI-

MODEL OVBMD

CONNECTION

BELLMOUTH

MODEL MBMD

CONNECTION

BELLMOUTH

BENT OVER

W/END FLAPS

MODEL BMD

BELLMOUTH

MODEL BMD

CONNECTION

BELLMOUTH

V.D.
V.D.

V.D.
V.D.

AIR

FLOW

V.D.
V.D.

        MINIMIZE LEAKAGE AT DAMPER PIVOT POINTS.

        VOLUME DAMPER W/ TIGHT FITTING GASKETING TO

    D.  26 GUAGE GALV. LOCKING INDICATING QUADRANT

    C.  CONSTRUCTED OF HEAVY DUTY GALVANIZED STEEL.

    B.  PRE-DRILLED HOLES FOR QUICK MOUNTING.

    A.  NEOPRENE GASKET TO MINIMIZE AIR LEAKAGE.

   INCLUDED WITH THE FOLLOWING STANDARD FEATURES:

2.  ALL ROUND AND RECTANGULAR BELLMOUTH FITTINGS SHALL BE

   HEIGHT, REFER TO FITTING MANUFACTURER'S RECOMMENDATION.

1.  TO MATCH DUCT & HOLE SIZE RELATIVE TO DUCT

NOTES:
DUCT TAKE-OFF

RECTANGULAR BRANCH

  OF THE FULL SIZE BELLMOUTH

  DUCT HEIGHT DOES NOT PERMIT THE USE

* ALTERNATE FITTINGS TO BE USED WHEN

ROUND BRANCH DUCT TAKE-OFFS

ALTERNATEPREFERRED

TAKE-OFF

RECTANGULAR

45°

MODEL RBMD

FITTING

BELLMOUTH

RECTANGULAR

V.D.

ONE-PIECE CLOSED CELL, ELASTOMERIC
OR PVC PIPE INSULATION

PROVIDE WITH UV RESISTANT
JACKET OR PIPE GUARD WHERE

REFRIGERANT PIPE

REFRIGERANT PIPE

(OVERLAP ALL JOINTS, AND SEAL
PER INSULATION MANUFACTURER'S
INSTRUCTIONS)

EXPOSED TO ATMOSPHERE
(OVERLAP AND SEAL ALL JOINTS)

BETWEEN PIPES.

MIN. 4" CLEARANCE

FROM PIPE TO TOP
OF CURB.- MIN. 2"

SHALL BE DONE BY G.C.

COUNTERFLASHING

ROOFING, FLASHING &

ALL WORK RELATED TO

COLLAR

ROOF

AT PIPE EXIT

WEATHERTIGHT

CAULK & SEAL

SLOPE PIPES AWAY

FROM HOOD

FASTENERS

APPROX. 24" O.C.

COUNTERFLASHING

FASTENERS

APPROX. 8" O.C.

BASE FLASHING

SHEET METAL

2" NOMINAL

FIBER CANT STRIP

SET IN BITUMEN

FLASHING RECIEVER

INSULATED SHEET

METAL ENCLOSURE.
SLOPE FOR DRAINAGE.

10" MIN.

18" MIN.

ROOF

CHANNEL

GALVANIZED

SUPPORT REFER TO DETAIL

PREFABRICATED EQUIPMENT

(TYPICAL)

FOR PIPE EXPANSION.
1" SPACE EACH SIDE

(TYPICAL)

1/2 SECTION x 10"L
LOAD BEARING. INSULATE PER

SPECIFICATION (TYPICAL)

120°, 14 GA, 8"L
SHEETMETAL. SADDLE

LOCK NUT

(TYPICAL)

LOCK NUT

(TYPICAL)

FREE TO SLIDE

ON ROD

BARRIER (TYPICAL)
CONTINUOUS VAPOR

7/8"∅ RODS (TYPICAL)

INSULATE PER SPECIFICATION

PIPE GUIDE

(TYPICAL)

CLEANOUT (TYP.)

(c)

(b)

DRAIN PAN

PITCH

PITCH
(a)

OUTLET SIZE.

TO MATCH DRAIN

DRAIN PIPE

NOTES:

1. ALLOW SUFFICIENT SPACE BELOW DRAIN PAN FOR TRAP.

2. PITCH DRAIN FOR PROPER RUNOFF.

3. MANUALLY PRIME FILL TRAP BEFORE START-UP TO FORM INITIAL DRAIN SEAL.

4. SUPPORT LENGTHY DRAIN LINES TO PREVENT SAG AND CONDENSATE OVERFLOW.

a) THIS DIMENSION IN INCHES MUST BE GREATER THAN THE MAXIMUM FAN SUCTION

STATIC PRESSURE IN INCHES WC (WITH DIRTY FILTERS, COILS, AND MAXIMUM AIR FLOW).

b) THIS DIMENSION IN INCHES MUST BE GREATER THAN 1/2 OF THE SAME MAXIMUM FAN

SUCTION STATIC PRESSURE IN INCHES WC.

c) 1" WATER SEAL.

OVERFLOW SWITCH
CONDENSATE

POTABLE WATER

CONNECTIONS TO IWH BY PC.

(TYP)

BALANCE VALVE SET TO

32 GPM

(TYP)

IWH

PROVIDED BY P.C

POTABLE DHW WATER CONNECTIONS BY PC.

(TYP)

INDIRECT FIRED TANKS SHALL BE INSTALLED

WITH SUFFICIENT CLEARANCE SUCH THAT

HWS & HWR PIPING CONNECTIONS DO NOT

NEED TO BE CUT TO FACILITATE FUTURE TANK

REPLACEMENT.  CONTRACTOR SHALL

COORDINATE CLOSELY WITH GC, PC AND EC

TO ENSURE TANKS CAN BE REMOVED

WITHOUT MAJOR PIPE REVISIONS.

(TYPICAL)

3
/4

"

2-
1/

2"
H

W
R

2-
1/

2"
H

W
S

2"
H

W
R

2"
H

W
S

2"
H

W
R

2"
H

W
S

IWH

PROVIDED BY P.C

FAN INTAKE.

FULL SIZE OF

ROUND INLET DUCT DISCHARGE BY FAN MFR.

BIRD SCREEN ON FAN

1" ON ALL. SIDES.

OVERLAP FAN DISCHARGE

DISCHARGE CHIMNEY.

ROOF

BELT GUARD

BY FAN MFR.

SPRING ISOLATION

FAN PLATFORM BY G.C. RUBBER IN SHEAR

VIBRATION ISOLATION PAD.

SCROLL DRAIN.

SCROLL ACCESS DOOR.

VELOCITY CONE

ANCHOR BOLT

MIN. 3 FEET

ROUND DUCT OVAL DUCT

INTERNAL DUCT LINING/INSULATION

SUPPLY REGISTER
45° OR AS NOTED 45° OR AS NOTED

NOTES:

1) PROVIDE VOLUME EXTRACTOR OR OPPOSED BLADE DAMPER AT REGISTER AS NOTED

DUCT

DUCT

DUCT

DUCT

HANGER

LIGHT PIPE

AS USED FOR

W/ ACCESSORIES

HANGER ROD

ALL-THREAD

GAUGE AS DUCT

OF SAME METAL

1" (25.4-MM) WIDE

SHEET METAL BAND

GAUGE AS DUCT

OF SAME METAL

1" (25.4-MM) WIDE

SHEET METAL STRAPSHEET METAL STRAP

OF SAME METAL

GAUGE AS DUCT

1" (25.4-MM) WIDE

ANGLE - NOT LESS THAN

1" X 1" X 1/8" (25.4 X

25.4 X 3 MM), SIZED TO

MATCH DUCT.
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SEE DWG. H1.0 FOR MAKE UP AIR
DUCTWORK SIZES

T

CONDENSATE OVERFLOW SWITCH DETAIL EQUIPMENT SUPPORT DETAIL VOLUME DAMPER DETAIL ROOF TOP UNIT DETAIL

DUCT SMOKE DETECTOR DETAIL CONDENSATE OVERFLOW SWITCH DETAIL

UNDERGROUND OIL TANK SCHEMATIC

25 26 27 28

29 30 30

- NO SCALE - - NO SCALE - - NO SCALE - - NO SCALE -

- NO SCALE - - NO SCALE -

CONCRETE APRON

HIGH-LEVEL ALARM

4"MIN.

WHERE SHOWN ON DRAWINGS
MIN. 12'-0" ABOVE GRADE

3" VENT TERMINATE

VENT BREATHER CAP

MONITOR TRANSDUCER

18" DIA. MANHOLE

INTERSTITIAL TANK SPACE

TRANSDUCER

4"MIN.

SYSTEM (TYPICAL)

LEVER FLOAT LEVEL

FOS PIPING
DOUBLE WALL

SENSOR (TYP. 2)

LEVER FLOAT LEVEL

(TYPICAL)
SUMP SENSOR

12"MIN.

TRANSDUCER

TANK GAUGING AND MONITORING
CONDUIT TO REMOTE MOUNTED
SIGNAL WIRING IN BURIED PVC

MIN.12" PEASTONE (TYP.)

PIPING) TYP. 2
(TEST LEADS IN

PP-1 TEST SYSTEM

(TYP. 2 )
TANK TAPPING

CAPPED 4" SPARE

4" DOUBLE-WALL FILL PIPING

PP-2 TEST TERMINAL IN
7-1/2" DIA STREET BOX

MIN 5 GALLON SPILL CONTAINER WITH
4" PIPE NIPPLE TIGHT-FILL TOP-SEAL
ADAPTER AND LOCKING FILL COVER

AROUND MANHOLES

DOUBLE WALL FUEL
OIL VENT PIPING

NEW RFEINFORCED CONCRETE PAD
OR DEADMEN TO SUIT NEW OIL TANK.

BLDG WALL

DOUBLE WALL FOR PIPING

1-1/2" HOLD DOWN STRAP
THREADED AT TOP ONLY
(NUMBER AS RECOMMENDED BY

4" DROP TUBE

12"x 12"x 1/4" STRIKER PLATE
(TYPICAL AT BOTTOM OF EACH
 TANK OPENING)

INTERSTITUAL TANK SPACE
MONITORING WELL WITH SUMP

ELECTRIC STRAP
INSULATING MATERIAL
UNDER HOLD
DOWN STRAP

42" PIPING SUMP

SOUNDING
LINE WITH
TIGHT CAP

SACRIFICIAL ANODE

HIGH LEVEL
ALARM SWITCH

3" RISER

30" I.D. MANHOLE WITH SELF SEALING LID

(TYP OF 2)

PITCH DOWN
TOWARDS TANK

NEW NO. 4 FUEL OIL TANK

(TOTAL WEIGHT = 300,000 LBS
MINIMUM)

TANK MANUFACTURER)

- NO SCALE -

HEATING DETAILS:

CLEANOUT (TYP.)

(c)

(b)

THE MAXIMUM FAN SUCTION STATIC PRESSURE

THIS DIMENSION IN INCHES MUST BE GREATER THAN

3. ALLOW SUFFICIENT SPACE BELOW DRAIN PAN FOR TRAP.

4. PITCH DRAIN FOR PROPER RUNOFF.

5. MANUALLY PRIME FILL TRAP BEFORE START-UP TO FORM

6. SUPPORT LENGTHY DRAIN LINES TO PREVENT SAG AND

IN INCHES WC (WITH DIRTY FILTERS, COILS,

AND MAXIMUM AIR FLOW).

STATIC PRESSURE IN INCHES WC.

THAN 1/2 OF THE SAME MAXIMUM FAN SUCTION

THIS DIMENSION IN INCHES MUST BE GREATER

DRAIN PAN

PITCH

1" WATER SEAL.(c)

(b)

INITIAL DRAIN SEAL.

CONDENSATE OVERFLOW.

NOTES:

(a)

PITCH

(a)

OUTLET SIZE.

TO MATCH DRAIN

DRAIN PIPE

1. CONDENSATE OVERFLOW SWITCH MAY BE INLINE OR ATTACHED TO

DRAIN PAN HIGHER THAN THE CONDENSATE DRAIN CONNECTION.

2. OVERFLOW SWITCH SHALL TURN OFF UNIT AND EMIT AUDIBLE SIGNAL.

OVERFLOW SWITCH

CONDENSATE

12" MIN.

     DECK

SHOP DRAWINGS.

AS PER APROVED

TO ROOF SUBSTRATE

SECURE CURB

BY OTHERS.

INSULATION

ROOFING AND

PREFABRICATED

EQUIPMENT

SUPPORT

NAILER BY CURB

MANUFACTURER

SECURE SUPPORT

TO DECK AS REQUIRED

FLASHING RECIEVER

COUNTERFLASHING

SECURE 12" O.C.

BASE COUNTER-

FLASHING AS

REQUIRED ACCESS FOR BALANCING.

INSULATION FOR EASY

EXTEND OUTSIDE DUCT

OPERATING LEVER SHALL

22 Ga. BLADE

3/8" QUADRANT

3/8" PIN

ALL AROUND

1/8" CLEARANCE

VOLUME DAMPER

RECTANGULAR

DUCT

OPERATING LEVER

INDICATING TYPE

WITH LOCKING

QUADRANT

NOTE: VOLUME DAMPERS ABOVE INACCESSIBLE CEILINGS SHALL

HAVE MECHANICAL ACTUATORS EXTENDED TO CLOSEST AIR

OUTLET FACE.

FLOW

AIR

HOUSINGFOR DUCTS 8" TO 35"

EXHAUST TUBE

RUBBER PLUG

INLET TUBE

FOR DUCTS 36" TO 95"

AIR

>12"

INLET TUBE

EXHAUST TUBE

RUBBER PLUG

FOR DUCTS LESS THAN 24"

CUT TO 1/2 DUCT WIDTH

SENSOR ELECTRONICS

HOLE IN INLET TUBE TO

FACE AIR STREAM.

MOUNT HOUSING IN

VERTICAL OR HORIZONTAL

PLANE (WITH RESPECT

TO ELEVATION).

ANGULAR MOUNTING NOT

TUBES TO RUN PARALLEL

PERMITTED.

TO FLOOR.

NOTES:
PROVIDE HOLE FOR DUCTS

GREATER THAN 3'-0" WIDE.

PROVIDE GROMMET AT

HOUSING

SENSOR ELECTRONICS

DOOR

ACCESS

DUCT

DUCT

ACCESS

DOOR

1.

2.

3.

4.

PENETRATION.

FLOW

EXHAUST AIR

SPACE SENSOR, REFER TO
HVAC PLANS FOR LOCATIONS.

INTAKE

REMOTE THERMOSTAT AND

TO FLOOR PLAN FOR

CONTINUATION.

ROOF

MANUFACTURER'S PRE-

FABRICATED ROOF CURB.

RETURN MAIN. REFER

EXHAUST AIR

CONDENSER SECTION

DISCONNECT SWITCH

PROVIDED AND INSTALLED

BY FACTORY

FLEXIBLE CONNECTION

(TYPICAL)

FIELD MOUNTED

 SMOKE DETECTOR

WIRED BY ELEC. CONTR.

SUPPLY MAIN REFER TO
FLOOR PLAN FOR CONTINUATION

PROVIDE 1-1/2" FIBERGLASS
DUCT INSULATION ON ALL

SUPPLY DUCTWORK.

GAS LINE BY

PLB. CONTR.

HEAT EXCHANGER

SECTION.

INTERNAL VIBRATION ISOLATION

ON FANS AND COMPRESSOR.

FIXED PANEL ADJACENT TO

LIGHT FIXTURE ATTACHED TO

FURNACE/CONTROL ACCESS

REFER TO DIVISION 16

DRAWINGS AND SPECIFICATIONS

WEATHER PROOF GROUND FAULT CIRCUIT

INTERRUPTER RECEPTACLE ATTACHED TO

FIXED PANEL ADJACENT TO FURNACE/CONTROL

ACCESS REFER TO DIVISION 16 DRAWINGS

AND SPECIFICATIONS

DIFFERENTIAL ENTHALPY

ECONOMIZER

(TYP OF 2)

NOTES:

1) ALL ROOF OPENINGS PER APPROVED SHOP DRAWINGS

2) ALL GAS PIPING SHALL BE COORDINATED WITH PLUMBING CONTRACTOR TO ALLOW FOR FULL OPERATION AND

MAINTENANCE CLEARANCES OF ALL EQUIPMENT

FILTERS INLET HOOD

SUPPORT
EQUIPMENT

CONTROL PANEL

ROOF
CURBROOF

ACCESS DOOR

JOISTS
ROOF
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2"

2
"

2
"

2
"

2
"

3
/4

"

 BOILER PUMPS (TYP FOR 3 BOILERS)

BOILER CONTROL PANEL

(TYPICAL)

DOMESTIC PUMPS (TYP FOR 2 INDIRECT WATER HEATER)

APPLICATION TABLE

APPLICATION TABLE APPLICATION TABLE

PRESSURE SENSOR

(TYPICAL)

TEMPERATURE SENSOR

(TYPICAL) FUSEOMATIC SENSOR

(TYPICAL)

EMERGENCY SHUTOFF SWITCH

(TYPICAL)

SPECIFIC

CONTROLLER

APPLICATION

SPECIFIC

CONTROLLER

APPLICATION

UH & CUH

ENERGY RECOVERY UNIT

ERV-1/2

TO EMS

SPECIFIC

APPLICATION

CONTROLLER

OUTDOOR

AIR

TS

AIR

EXHAUST
TS

DM

FILTER

VFD
TS

AIR

SUPPLY

SDTS

RETURN
AIR

LL

VFD

PSTS

HW

H

DX

C

PS

TO EMS

TO EMS

ENERGY RECOVERY ROOFTOP UNIT

RTU-1/2

TO EMS

SPECIFIC

APPLICATION

CONTROLLER

OUTDOOR

AIR

TS

AIR

EXHAUST
TS

DM

FILTER

VFD
TS

AIR

SUPPLY

SDTS

RETURN
AIR

LL

VFD

PS
TS

HW

H

DX

C

PS

DM

HP & FC

APPLICATION TABLE

APPLICATION TABLE

TO EMS

TO EMS

3

1

4 5

2

6

THE UNIT HEATER/CABINET UNIT HEATER SHALL BE CONTROLLED BY AN INTEGRAL THERMOSTAT.  THE

SEQUENCE LISTED BELOW IS REVERSIBLE UNLESS NOTED OTHERWISE.

UPON A CALL FOR HEAT FROM THE SPACE THERMOSTAT, THE UNIT'S SUPPLY FAN SHALL BE

ENERGIZED AND THE UNIT SHALL OPERATE TO MAINTAIN THE OCCUPIED SETPOINT.

THE FAN COIL UNITS SHALL BE CONTROLLED THROUGH A CORRESPONDING SPACE THERMOSTAT AND THE MASTER CONTROL

UNIT. THE HEAT PUMP UNIT SHALL BE CONTROLLED THROUGH THE MASTER CONTROL UNIT. THE SEQUENCE LISTED BELOW IS

REVERSIBLE UNLESS NOTED OTHERWISE. MASTER CONTROL UNIT SHALL BE COMPATIBLE WITH EXISTING CAMPUS WIDE

JOHNSON CONTROLS SYSTEM.

THE HEAT PUMP UNIT SHALL ENERGIZE AND OPERATE PER THE MANUFACTURER'S SEQUENCES. THE FAN COIL UNITS' SUPPLY

FANS SHALL BE ENERGIZED AND OPERATE CONTINUOUSLY AT LOW SPEED.

THE SYSTEM SHALL BE CAPABLE OF PROVIDING SIMULTANEOUS HEATING AND COOLING TO MULTIPLE FAN COILS BASED ON

THE CONDITIONS OF EACH ZONE.

OCCUPIED HOURS:

THE WALL MOUNTED OCCUPANCY SENSORS (BY ELECTRICAL) SHALL MONITOR SPACE OCCUPANCY; THE SPACE TEMPERATURE

SHALL BE RESET TO 65°F (ADJ) IN THE HEATING MODE OR 80°F (ADJ) IN THE ECONOMIZER MODE AFTER 30 MINUTES (ADJ) OF

THE SPACE BEING UNOCCUPIED.

HEATING MODE:

UPON A CALL FOR HEATING FROM THE SPACE THERMOSTAT THE FAN COIL SHALL OPERATE PER THE MANUFACTURER'S

SEQUENCES TO MAINTAIN THE SPACE TEMPERATURE SETPOINT (ADJ.).  UPON FURTHER CALL FOR HEAT, THE UNITS FAN SPEED

SHALL BE INCREASED FROM LOW TO MEDIUM AND MEDIUM TO HIGH, AS REQUIRED TO MAINTAIN THE SPACE TEMPERATURE

SETPOINT.

COOLING MODE:

UPON A CALL FOR COOLING FROM THE SPACE THERMOSTAT THE FAN COIL UNIT SHALL OPERATE PER THE MANUFACTURER'S

SEQUENCES TO MAINTAIN SPACE TEMPERATURE SETPOINT (ADJ.).  UPON A FURTHER CALL FOR COOLING THE UNIT SUPPLY FAN

SPEED SHALL BE INCREASED FROM LOW TO MEDIUM AND MEDIUM TO HIGH, AS REQUIRED TO MAINTAIN THE SPACE

TEMPERATURE SETPOINT.

UNOCCUPIED HOURS:

HEAT PUMP FAN COIL SHALL BE DEENERGIZED; UPON A CALL FOR HEAT FROM THE SPACE TEMPERATURE SENSOR, THE HEAT

PUMP FAN COIL SHALL ENERGIZE AND OPERATE TO MAINTAIN A SPACE TEMPERATURE OF 55°F (ADJ)

THE ENERGY RECOVERY UNIT SHALL BE CONTROLLED THROUGH THE EMS SYSTEM.  THE SEQUENCE LISTED BELOW IS REVERSIBLE UNLESS NOTED OTHERWISE.

OCCUPIED HOURS

THE ENERGY RECOVERY UNIT SUPPLY FAN SHALL BE ENERGIZED AND OPERATED CONTINUOUSLY TO MAINTAIN PRESSURE WITHIN THE DUCT; THE UNIT'S EXHAUST FAN SHALL BE ENERGIZED

AND OPERATE CONTINUOUSLY TO MAINTAIN PRESSURE WITHIN THE DUCT; AND THE UNIT'S HEAT RECOVERY WHEEL SHALL BE ENERGIZED AND OPERATE CONTINUOUSLY.

IF THE SUPPLY AIR TEMPERATURE SENSOR IS CALLING FOR HEATING. THE HOT WATER HEATING CONTROL VALVE SHALL MODULATE OPEN AS REQUIRED TO MAINTAIN THE SUPPLY

TEMPERATURE SETPOINT.

IF THE SUPPLY AIR TEMPERATURE SENSOR IS CALLING FOR COOLING AND THE EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR ENTHALPY, THE HEAT WHEEL VARIABLE FREQUENCY

DRIVE SHALL MODULATE THE WHEEL SPEED FOR ECONOMIZER OPERATION AS REQUIRED TO MAINTAIN THE DISCHARGE AIR TEMPERATURE SETPOINT (ADJUSTABLE).

UPON A FURTHER CALL FOR COOLING WHEN THE EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR ENTHALPY, THE BUILDING IS INDEXED TO THE COOLING MODE AND THE BYPASS

DAMPER IS IN THE 100% ECONOMIZER POSITION, THE HEAT WHEEL IS DEEENERGIZED AND THE DX COOLING SHALL ENERGIZE AND OPERATE AS REQUIRED TO MAINTAIN THE DISCHARGE AIR

TEMPERATURE SETPOINT (ADJUSTABLE).

IF COOLING IS REQUIRED AND THE EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR TEMPERATURE THE HEAT RECOVERY WHEEL SHALL BE DEENERGIZED FOR ECONOMIZER OPERATION.

DEFROST CONTROL SHALL BE PROVIDED THROUGH THE UNIT'S PACKAGED CONTROLS.
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HEATING SEQUENCES:

HOT WATER UNIT HEATER AND CABINET UNIT HEATER
SEQUENCE OF OPERATION

HOT WATER SYSTEM SEQUENCE OF OPERATION

HEATING SYSTEM SEQUENCE OF OPERATION

HEAT PUMP & FAN COIL UNITS
SEQUENCE OF OPERATION

ROOF TOP UNIT
SEQUENCE OF OPERATION

ENERGY RECOVERY UNIT
SEQUENCE OF OPERATION

ENERGY RECOVERY UNIT ROOFTOP UNIT
SEQUENCE OF OPERATION

THE ENERGY RECOVERY UNIT SHALL BE CONTROLLED THROUGH THE EMS SYSTEM.  THE SEQUENCE LISTED BELOW IS REVERSIBLE UNLESS NOTED OTHERWISE.

OCCUPIED HOURS

THE ENERGY RECOVERY UNIT SUPPLY FAN SHALL BE ENERGIZED AND OPERATED CONTINUOUSLY; THE UNIT'S EXHAUST FAN SHALL BE ENERGIZED AND OPERATE CONTINUOUSLY; AND THE

UNIT'S HEAT RECOVERY WHEEL SHALL BE ENERGIZED AND OPERATE CONTINUOUSLY.

IF THE SPACE TEMPERATURE SENSOR IS CALLING FOR HEATING. THE HOT WATER HEATING CONTROL VALVE SHALL MODULATE OPEN AS REQUIRED TO MAINTAIN THE SUPPLY TEMPERATURE

SETPOINT. THE SUPPLY TEMPERATURE SETPOINT SHALL RESET BASED ON THE SPACE TEMPERATURE.

IF THE SPACE TEMPERATURE SENSOR IS CALLING FOR COOLING AND THE EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR ENTHALPY, THE HEAT WHEEL VARIABLE FREQUENCY DRIVE

SHALL MODULATE THE WHEEL SPEED FOR ECONOMIZER OPERATION AS REQUIRED TO MAINTAIN THE DISCHARGE AIR TEMPERATURE SETPOINT (ADJUSTABLE).

UPON A FURTHER CALL FOR COOLING WHEN THE EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR ENTHALPY, THE BUILDING IS INDEXED TO THE COOLING MODE AND THE BYPASS

DAMPER IS IN THE 100% ECONOMIZER POSITION, THE HEAT WHEEL IS DEEENERGIZED AND THE DX COOLING SHALL ENERGIZE AND OPERATE AS REQUIRED TO MAINTAIN THE DISCHARGE AIR

TEMPERATURE SETPOINT (ADJUSTABLE).

IF COOLING IS REQUIRED AND THE EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR TEMPERATURE THE HEAT RECOVERY WHEEL SHALL BE DEENERGIZED FOR ECONOMIZER OPERATION.

DEFROST CONTROL SHALL BE PROVIDED THROUGH THE UNIT'S PACKAGED CONTROLS.

THE HEATING SYSTEM SHALL BE MONITORED AND C0NTROLLED BY THE EMS. THE BUILDING CONTROLER SHALL TOTALIZE

THE RUN TIME OF EACH BOILER.  THE SEQUENCES LISTED BELOW ARE REVERSIBLE UNLESS NOTED OTHEWISE.

BOILERS

THE BOILERS SHALL BE ENERGIZED BY WHEN THE EMS IS INDEXED TO THE HEATING MODE OF OPERATION.  WHEN THE

HEATING SYSTEM IS ENABLED, THE LEAD BUILDING HOT WATER CIRCULATING PUMPS (P-1 AND P-3) SHALL BE ENERGIZED

AND OPERATE CONTINUOUSLY.

BOILERS SHALL OPERATE THROUGH THE EMS AND BOILER CONTROL PANEL TO PROVIDE LEAD/LAG CONTROL. THE LEAD

BOILER AND ASSOCIATED BOILER PUMPS SHALL BE ENABLED.  UPON A CALL FOR A BOILER BURNER TO OPERATE, THE

BOILERS BURNER SHALL BE ENERGIZED AND SHALL OPERATE TO MAINTAIN THE BOILER WATER TEMPERATURE SETPOINT

WITH DOMESTIC HOT WATER PRIORITY, UPON A FURTHER CALL FOR HEAT, THE LAG BOILERS AND ASSOCIATED BOILER

PUMPS SHALL BE ENERGIZED IN SEQUENCE AS REQUIRED TO MAINTAIN THE BOILER WATER TEMPERATURE SETPOINT.   HOT

WATER TEMPERATURE SETPOINT SHALL BE RESET THROUGH THE EMS AND SYSTEM THREE-WAY VALVE BASED ON OUTSIDE

AIR TEMPERATURE. THE HOT WATER SUPPLY WATER TEMPERATURE SHALL BE 180 F (ADJUSTABLE) WHEN THE OUTSIDE AIR

TEMPERATURE IS 10 F (ADJUSTABLE) OR BELOW, 160 F (ADJUSTABLE) WHEN THE OUTSIDE AIR TEMPERATURE IS ABOVE 50 F

(ADJUSTABLE), AND SHALL VARY LINEARLY BETWEEN 200 F (ADJUSTABLE) AND 160 F (ADJUSTABLE) WHEN THE OUTSIDE AIR

TEMPERATURE IS BETWEEN 10 F (ADJUSTABLE) AND 40 F (ADJUSTABLE). .

THE EMS SHALL ENABLE/DISABLE, MONITOR STATUS AND BE TRANSMITTED ALARM SIGNALS FOR FLAME FAILURE AND LOW

WATER FOR EACH BOILER.  UPON A BOILER FAILURE ALARM, A FLAME FAILURE OR A LOW WATER ALARM FROM A BOILER,

THE RESPECTIVE BOILER SHALL BE DEENERGIZED; THE NEXT BOILER IN THE LEAD/LAG SEQUENCE OF OPERATION SHALL BE

ENERGIZED; THE APPROPRIATE ALARM SIGNAL SHALL BE TRANSMITTED TO THE EMS.

THE EMS SHALL ALSO MONITOR THE HOT WATER SYSTEM SUPPLY WATER TEMPERATURE AND RETURN WATER

TEMPERATURE.  UPON SENSING A HIGH LIMIT OR LOW LIMIT WATER TEMPERATURE, THE APPROPRIATE ALARM SIGNAL

SHALL BE TRANSMITTED TO THE EMS.

BUILDING HOT WATER CIRCULATING PUMPS

THE BUILDING HOT WATER LEAD SUPPLY PUMPS (P-1 OR P-2 AND P-3 OR P-4) SHALL BE ENERGIZED. DIFFERENTIAL

PRESSURE SENSORS SHALL MEASURE DIFFERENTIAL PRESSURE ACROSS EACH HWS & HWR PUMPING SYSTEM WHERE

INDICATED ON THE WATER FLOW SCHEMATIC.  THE BUILDING HOT WATER PUMPING SYSTEM SHALL UTILIZE THE PUMP

VARIABLE FREQUENCY DRIVES AS REQUIRED TO MAINTAIN THE DIFFERENTIAL PRESSURE SETPOINT. WHEN THE VARIABLE

SPEED DRIVES ARE REACHING THEIR MINIMUM SPEED, DIFFERENTIAL PRESSURE SHALL BE CONTROLLED THROUGH THE

DIFFERENTIAL PRESSURE BYPASS VALVE.

PUMP STATUS OF ALL PUMPS SHALL BE MONITORED BY THE EMS.  AFTER START UP FLOWS HAVE BEEN ESTABLISHED, IF A

PUMP FLOW SWITCH SENSES A NO FLOW CONDITION, THE APPROPRIATE ALARM SIGNAL SHALL BE TRANSMITTED TO THE

EMS; THE RESPECTIVE PUMP SHALL BE  DEENERGIZED; AND THE NEXT PUMP IN THE SEQUENCE SHALL BE ENERGIZED.  THE

EMS SHALL ROTATE THE LEAD AND LAG PUMPS AFTER EACH SYSTEM HAS LOGGED 300 HOURS (ADJUSTABLE) OF RUN TIME.

BOILER ROOM HEAT DISSIPATION

THE MOTOR OPERATED DAMPER SHALL BE NORMALLY CLOSED. UPON SENSING A SPACE TEMPERATURE ABOVE 90°F(ADJ.)

THE MOTOR OPERATED DAMPER SHALL ENERGIZE AND OPERATE TO THE FULL OPEN POSITION.
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ROOF TOP UNITS SHALL BE CONTROLLED THROUGH THE APPLICATION SPECIFIC CONTROLLER AND OPERATE CONTINUOUSLY.

THE SEQUENCE LISTED BELOW IS REVERSIBLE UNLESS NOTED OTHERWISE.

THE UNIT'S SUPPLY FAN SHALL BE ENERGIZED AND OPERATE CONTINUOUSLY; THE HOT WATER CONTROL VALVE SHALL BE

CLOSED; THE ELECTRIC COOLING SHALL BE DEENERGIZED; THE OUTDOOR AIR, RETURN AIR, AND EXHAUST DAMPERS SHALL

BE OPENED TO THE MINIMUM VENTILATION POSITION (SCHEDULED OA). THE CO2 SENSOR SHALL MODULATE THE OUTDOOR

AIR, RETURN AIR, AND EXHAUST AIR DAMPERS TO MAINTAIN THE CO2 SETPOINT, 600 PPM (ADJ.) BUT NO MORE THAN THE

SCHEDULED OUTDOOR AIR CAPACITY.

IF HEATING IS REQUIRED, THE HOT WATER CONTROL VALVE SHALL MODULATE OPEN AS REQUIRED TO MAINTAIN THE SUPPLY

TEMPERATURE SETPOINT.

IF COOLING IS REQUIRED AND THE RETURN/EXHAUST AIR ENTHALPY IS HIGHER THAN THE OUTDOOR ENTHALPY, THE

OUTDOOR AIR, RETURN AIR, AND EXHAUST AIR DAMPERS SHALL OPEN TO LOWER THE SUPPLY AIR TEMPERATURE

(ECONOMIZER OPERATION) BUT NO LOWER THAN 55° F (ADJUSTABLE). IN THE COOLING MODE, IF FURHER COOLING IS

REQUIRED OR IF THE RETURN/EXHAUST AIR ENTHALPY IS LOWER THAN THE OUTDOOR TEMPERATURE, THE OUTDOOR AIR,

RETURN AIR, AND EXHAUST AIR DAMPERS SHALL CLOSE TO THE MINIMUM VENTILATION POSITION; AND THE ELECTRIC

COOLING SHALL OPERATE AS REQUIRED TO MAINTAIN THE SUPPLY TEMPERATURE SETPOINT.

WHEN THE UNIT'S FREEZESTAT SENSES A LOW TEMPERATURE CONDITION AND/OR THE SMOKE DETECTOR SENSES A SMOKE

CONDITION, THE UNIT'S SUPPLY AND RETURN FAN SHALL BE DE-ENERGIZED; THE SMOKE DAMPERS SHALL CLOSE; THE UNIT'S

OUTDOOR AIR, RETURN AIR, AND EXHAUST AIR DAMPERS SHALL BE IN THE 100 PERCENT RETURN POSITION; THE ELECTRIC

COOLING SHALL BE DEENERGIZED; AND THE APPROPRIATE ALARM SIGNAL SHALL BE TRANSMITTED TO THE EMS.

APPLICATION TABLE
ROOFTOP UNIT
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32 GPM

(TYP)

IWH

BY P.C

POTABLE DHW WATER CONNECTIONS BY PC.

(TYP)

INDIRECT FIRED TANKS SHALL BE INSTALLED WITH

SUFFICIENT CLEARANCE SUCH THAT HWS & HWR PIPING

CONNECTIONS DO NOT NEED TO BE CUT TO FACILITATE

FUTURE TANK REPLACEMENT.  CONTRACTOR SHALL

COORDINATE CLOSELY WITH GC, PC AND EC TO ENSURE

TANKS CAN BE REMOVED WITHOUT MAJOR PIPE

REVISIONS.
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INDIRECT HOT WATER HEATER WELL SENSOR.
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DISHWASHER EXHAUST FAN (DEF)

HOA

HEATING SEQUENCES:

KITCHEN MAKE UP AIR & EXHAUST FAN
SEQUENCE OF OPERATION

TYPICAL VAV BOX

SEQUENCE OF OPERATION

VAV BOXES SHALL BE CONTROLLED THROUGH THERMOSTAT (AND BACNET CONTROLLER WHERE PROVIDED) AND OPERATE PER THE OCCUPANCY SENSOR OR THE FOLLOWING SCHEDULE WHERE NOT PROVIDED:

OCCUPIED HOURS (ADJ.) -  MONDAY THRU SUNDAY, 5AM - 9PM

UNOCCUPIED HOURS (ADJ.) -  MONDAY THRU SUNDAY, 9PM-5AM

GENERAL:

a. VARIABLE AIR VOLUME BOX (VAV) SHALL BE CONTROLLED BY A LOCAL (BOX MOUNTED) DDC CONTROLLER COMMUNICATING WITH THE BAS. ALL BOXES SHALL BE CAPABLE OF VARIABLE, TWO POSITION AND CONSTANT AIR VOLUME

OPERATION. PROVIDE INPUT/OUTPUT EXPANSION MODULES AS REQUIRED TO PERFORM SEQUENCES OUTLINED. SEE TYPICAL SPACE SEQUENCES FOR OPERATING REQUIREMENTS.

b. SETPOINTS AND OCCUPANCY SCHEDULING SHALL BE ADJUSTABLE FROM THE BAS. THE BAS SHALL BE CAPABLE OF ADJUSTING SETPOINTS AND STATUS GLOBALLY AS WELL AS ON AN INDIVIDUAL BOX BASIS.

c. ALL BOXES SHALL BE NORMALLY OPEN UNLESS NOTED OTHERWISE.

d. VAV BOX AIR FLOW RATE SETPOINT AS MEASURED AT FT SHALL BE MAINTAINED BY THE LOCAL CONTROLLER REGARDLESS OF UPSTREAM PRESSURE (PRESSURE INDEPENDENT OPERATION). THE BAS SHALL MONITOR AND DISPLAY (UPON

REQUEST) THE FLOW RATE OF ANY VAV BOX.

ALARMS:

THE FOLLOWING SHALL INITIATE A SPECIFIC ALARM NOTICE AT THE BAS:

a. CO2 LEVELS 100 PPM ABOVE SETPOINT - 10 MINUTE TIME DELAY.

b. CO2 LEVELS 100 PPM BELOW SETPOINT - 10 MINUTE TIME DELAY.

c. AIR FLOW RATE 10% ABOVE SETPOINT FOR 5 CONSECUTIVE MINUTES.

d. AIR FLOW RATE 10% BELOW SETPOINT FOR 5 CONSECUTIVE MINUTES.

OCCUPIED MODE:

a. VAV BOX SHALL OPERATE BETWEEN PRESET FLOW RATES (CFM) SHOWN ON THE PLANS (OCCUPIED MAXIMUM TO OCCUPIED MINIMUM). WHERE THESE VALUES ARE SHOWN TO BE THE SAME, THE BOX SHALL MAINTAIN CONSTANT VOLUME.

 THE LOCAL CONTROLLER AND THE BAS SHALL MONITOR AIR FLOW RATE AT FT. THE LOCAL CONTROLLER SHALL MODULATE AIR FLOW RATE VIA FCV.

b. WHEN THE CO2 LEVEL IS AT OR ABOVE OCCUPIED SETPOINT, THE ELECTRIC REHEAT COIL SHALL BE OFF AND THE AIR FLOW CONTROL DAMPER FCV SHALL BE MODULATED AS REQUIRED TO MAINTAIN SPACE CO2 LEVEL SETPOINT. AS THE

CO2 LEVELS DROPS, THE AIR FLOW CONTROL DAMPER SHALL BE MODULATED CLOSED TO REDUCE FLOW AS REQUIRED TO MAINTAIN THE CO2 SETPOINT. UPON A RISE IN CO2 LEVELS, THE REVERSE SHALL OCCUR.

UNOCCUPIED MODE:

a. VAV BOX SHALL CLOSE

THE KITCHEN MAKEUP AIR UNIT, KITCHEN EXHAUST HOOD FAN AND DISHWASHER EXHAUST FAN SHALL BE CONTROLLED THROUGH THE APPLICATION

SPECIFIC CONTROLLER.   THE SEQUENCE LISTED BELOW IS REVERSIBLE UNLESS NOTED OTHERWISE.

WHEN THE KITCHEN HOOD ON/OFF SWITCH IS IN THE “OFF” POSITION, THE ASSOCIATED HOOD EXHAUST FAN AND MAKEUP AIR UNIT SHALL BE

DE-ENERGIZED.  WHEN THE KITCHEN HOOD EXHAUST FAN ON/OFF SWITCH IS IN THE “ON” POSITION THE KITCHEN HOOD EXHAUST FAN SHALL BE

ENERGIZED AND OPERATE THROUGH THE EXHAUST FAN VARIABLE SPEED DRIVE TO MAINTAIN THE EXHAUST AIR FLOW DETERMINED BY THE

APPLICATION SPECIFIC CONTROLLER; THE MAKEUP AIR UNIT SHALL ENERGIZE AND OPERATE THROUGH THE VARIABLE SPEED DRIVE TO MAINTAIN

THE SUPPLY AIR FLOW DETERMINED BY THE APPLICATION SPECIFIC CONTROLLER; THE UNIT SHALL OPERATE TO MAINTAIN A CONSTANT DISCHARGE

AIR TEMPERATURE, 68° F (ADJUSTABLE). UPON A CALL FOR HEAT FROM THE DISCHARGE AIR TEMPERATURE SENSOR, THE MODULATING GAS VALVE

SHALL MODULATE OPEN AS REQUIRED TO MAINTAIN THE DISCHARGE AIR TEMPERATURE SETPOINT.

THE HOOD'S FIRE SUPPRESSION SYSTEM SHALL BE AUTOMATICALLY ACTIVATED AS REQUIRED. UPON FIRE SYSTEM ACTIVATION, THE MAKEUP AIR

UNIT'S SUPPLY FAN SHALL BE DE-ENERGIZED AND OUTDOOR AIR DAMPER SHALL CLOSE, THE KITCHEN EXHAUSTS FAN SHALL BE ENERGIZED AND AN

ALARM SHALL BE TRANSMITTED TO THE BUILDING'S FIRE ALARM CONTROL PANEL.

WHEN THE SMOKE DETECTOR SENSES A SMOKE CONDITION, THE UNIT SUPPLY FAN SHALL BE DE-ENERGIZED; THE UNIT'S OUTDOOR AIR DAMPERS

SHALL BE CLOSED

ON/OFF

EXHAUST FAN

SEQUENCE OF OPERATION

THE DISHWASHER EXHAUST FAN SHALL BE CONTROLLER BY THE DISHWASHER

"ON/OFF SWITCH.

WHEN THE SWITCH IS ON THE ON POSITION, THE DISHWASHER EXHAUST FAN SHALL

BE ENERGIZED.

WHEN THE SWITCH IS IN THE "OFF" POSITION, THE DISHWASHER FAN SHALL BE

DEENERGIZED.

APPLICATION TABLE
DISHWASHER EXHAUST FAN
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HVAC
FIRST FLOOR PARTIAL PLAN
PART A

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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HVAC
FIRST FLOOR PARTIAL PLAN
PART B

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.



190
OT/PT

148
Girls

145
Band Room

003

Stair 1

175

Living and
Learning

Classroom

149

Custodian's
Office

169

Vestibule

174
Lower Nurse

158
Boys Locker

154
Girls Locker

163
Gymnasium

164

Health and
Wellness Studio

155
PE Office

159
PE Office

170
Restroom

172A
Treat

172
Upper Nurse

174A
Treat

172B
Toilet

174B
Toilet

147
Boys

142
Ens.

119
Machine Room

150
Server

151
Emerg.

152
Elec.

153

Custodian's
Storage

168

Mechanical/Water
Service Room

166
Fire Pump

165
Storage

167
IT

173
Nurse Storage

171
Corridor

146

Electrical

162
Storage

157
Girls Restroom

154A
Girls Locker

161

Boys Restroom

156

Shower

160
Shower

158A
Boys Locker

3.50

8
' -

 0
 3

/8
"

Corridor

171

Corridor

124

B

1

B

2

B

3

44"x44"  OA

44"x44"  EA

30"ø  OA

30"ø  EA

18"ø  OA
18"ø  EA

26"ø  OA

26"ø  RA

FC

2

FC

2

FC

2

FC

7

FC

7

FC

12

FC

5

FC

2

FC

1

12"x8"  SA

12"x8"  SA

12"x8"  SA

12"x8"  SA

14"x8"  SA

32"x12"  SA

26"ø  SA

22"ø  SA

18"ø  SA

24"x24" SD
100 CFM

24"x24" SD
380 CFM

(TYPICAL 6)

8"ø  SA

24"x24" SD
930 CFM

24"x24" SD
290 CFM
(TYPICAL 4)

10"Ø  SA
(TYPICAL 4)

24"x24" SD
100 CFM

24"x24" SD
30 CFM

24"x24" SD
30 CFM

24"x24" SD
100 CFM

24"x24" SD
30 CFM

24"x24" SD
100 CFM

24"x24" SD
70 CFM

6"Ø  SA
(TYPICAL 4)

24"x24" SD
140 CFM

24"x24" SD
20 CFM

24"x24" SD
150 CFM
(TYPICAL 2)

8"Ø SA
(TYPICAL 2)

8"Ø SA
(TYPICAL 2)

ET

1

P

1

P

2

BP

3

BP

2

BP

1

14"ø  V

20"ø  V

24"ø  V

24"ø  V

8" HWS

5"
 H

W
S

6"
 H

W
R8"

 H
W

S

8"
 H

W
R

24"x24" ER
930 CFM

24"x24" ER
100 CFM

24"x24" ER
100 CFM

24"x24" ER
100 CFM

UH

A

UH

B

BC

1B

CUH

B

CUH

A

VAV

3

24"x24" RR
1200 CFM

6"Ø  SA
(TYPICAL 4)

24"x24" RR
300 CFM

24"x24" RR
300 CFM

24"x24" ER
300 CFM

24"x24" ER
300 CFM

24"x24" SD
150 CFM
(TYPICAL 2)

24"x24" RR
200 CFM

24"x24" RR
300 CFM

24"x24" RR
300 CFM

24"x24" ER
20 CFM

24"x24" RR
2400 CFM

(2) 24"x24" TG

(2) 24"x24" TG

24"x24" ER
150 CFM
(TYPICAL 4)

24"x24" SD
30 CFM

(TYPICAL 2)

6"Ø SA
(TYPICAL 2)

24"x24" SD
100 CFM

(TYPICAL 2)

24"x10" DD
370 CFM
(TYPICAL 10)

24"x10" DD
925 CFM
(TYPICAL 4)

24"x24" ER
50 CFM

24"x24" SD
50 CFM

FC

10

T

T

T

T

T

T

FRP-1&2

CONTRACTOR SHALL PROVIDE 30000 GALLON 
UNDERGROUND FUEL OIL TANK TYPICAL OF MODERN 

WELDING COMPANY MODEL GASTEEL II;
PROVIDE NEW UNDERGROUND 2"FUEL OIL SUPPLY & 2"FUEL 

OIL RETURN PIPING FROM  TANK TO FRP-1&2

6"Ø SA UP

8"Ø EA
(TYPICAL 4)

6"Ø SA
(TYPICAL 2)

14"Ø EA UP

8"ø  RA

8"ø  RA

8"ø  RA

10"ø  RA

10"ø  RA

12"ø  SA

6"ø  SA

6"ø  RA

14"ø  RA

6"ø  SA

6"ø  RA

6"ø  RA

T

FC

13

5"
 H

W
R

5"
 H

W
S

4" HWR

4" HWS

PROVIDE COMBUSTION 
AIR LOUVER & 
MOTORIZED DAMPER
(TYP OF 2)

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

Prelim
inary

Not F
or

Constru
ctio

n

1
/2

4
/2

0
2

0
 9

:5
0
:1

3
 A

M
C

:\
U

s
e
rs

\d
c
ro

ry
\D

o
c
u
m

e
n
ts

\1
8
4
0

0
 M

E
P

_
d
c
ro

ry
.r

v
t

201601510015

H113

70 Winslow Ave.
Leicester, MA 01524

Schematic Design

02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

HVAC
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MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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FIRST FLOOR PARTIAL PLAN
PART D

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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SECOND FLOOR PARTIAL PLAN
PART A

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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HVAC
SECOND FLOOR PARTIAL PLAN
PART B

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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HVAC
SECOND FLOOR PARTIAL PLAN
PART C

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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HVAC
SECOND FLOOR PARTIAL PLAN
PART D

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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HVAC
THIRD FLOOR PARTIAL PLAN
PART A

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.



340

7th Grade
Classroom

348

7th Grade
Classroom

328
7th-8th STEM

332

Boys

333

Girls

341

8th Grade
Classroom

343

8th Grade
Classroom

344

8th Grade
Classroom

342

8th Grade
Classroom

338

Upper School
SPED

339

7th Grade
Classroom

349

7th Grade
Classroom

336
Teacher Planning

327

5th-6th STEM

335
Restroom

330
Supervisory

329
Assist. Principal

012
Stair 3

346

Emergency

347
Telecom

300
Corridor

331

Electrical

337

Corridor

345
Flex Learning

RD

011

Stair 1

44"x44"  OA

44"x44"  EA

32"ø  OA

14"ø  OA

30"ø  OA

14"ø  OA

22"ø  OA

22"ø  EA

32"ø  EA

14"ø  EA

FC

10

FC

5

FC

3

FC

5

FC

5

FC

5 FC

5

FC

5

FC

5

FC

5

FC

5

FC

5

FC

5

30"ø  EA

22"x12"  SA

22"x12"  SA

22"x12"  SA

22"x12"  SA

22"x12"  SA

22"x12"  SA

22"x12"  SA

20"x12"  SA
22"x12"  SA

22"x12"  SA

12"x8"  SA

22"x12"  SA

22"x12"  SA

RTU

4

24"x24" SD
460 CFM

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
460 CFM

24"x24" SD
200 CFM

(TYPICAL 2)

8"Ø SA
(TYPICAL 2)

24"x24" SD
30 CFM

(TYPICAL 2)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

24"x24" SD
400 CFM

(TYPICAL 3)

12"Ø SD
(TYPICAL 3)

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
460 CFM

24"x24" SD
460 CFM

10"Ø SA
(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

10"Ø SA
(TYPICAL 4)

24"x24" SD
300 CFM

(TYPICAL 4)

24"x24" SD
100 CFM

24"x24" SD
460 CFM

24"x24" SD
230 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
460 CFM

24"x24" ER
100 CFM

24"x24" ER
300 CFM

24"x24" ER
300 CFM

BC

3B

BC

3A

VAV

2
VAV

2

VAV

2

VAV

2

VAV

1

VAV

2
VAV

2

VAV

2

VAV

2

VAV

2 VAV

1

VAV

2

VAV

2
12"ø  SA

12"ø  SA

24"x24" RR
1200 CFM

6"ø  SA

12"ø  SA 12"ø  SA

24"x24" RR
1200 CFM

24"x24" SD
460 CFM

24"x24" SD
460 CFM

24"x24" SD
380 CFM

24"x24" RR
1200 CFM

12"ø  SA

12"ø  SA

12"ø  SA

12"ø  SA

24"x24" RR
1200 CFM

24"x24" RR
1200 CFM

24"x24" RR
1200 CFM

12"ø  SA

12"ø  SA

24"x24" RR
1200 CFM

12"ø  SA

24"x24" ER
100 CFM

6"Ø SA
(TYPICAL 2)

24"x24" SD
460 CFM

4"
 H

W
R

4"
 H

W
S

FC

10

FC

10

T T

T

T

T
T

T

T

T

T

T

T

T

24"x24" ER
460 CFM

24"x24" SD
460 CFM

24"x24" RR
1200 CFM

24"x24" RR
1200 CFM

24"x24" ER
460 CFM

24"x24" SD
460 CFM

24"x24" SD
460 CFM

24"x24" RR
1200 CFM

24"x24" ER
460 CFM

12"ø  RA

12"ø  RA

10"ø  RA

10"ø  RA

8"ø  SA

12"ø  RA

10"ø  SA

8"ø  RA

12"ø  RA

12"ø  RA

12"ø  RA

12"ø  RA

12"ø  RA

12"ø  RA

12"ø  RA

10"ø  SA

24"x24" RR
800 CFM

12"ø  RA

12"ø  RA

PROJECT #:

DESCRIPTIONDATE
NO.

PROJECT TEAM:

SHEET #:

PROJECT STATUS:

PROJECT ISSUE DATE:

KEY PLAN:

DRAWING HISTORY:

OWNER:

NORTH

Finegold Alexander Architects

SHEET NAME:

PROJECT INFORMATION:

SEAL:

Prelim
inary

Not F
or

Constru
ctio

n

1
/2

4
/2

0
2

0
 9

:5
0
:3

1
 A

M
C

:\
U

s
e
rs

\d
c
ro

ry
\D

o
c
u
m

e
n
ts

\1
8
4
0

0
 M

E
P

_
d
c
ro

ry
.r

v
t

201601510015

H132

70 Winslow Ave.
Leicester, MA 01524

Schematic Design

02/13/2020

63 Pleasant St. Ste. 200
Watertown, MA 02472
T: 617.926.9300

311 Great Road, Post Office Box 1551
Littleton, MA 01460
T: 978.486.4301

3 Washburn Sq. 3rd Floor
Leicester, MA 01524

Geotechnical Engineer

Code Consultant

Kitchen Consultant

Owners Project Manager

RSE Associates, Inc.

BLW Engineers, Inc.

Leicester Public School

Civil Engineer

Electrical Engineer

Landscape Architect

MPFP Engineer

Structural Engineer

Warner Larson Landscape Architects

ART Engineering

Nitsch Engineering

McPhail Associates, LLC

Jensen Hughes

Crabtree McGrath Associates, Inc.

NV5

130 West Broadway
Boston, MA 02127
T: 617.464.1440

38 Front St. Flr 3
Worcester, MA 01608
T: 508.797.7071

2 Center Plaza, Suite 430
Boston, MA 02108
T: 617.338.0063

2269 Massachusetts Ave.
Cambridge, MA 02140
T: 617.868.1420

1 Lincoln St.
Boston, MA 02111
T: 508.538.9409

161 West Main Street
Georgetown, MA 01833
T: 978.352.8500

70 Fargo Street, Suite 800
Boston, MA 02210

HVAC
THIRD FLOOR PARTIAL PLAN
PART B

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
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ROOF PARTIAL PLAN
PART A

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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ROOF PARTIAL PLAN
PART B

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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ROOF PARTIAL PLAN
PART C

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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HVAC
ROOF PARTIAL PLAN
PART D

Leicester Middle School

MECHANICAL GENERAL NOTES:
1. CONTRACTOR SHALL PROVIDE VOLUME DAMPERS 

FOR ALL RUNOUTS.
2. CONTRACTOR SHALL PROVIDE 3/4"HWS&R RUNOUTS 

FOR ALL CUH & UH TO NEAREST MAIN
3. CONTRACTOR SHALL PROVIDE 1"D PIPE FROM ALL FC 

TO NEAREST DRAIN CONNECTION (APPROX. 50').
4. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 

(RS, RL, AND HL) FROM HP TO ASSOCIATED BRANCH 
SELECTOR.

5. CONTRACTOR SHALL PROVIDE REFRIGERANT PIPING 
(RS AND RL) FROM FC TO BRANCH SELECTOR.

6. CONTRACTOR SHALL PROVIDE THERMOSTAT FOR ALL 
FC, RTU, CUH, AND UH.

7. CONTRACTOR SHALL PROVIDE CO2 SENSOR FOR ALL 
VAV BOXES.
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Typical Electrical Plans

Leicester School

1/8" = 1'-0"
1

Lighting - Typical Classroom Plan

1/8" = 1'-0"
2

Lighting - Typical Bathroom Plan

1/8" = 1'-0"
3

Power - Typical Bathroom Plan

1/8" = 1'-0"
4

Power - Typical Classroom Plan
1/8" = 1'-0"

7
Fire Alarm - Typical Classroom Plan

1/8" = 1'-0"
9

Fire Alarm - Typical Bathroom Plan
1/8" = 1'-0"

5
Lighting -  Media Center

1/8" = 1'-0"
6

Power -  Media Center
1/8" = 1'-0"

8
Fire Alarm -  Media Center
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Typical Electrical Plans

Leicester School

1/8" = 1'-0"
1

Lighting - Typical Gymnasium Plan
1/8" = 1'-0"

2
Power - Typical Gymnasium Plan

1/8" = 1'-0"
3

Fire Alarm - Typical Gymnasium Plan

1/8" = 1'-0"
4

Lighting - Health And Wellness Studio
1/8" = 1'-0"

5
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1/8" = 1'-0"
6

Fire Alarm - Health And Wellness Studio
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Typical Electrical Plans

Leicester School

1/8" = 1'-0"
1

Fire Alarm - Typical Admin Offices
1/8" = 1'-0"

2
Lighting - Typical Admin Offices

1/8" = 1'-0"
3

Power - Typical Admin Offices

1/8" = 1'-0"
4

Power - Upper School Art
1/8" = 1'-0"

5
Fire Alarm - Upper School Art

1/8" = 1'-0"
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Lighting - Upper School Art
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Typical Electrical Plans

Leicester School

1/8" = 1'-0"
1

Lighting - Dining Room
1/8" = 1'-0"

2
Power - Dining Room
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Fire Alarm - Dining Room
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Power - Stem
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1/8" = 1'-0"
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Typical Electrical Plans

Leicester School

1/8" = 1'-0"
1

Fire Alarm - OT/PT
1/8" = 1'-0"

2
Power - OT/PT

1/8" = 1'-0"
3

Lighting - OT/PT

1/8" = 1'-0"
4

Fire Alarm - Science Classroom
1/8" = 1'-0"

5
Power - Science Classroom

1/8" = 1'-0"
6

Lighting - Science Classroom

1/8" = 1'-0"
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Fire Alarm - Locker Room
1/8" = 1'-0"

8
Power - Locker Room

1/8" = 1'-0"
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Lighting - Locker Room
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Typical Electrical Plans

Leicester School

1/8" = 1'-0"
1

Fire Alarm - Nurse1/8" = 1'-0"
2

Power - Nurse

1/8" = 1'-0"
3

Lighting - Nurse

1/8" = 1'-0"
4

Lighting - Kitchen

1/8" = 1'-0"
5

Power - Kitchen
1/8" = 1'-0"

6
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1/8" = 1'-0"
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Fire Alarm - Custodial
1/8" = 1'-0"

8
Power - Custodial

1/8" = 1'-0"
9

Lighting - Custodial
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Leicester School

1/8" = 1'-0"
1

Fire Alarm - 3rd Floor Admin Office
1/8" = 1'-0"

2
Power - 3rd Floor Admin Office

1/8" = 1'-0"
3

Lighting - 3rd Floor Admin Office
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Lighting - Canopy

1/8" = 1'-0"
8
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10
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Fire Alarm - Stairs Two

KEYED NOTES FOR XXXX

DOOR HOLDERS AT STAIRS 1 AND 2 AT EVERY FLOOR AND 
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AT EVERY FLOOR.

1

1/8" = 1'-0"
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Commons South Side Wall Lighting
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Enlarged Electrical Rooms

Leicester School
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Telecom 257 And Emergency 256

1/4" = 1'-0"
6

Telecom 319 And Emergency 320

1/4" = 1'-0"
7

Telecom 346 And Emergency 347

1/4" = 1'-0"
8

Electrical 3328
1/4" = 1'-0"

9
Electrical 3325

1/4" = 1'-0"
10

Eletrical 2820

1/4" = 1'-0"
11

Electrical 3324
1/4" = 1'-0"

12
Electrical 3326

1/4" = 1'-0"
13

Electrical 3327
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DIMMER   RACK   SCHEDULE:

DIM   CIRCUIT DP1-1:   0-10V  HOUSE  LIGHT  CKT  #1

DIM   CIRCUIT DP1-2:   0-10V  HOUSE  LIGHT  CKT  #2

DIM   CIRCUIT DP1-3:   0-10V  HOUSE  LIGHT  CKT  #3

DIM   CIRCUIT DP1-4:   0-10V  HOUSE  LIGHT  CKT  #4

DIM   CIRCUIT DP1-5:   0-10V  HOUSE  LIGHT  CKT  #5

DIM   CIRCUIT DP1-6:   SPARE  FOR  0-10V  OR  SWITCHED

DIM   CIRCUIT DP1-7:   SWITCHED  FRONT  OF  HOUSE  CAGE #1

DIM   CIRCUIT DP1-8:   SWITCHED  FRONT  OF  HOUSE  CAGE #2

DIM   CIRCUIT DP1-9:   SWITCHED  FIRST  ELECTRIC  #1

DIM   CIRCUIT DP1-10: SWITCHED  FIRST  ELECTRIC  #2

DIM   CIRCUIT DP1-11: SWITCHED  SECOND  ELECTRIC  #1

DIM   CIRCUIT DP1-12: SWITCHED  SECOND  ELECTRIC  #2

BASIS OF DESIGN BY LEHIGH ELECTRIC PRODUCTS CO.

SB2400  SUNBURST  RACK  WITH:

(4) 0-10V   DIMMING  CIRCUITS

(6) SWITCHED  CKTS  FOR  LED  STAGE  LIGHTING

(2)  SPARE  0-10V   DIMMED OR  SWITCHED  CIRCUITS

DIMMING CONTROL SYSTEM

NOTE: DO NOT RUN LINE AND LOW VOLTAGE WIRING

IN THE SAME CONDUIT.

120/208V  FEED  100A  3P

0-10V LOAD CIRCUITS

SWITCHED LED LOADS

BELDEN  #9729  TYP.
TD  DMX OUTPUT JACKS

8 PORT

LEHIGH DMX
OPTO-SPLITTER

DTM612 TOUCH MASTER
CONTROL

BELDEN  #9729  &
(3)  14 Ga.  THHN

BELDEN  #9729

SDE602
ENTRY

SDE602
ENTRY

SDE602
ENTRY

DMX PLUG
IN JACK

DUPLEX RECEPTACLE

DUPLEX RECEPTACLE

DUPLEX RECEPTACLE

DUPLEX RECEPTACLE

DUPLEX RECEPTACLE

DUPLEX RECEPTACLE

TO  FIRE ALARM CONTROL PANEL
FIRE ALARM INTERFACE INPUT

FIRE ALARM INTERFACE INPUT

DP1

SDE606
ENTRY

WITH
LOCKABLE

COVER

STAGE THETRICAL LIGHTING CONTROL DIAGRAM NTS

2B

3B

9

2A

3A

GENERAL NOTES:

PROVIDE:

(1)    SUNBURST SB2400 SERIES 12 CIRCUIT 0-10V DIMMER /

         RELAY RACK, 120/208V 3PH  MAIN  LUGS

(1)    RECEPTACLE - DMX512 IN / FLUSH  MOUNTED

(1)    OPTOSPLITTER - 8 PORTS

(1)    DTM612 MASTER STATION CONTROLLER STAGE MANAGERS PANEL

(3)    SDE602 TWO BUTTON ENTRY STATION

(1)    SDE606 SIX BUTTON  ENTRY STATION WITH LOCKABLE COVER

(6)    PLUG BOX PIPE MOUNT WITH  (1)  FL EDISON RECEPTACLE

(6)    PLUG BOX PIPE MOUNT WITH  (1) FL DMX RECEPTACLE

(28)  C-CLAMPS

(16)  SAFETY CABLES

(25)  DMX CABLE SET - 25'

(20)  POWERCON TO POWERCON -  10'

(5)    POWERCON TO PBG - 10'

NOTE:

A)  PROVIDE ALL PARTS AND ACCESSORIES FOR A FULL AND COMPLETE

     INSTALLATION

B)  FURNISH AND INSTALL UNISTRUT, CONNECT UNISTRUT TO THE CAGES

     (ASL-6-L), AND CONNECT THE UNISTRUT TO THE TOP OF JOISTS. MOUNT

     CAGES HIGH BETWEEN THE JOISTS, NOT BELOW THE JOISTS.

     COORDINATE WITH THE ARCHITECT PRIOR TO INSTALLATION.

C)  COORDINATE LOCATION OF ALL SWITCHES WITH THE ARCHITECT

     PRIOR TO ROUGH-IN.

THEATRICAL LIGHTING - KEYED NOTES:

PROPOSED - FIRST ELECTRIC:

(1) PHILLIPS SL-BAR-660 LED BORDER LIGHT

(1) PHILLIPS SL-BAR-640 LED BORDER LIGHT

PROPOSED - FIRST ELECTRIC:

(1) PHILLIPS SL-BAR-660 LED BORDER LIGHT

(1)  PHILLIPS SL-BAR-640 LED BORDER LIGHT

PROPOSED - SECOND ELECTRIC:

(2)  PHILLIPS SL-BAR-660 LED BORDER LIGHT

PROPOSED - SECOND ELECTRIC:

(2) PHILLIPS SL-BAR-660 LED BORDER LIGHT

PROPOSED JUNCTION BOX - DMX & 1P-20A CKTS.

U-BOLT MOUNTED OUTLET  BOXES WITH (1) DMX & (1) DUPLEX RECEPTACLES

11 20 A 1 0 0 1 20 A 12

9 20 A 1 0 0 1 20 A 10

7 20 A 1 0 0 1 20 A 8

5 20 A 1 0 0 1 20 A 6

3 LIGHTING 20 A 1 0.19 0.19 1 20 A LIGHTING 4

1 LIGHTING 20 A 1 0.13 0.19 1 20 A LIGHTING 2

CKT Circuit Description Trip Poles

A B C

Poles Trip Circuit Description CKT

Notes:

Fed From: PA1 Wires: 4

Mounting: Surface Phases: 3

Location: STAGE Volts: 120/208 3PH Mains Rating: 50 A

Panel: DP1 New Panel
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Lighting Fixture Schedule

Leicester School

LIGHT FIXTURE SCHEDULE
TAGTAG DESCRIPTION MANUF. MODEL LAMP VOLTAGE NOTES

AD8 Direct/Indirect Fixture CORELITE DSI-WS-3-L35-1-D-UNV-AC-XX-COORDINATE PENDANT
LENGTH WITH THE ARCHITECT-8'-5LT-DALI DRIVER

LED 277 V Fixture with DALI driver. AD8

AD12 Direct/Indirect Fixture CORELITE DSI-WS-2-L35-1-D-UNV-AC-XX-COORDINATE PENDANT
LENGTH WITH THE ARCHITECT-12'-5LT-DALI DRIVER

LED 277 V Fixture with DALI driver. AD12

AD16 Direct/Indirect Fixture CORELITE DSI-WS-3-L35-1-D-UNV-AC-XX-COORDINATE PENDANT
LENGTH WITH THE ARCHITECT-16'-5LT-DALI DRIVER

LED 277 V Fixture with DALI driver. AD16

B2 2'x2' Direct/Indirect Fixture METALUX 22EN-LD2-34-UNV-L835-FLEX-5LTD1-DALI DRIVER-U LED 277 V Fixture with DALI driver. B2

B4 2'x4' Direct/Indirect Fixture METALUX 24EN-LD2-49-UNV-L835-FLEX-5LTD1-DALI DRIVER-U LED 277 V Fixture with DALI driver. B4

C Lensed Striplight METALUX 4SNLED-LD4-37SL-UNV-LC-L835-5LTD-DALI
DRIVER-CHAIN/SET-U

LED 277 V Fixture with DALI driver. C

D Recessed Downlight PORTFOLIO LD6B-15-D5LT-EU6B-1020-8035-6LB-W0LI LED 120 V Fixture with DALI driver. D

D2 Recessed Downlight PORTFOLIO LD6B-20-D5LT-EU6B-1020-8035-6LB-W0LI LED 277 V Fixture with DALI driver. D2

DP88 Display Case Lighting FEELUX TUNELIGHT 2-DIM (0-10V)-APPROX. LENGTH 88"-35K LED 120 V Wired via FR. Coordinate exact length with the Architect
prior to ordering.Provide all parts and accessories for a

complete installation..

DP88

DS New Construction Cooper Lighting LD6B-10-D5LT-EU6B-1020-8035-6LB-W0LI-WET
LISTED-IP66

LED 120 V 6 inch LED Downlight DS

G High Bay LED Spec-Grade LEDS HBF-150-120-22431-4100K-RIGID PENDANT-WT-DIM
(0-10V)-FL PROVIDE WITH SWIVEL CANOP

LED 277 V Wired via DC. G

G1 High Bay LED Spec-Grade LEDS HBF-70-120-22431-4100K-RIGID PENDANT-WT-DIM
(0-10V)-FL PROVIDE WITH SWIVEL CANOP

LED 277 V Wired via DC. G1

K2 2'x2' Troffer METALUX 22GR-LD4-36-A125-UNV-L835-5LTD-DALI
DRIVER-1-G3-GASKET-U

LED 277 V Fixture with DALI driver. K2

L4 Pendant Fixture ALW SP2.5S-S4'-LOW-80-3500-DALI-CR-S/LOW-80-3500-DAL
I-CR-S-CUSTOM COLOR-UNV-COMBO

LED 277 V Fixture with DALI driver. L4

LM Pendant Fixture SPI ZYNN-58"-L54W-UNV-3500K-BCE-DID-MNT-CUSTOM
COLOR-CUSTOM PENDANT LENGTH

LED 277 V Wired via DC. LM

LS10 Pendant Fixture SPI NOVATO
RING-AIP11848-L75W-UNV-3500K-H05-MB03-CUSTOM

COLOR

LED 277 V Wired via DC. LS10

R4 4' Recessed Fixture NEORAY S124DR-H-575D-835-04F0-UNV-5L-F-C-COLOR LED 277 V Fixture with DALI driver. R4

SS4 Ceiling Mounted Direct NULITE RR4-4-D-06-L35-UNV-DALI DIMMING-1C-FRF-WH-4 LED 120 V Fixture with DALI driver. SS4

U2 2'x2' Troffer METALUX 22-GR-LD1-36-A125-UNV-L835-5LTD-DALI DRIVER-1-U LED 277 V Fixture with DALI driver. U2

V4 Recessed Vertical Fixture AXIS BBRVLED-B2-750-35-SO-4'-W-UNV-DIMMING-1-DF-C(4”
max depth)

LED 277 V Wired via DC. V4

W78 Linear Wall Washer PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 78")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W78

W89 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 89")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W89

W90 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 90")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W90

W92 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 92")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W92

W94 Linear Wall Washer PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 94")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W94

W96 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 96")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W96

W101 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 101")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W101

W156 Linear Wall Washer PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 156")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Wired via DALI driver. Field verify and Coordiate exact
length with the Architect.

W156

W161 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 161")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W161

W166 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 166")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W166

W167 Linear Recessed Fixture PRUDENTIAL P43-PSTD-FLSH-LED35-SO-LENGTH AS PER PLANS
(Approx. length 167")-AWL-DIR-COLOR-DIG-XX-SC-WTW

(WALL TO WALL)-UNV-DMD

LED 277 V Fixture with DALI driver. Field verify and Coordiate exact
length with the Architect.

W167

ZC1 Light Fixture under Canopy NOVA NF-PRO-O-120-24V-4100K. APPROX. LENGTH 145'-10".
CHANEL: NF-CH-1707-2M-60

LED 277 V Coordiate exact length with the Architect. ZC1

ZD New Construction Cooper Lighting LD6B LED 277 V 6 inch LED Downlight ZD

ZF Pole Mounted Fixture BEGA BEGAConverted fromEULUMDAT26.01.2016/
H.R,K551R-77210

LED 277 V Wired via DC. ZF

ZT2 Pole Mounted Light Fixture with Pole MCGRAW EDISON GLEON-AF-01-LED-E1-SL4-XX-DIM-HSS-HOUSE SIDE
SHIELD-PROVIDE 15FT ROUND ALUMINUM POLE

LED 208 V Wired via DC. ZT2

ZT4 Pole Mounted Light Fixture with Pole MCGRAW EDISON GLEON-AF-01-LED-E1-SL4-XX-DIM-HSS-HOUSE SIDE
SHIELD-PROVIDE 15FT ROUND ALUMINUM POLE

LED 208 V Wired via DC. ZT4

ZT22 Pole Mounted Light Fixture with Pole MCGRAW EDISON GLEON-AF-01-LED-E1-SL4-XX-DIM-HSS-HOUSE SIDE
SHIELD-PROVIDE 15FT ROUND ALUMINUM POLE

LED 277 V Wired via DC. ZT22

ZW2 Wall Pack LUMARK XTOR2B-W-COLOR AS SELECTED BY ARCHITECT-BUG
RATING B1-U0-G0

LED 277 V Wired via FR. Coordinate exact location with the
architectural plans.

ZW2
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